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ABSTRACT
Pulse width modulation (PWM) strategies for multilevel multiphase ac drives have been analysed in this
thesis. The large amount of published work in the area of multiphase drives recognises their advantages
compared to the standard three-phase solutions. Some of them are improved power sharing capabilities,
increased reliability and fault tolerance. However, in the most of these works two-level inverters were used for
supply of multiphase machine. Also, huge amount of research has been done in the area of multilevel inverters.
Nowadays, three-phase multilevel inverters are in use in high-power applications. However, the ideal scenario
for high-power applications is supply of a multiphase machine from the multilevel inverters. So far no negative
consequences of combination of these two topologies, apart from increased complexity of the system, have been
identified, and this topology is the subject of this thesis.
The analysed topology is a multiphase machine with star-connected stator winding, supplied by a
multilevel voltage source inverter. As the main envisaged application of such drives is in high-power systems,
the efficiency is the most important issue. Because of the increased number of phases and increased number of
levels of the inverter, proper control of such a system becomes more complicated. In this thesis both commonly
used modulation strategies, carrier-based and space vector PWM, are analysed. Carrier-based strategies are
easily extendable and applicable for a system with any number of phases and any number of levels. However,
the number of possible switching states of the inverter that should be analysed in space vector modulation is r,
where n represents the number of phases and I is the number of levels of the inverter. The applied method of
analysis of the space vectors is through the vector space decomposition approach. This means that, in a
multiphase case, more than one plane must be analysed simultaneously. Dealing with such a high number of
combinations while satisfying reference requirements in more planes represents the main problem for
development of the space vector algorithms. Hence, the space vector algorithms have to be analysed
independently for each case and hence, in the thesis, five-phase and seven-phase three-level cases are elaborated.
However, there are some general steps that can be applied, and those steps are described in the thesis. Because of
the simplicity for implementation of carrier-based algorithms, detailed comparison of analysed space vector and
carrier-based modulation strategies is conducted.
Five modulation strategies have been analysed for each case, five-phase three-level and seven-phase
three-level topology. The strategies are compared theoretically, through the analysis of applied switching
sequences, their regions of application and times of application of each switching state. The other method of
comparison was through the time waveforms and through their spectra. Commonly used quality indicator of a
signal, total harmonic distortion (THD), has been also calculated. The equivalence of one carrier-based and one
space vector modulation strategy, for both cases, is confirmed. These strategies produce at the same time the
minimum current THD. Regarding complexity, it is shown that carrier-based realisation is much simpler and
thus is favourable for practical implementations. All results are confirmed by simulations and experiments and
the results were always in good agreement.
Because of importance of the THD as a parameter in the analysis of the modulation strategies, the last
part of the thesis considers and derives analytical formulae for leg and phase voltage RMS and THD. It gives
analytical solution for produced leg voltage THD for an inverter with an arbitrary number of levels. For the
phase voltage THD, two- and three-level cases with any number of phases are covered.
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INTRODUCTION
1.1 PRELIMINARY CONSIDERATIONS
Requirement for variable speed operation is of the primary importance in industrial applications. In the
beginning, due to simplicity of speed control, only de machines were in use. For this purpose ac machines were
limited to operation at the fixed speed, determined by the construction and the grid. However, ac machines have
a lot of advantages, compared to de machines. Some of them are simplicity of the construction, absence of
commutators and brushes that make de machines unreliable and unsuitable to operate in dusty and explosive
environment, and almost maintenance-free operation. These characteristics of the ac machines make them very
desirable in industrial applications.
Utilisation of induction machines (IMs) is nowadays so widespread that they represent the biggest
consumers of electrical energy worldwide. One interesting data from early 80s says that almost 70% of total
electrical energy consumed in the USA was used to drive electrical machines, and more than 90% of that was
used by ac drives that were operated at fixed speed [Bose (1982)]. Development of power semiconductor devices
allowed operation of ac machines at variable speed. Progress in insulated-gate bipolar transistors (IGBTs) in the
beginning of the 1990s made inverters highly efficient and applicable in wide range of applications and
environments. This allowed replacement of the de machines with ac machines, and also operation of currently
used ac machines at variable speed, by supplying them from an inverter. In [Malik and Kluge (1998)] it is
reported that 97% of the installed medium-voltage (M-V) motors operate at fixed speed, and only 3% are
variable speed drives. Application of adjustable speed drives to many process control applications can result in a
substantial saving of energy. An interesting fact related to the efficiency and power saving is that replacement of
fixed speed M-V motors with variable speed drives results in a payback time of investment from 1 to 2.5 years
[Schmitt and Sommer (2001)], and projected life-time of such systems is usually much longer.
Usage of inverters has a lot of consequences in industry. For example, ac machines are not necessarily
constructed for 50Hz operation, and they can be adapted and optimised for a certain application. Also, ac
machines are not any more limited to three phases, as they were limited by the grid supply. Voltage source
inverters (VSIs) are predominantly in use in practice. Something that was a problem in the early days is more
complicated control structure of ac machines, but with new digital signal processors (DSPs) this problem has
been overcome.
Utilisation of multiphase machines is one of the solutions for improving performance in high power
applications. Since power limitation ratings are per phase, utilisation of more phases allows obtaining of the
higher power structures. Typical applications where multi phase machines are viable solutions are ship
propulsion, railway traction, electric and hybrid electric vehicles, the 'more-electric' aircrafts, and the high-
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power industrial applications (rolling mills, compressors, etc.) [Levi et al. (2007), Levi (2008)]. It should be
noted that the predominantly utilised configuration of supply in variable-speed drives consists of two-level
voltage source inverters at low voltage levels. However, current industrial standard in M-V variable speed drives
is utilisation of multilevel (predominantly three-level) VSIs in conjunction with three-phase machines
[Rodriguez et al. (2007)]. Utilisation of multilevel inverters in medium-voltage applications was the only
solution to overcome shortcomings of used components, whose maximum voltage ratings are usually
insufficient. This is the second way for increasing the system power ratings.
Utilisation of multi phase machines supplied from multilevel inverters is currently under development, and
still has not been used in practice. At present it seems like the most logical way forward to combine benefits of
both multilevel inverters and multiphase machines. This requires suitable supply control algorithms. Therefore,
control algorithms, i.e. pulse width modulation (PWM) strategies, for single-sided supplied multi phase machines
with star-connected winding with isolated neutral point, using multilevel inverters, have been investigated in this
thesis (Fig. l.la). However, there is one more possible drive structure that can be used to achieve multilevel
operation. In this case machine is supplied from two inverters. Namely, there is no star point, and the other
terminals of the stator windings are also accessible and connected to the second inverter. The inverters can be
two-level or multilevel. This topology is known as dual-sided supply or open-end winding configuration
(Fig. 1. Ib). This structure was focus of another research project that ran in parallel with this one at LJMU [Bodo
(2013)]. The intention in this thesis was to cover only multi phase machines/inverters with an odd number of
phases, namely five- and seven-phase structures. Even phase numbers and asymmetrical machine configurations
are thus beyond the scope of this project.
The inverters are controlled digitally by pulse width modulation algorithms. Output voltage is governed
by the fundamental of the output pulse sequence. In essence there are two main approaches to VSI PWM control.
The first one is carrier-based (CBPWM) and the second one is space vector PWM (SVPWM). SVPWM is
nowadays more popular for investigation, but not for implementation, where CBPWM is the dominant one,
because of its simplicity. Since the electrical machines are one of the main energy consumers, it is very
important to control them properly and improve their performance as much as possible.
Considered type of the machine in this research is an induction machine with sinusoidally distributed
windings. The overall aim of the modulation strategy in this thesis is thus to produce sinusoidal output voltages,
with the minimum harmonic distortion, and with minimum switching losses in the inverter. Sometimes some
Multiphase motor Multiphase motor
t-
.....
t-Multilevel
Inverter •••
t-
.....
MultilevelMultilevel
Inverter 1 • Inverter 2••
a. b.
Fig. 1.1: General topology of a multilevel inverter supplying a multi phase load/machine: a. single-sided supply
of a multiphase machine, b. open-end winding configuration.
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additional requirements are imposed, such as balancing of the voltages of the dc bus capacitors in certain
multilevel inverter structures, elimination of the common mode voltage, minimisation of current ripple,
minimisation of the torque ripple, etc. Some of these additional requirements will also be analysed, when
appropriate.
A short overview of the multiphase machines and multilevel inverters, with emphasis placed on the
relevant modulation strategies, is given in the following section.
1.2 AN OVERVIEW OF THE MODULATION STRATEGIES
Utilisation of multilevel inverters for supply of multiphase drives is nowadays of great interest, since
advantages of multiphase machines and multilevel inverters complement each other, leading to drive systems
with better performance, compared to the existing solutions. Hence, construction of the modulation strategy that
will make use of as many as possible good characteristics of both multiphase machines and multilevel inverters
is a real challenge.
One of the first investigations of inverter-fed multiphase machine can be traced back to the late 1960s
[Ward and Harer (1969)]. The obtained benefit was a reduced amplitude of the torque ripple in a five-phase
machine, compared to a three-phase machine. This was given as a simple solution for torque ripple reduction
using 1800 conduction mode of operation. For applications with strict torque requirements PWM was advised.
Nowadays, when inverters easily operate at high PWM frequency, this benefit of multi phase machines is not
relevant. The other main advantages of multiphase machines that are still equally valid as in the early days are
[Levi et al. (2007), Levi (2008)]:
• distribution of power over a phase number higher than three, so that for the given semiconductor
ratings it becomes possible to realise a drive with the higher overall power rating; and,
• much better fault tolerance than with three-phase machines, since it is possible to continue operation
of the machine with the rotating field, using modified control strategies, as long as there are at least
three healthy phases regardless of the phase number.
Utilisation of multilevel inverters as the supply source results in some specific advantages such as
[Rodriguez et al. (2002), Wu (2006)]:
• increase of the operating output voltage of the inverter for the given semiconductor voltage ratings;
• reduction of the dv/dt and total harmonic distortion (THD), due to the achieved output voltage
waveforms with more steps of lower value;
• possibility to operate with lower switching frequency (reduced switching losses);
• input current can be with very low distortion;
• multilevel inverters enable post-fault operation;
• they are usually of modular structure, etc.
Some of disadvantages of multilevel inverters are [Seyed (2007), Panagis et al. (2008)]:
• voltage unbalance problems;
• unequal current stresses on semiconductors;
• higher implementation cost;
• reduced reliability due to an increased number of components; and
3
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• more complex control algorithm.
Three multilevel inverter topologies that are commonly used in practice and that have found a place in
commercial applications are: diode-clamped or neutral-point clamped (NPC); capacitor-clamped or flying
capacitors (FC); and cascaded multi-cell with separate de sources, cascaded H-bridge (CHB) topology
[Rodriguez et al. (2002), Wu (2006)]. Multilevel inverters are nowadays widely used in conjunction with three-
phase drives [Wu (2006)]. However, multiphase machines are commonly supplied from two-level inverters. One
comprehensive review in this area is given in [Dujic (2008)].
Both approaches to PWM, carrier-based PWM and space vector PWM, are in use for multilevel inverters.
CBPWM techniques simply extend two-level approach to multilevel, and two commonly used approaches are
with level-shifted and with phase-shifted (PS) carriers [Wu (2006)]. Level-shifted carriers, further, can be with:
all carriers in phase, phase disposition (PD) type; with a certain phase of carriers when they are above zero and
with opposite phase when they are below zero, phase opposition disposition (POD); with carriers that
alternatively change phase, alternating phase opposition disposition (APOD). These are the basic multicarrier
dispositions, and some hybrids can be constructed also. Level-shifted disposition is natural modulation for diode-
clamped VSIs, while phase-shifted disposition is natural for cascaded H-bridge and flying capacitor multilevel
VSI topologies. On the other hand, extension of space vector modulation techniques from two to more levels is
not straightforward. This is the reason why there is not any common classification of SVPWM strategies. Space
vector algorithms directly apply chosen switching states to the inverter output. The number of possible switching
states of a VSI is defined as r, where n is the number of phases and / is the number of output voltage levels per
inverter leg. This gives exponential increase in the number of switching states as both the number of levels and
the number of phases increase, and this represents the main problem in development and application of SVPWM
algorithms. Nevertheless, some SVPWM methods are in use in industry for three-level VSIs supplying three-
phase drives [Kouro et a1. (2010)], although CBPWM dominates.
The first paper that gives analytical solution for multi carrier PWM strategies by comparing output leg
voltage spectrum using 2-D Fourier approach is [Carrara et a1. (1992)]. Basic carrier dispositions were compared
and PD is favoured as one that will produce the minimal components in the phase voltage spectrum. Detailed
analysis ofCBPWM methods is given in [Holmes and Lipo (2003)]. Techniques are compared analytically using
2-D Fourier approach for signal spectrum calculation. Used approach is similar to the one presented in [Carrara
et a!. (1992)], but it is a little bit simplified. Two-level as well as multilevel CBPWM modulation strategies are
analysed. Analysis is again based on spectrum calculation for single leg. Phase voltage spectrum can be obtained
from leg voltage spectrum in a simple manner, and phase voltage characteristics are shown for single- and three-
phase systems. Some additional works show that the same results can be obtained for different inverter
topologies using different carrier-based techniques. One such comparison of multicarrier PWM strategies for
multilevel inverters is given in [McGrath and Holmes (2002)], where it is shown that diode-clamped and
cascaded H-bridge structures with the same or different de voltages can perform equally if appropriate
multicarrier disposition is applied.
Space-vector approach was originally used as a concept for three-phase machines. The first paper that
introduced vector space decomposition (VSD) approach, and practically allowed utilisation of SVPWM concept
for multi phase machines is [Zhao and Lipo (1995)]. SVPWM method performs selection of appropriate
neighbouring space vectors around the reference space vector in the a-fJ plane and determines their dwell times
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in such a way that the average value of the applied vectors equals the reference in each switching period. Since
every chosen space vector has its projections into the other planes as well when the phase number is five or
more, avoidance of the appearance of the undesired low-order harmonics requires that all planes are considered
in the process of active space vector selection and dwell time calculation.
For the first space vector modulation strategies, for two-level three-phase systems, correlation with
CBPWM was obvious, and it was confirmed by [Holmes (1992)] that SVPWM has identical performance as the
CBPWM with min-max injection. Equivalence is shown also for the multiphase two-level case by [Dujic
(2008)]. However, since direct control of switching states and some other advantages stem from different view
of the problem, such as separation of harmonics into the mutually independent planes, space vector approach is
still extensively in use and is still of the high interest.
The multilevel inverters were firstly applied to the three-phase machines. In a three-phase system only the
o.-p plane exists, so all space vector strategies use graphical approach. Some strategies do not apply
transformation and analyse problem in 3-D space, where each axis is characterised by output leg voltage
[Celanovic and Boroyevich (2001), Prats et al. (2003), Franquelo et al. (2006)]. However, in [Celanovic and
Boroyevich (2001)] the problem is simplified to a 2-D plane since the sum of leg-to-leg voltages is zero, while
other two references carry out analysis in the whole 3-D space. The problem with these approaches and usage of
Euclidean coordinates is that the phase voltage space vector redundancy is not visible in a straightforward
manner, as it is after space vector transformation. The other strategies, that use transformation, usually reduce to
the determination of the triangle in which the reference is. All three-phase SVPWM strategies use the concept of
the nearest three vectors. The aim of majority of these works was to give a general solution for any number of
levels. One of the most cited and practically accepted as a universal three-phase SVPWM algorithm is
[Celanovic and Boroyevich (2001)]. However, it does not give the complete solution, and some assumptions
have to be used.
The comparison between CBPWM and SVPWM has been conducted for three-level three-phase case, and
for multilevel three-phase case by [Wang (2002)] and [McGrath et al. (2003)], respectively. The common
conclusion is that the space vector-like performance can be obtained using CBPWM with proper injection.
The first attempts of use of space vector concepts for multilevel multiphase drives followed three-phase
algorithms. Hence, only the first plane was considered and only three space vectors were taken into account. One
such algorithm is given by [Song et al. (2006)], for the five-phase three-level VSI. The consequence of using
only three space vectors and not considering the other planes in a multiphase system is presence of the numerous
low-order harmonics. Another group of algorithms that are aimed for a torque ripple minimisation [Huang and
Corzine (2008), Hutson et a1. (2008)], suffer from the same problem. The first paper that recognises problem and
gives a complete solution using vector space decomposition method is [Gao and Fletcher (2010)]. This space
vector algorithm is given for the three-level five-phase case. Both planes are taken into account and the
algorithm provides cancelation of the space vector projections in the second plane, in order to provide sinusoidal
output. The paper does not give a universal solution for an arbitrary number of level or phases, but it gives a lot
of ideas that can be used for that purpose.
Another aim in developing space vector algorithms is generalisation for the multilevel multiphase case.
First papers that give a universal PWM algorithm for multilevel multi phase case are [Lopez et a1. (2008b), Lopez
et a1. (2009a)]. The algorithms use multidimensional space and matrix representation of the variables. An
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entirely different possibility, that comes as a consequence of a series of investigations for single-phase
modulators [Leon et al. (2008a), Leon et al. (2009a)], but now applied on per-phase basis in a multi phase system,
has been elaborated in [Leon et al. (2010b)]. However, all of these algorithms do not use transformation of the
variables and do not consider either a-p or x-y planes, and are, actually, closer to the carrier-based approach.
As it is already mentioned in section 1.1, another way of obtaining multilevel operation is open-end
winding configuration. One of the first papers that introduced open-end winding configuration is [Stemmler and
Guggenbach (1993)], and it was analysed for overcoming some of technological problems. The de sources can
be connected or isolated and advantages of isolated sources are also discussed here. Further, this structure was
investigated by [Corzine et al. (1999)], where it was favoured when compared to the single-sided structures,
since there is no capacitor voltage balancing problem and since the structure is simpler. Previously mentioned
works considered three-phase machines and the first papers that apply open-end structures to multiphase
machine were for a double star six-phase machine [Mohapatra et al. (2002), Mohapatra and Gopakumar (2006)].
However, these papers were not aimed at investigation of multilevel operation. The analysis of multilevel
operation that can be obtained with open-end winding structure for symmetrical multiphase machines has started
only recently, and some of the first results in this field are given by [Jones et al. (20 I0), Levi et al. (20 I0)].
For dual-sided supply structure, the number of switching states is given with fln·/2n, where /1 and /2 stand
for the number of levels of the 1si and of the 2nd inverter, and n represents the number of phases. It can be seen
that the number of switching states significantly increases with an increase in the number of phases and number
of inverter voltage levels, so that development of space vector modulation strategies for open-end winding
structure seems to be more involved. Detailed analysis of this topology and modulation techniques that can be
applied is available in [Satiawan (2012), Bodo (2013)].
1.3 RESEARCH OBJECTIVES AND ORIGINALITY OF THE RESEARCH
The principal objectives of this research were:
1) To examine general principles of carrier-based PWM technique for inverters with more than two
levels and an arbitrary odd number of phases, implement the algorithms in Matlab/Simulink
environment, and verify theoretical concepts by performing extensive simulations for phase numbers
equal to five and seven.
2) To investigate the rules required for the most appropriate selection of the space vectors for the space
vector PWM, considering that there is a huge number of them, while the number of those applied in
any switching period is always governed by the phase number (and equal to it). To develop space
vector PWM techniques for five- and seven-phase drive systems supplied from three-level NPC VSI,
and to verify operation by extensive simulations.
3) To derive general rules for space vector PWM algorithms based on vector space decomposition
approach (VSD).
4) To investigate similarities and differences between carrier-based and space vector PWM algorithms
for multilevel multiphase VSls through the theoretical considerations and by the comparison of
obtained results.
5) To perform a comparative analysis of pros and cons of space vector and carrier-based approach for
multilevel multiphase inverters, and to select the best method among them for practical purposes.
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6) To derive analytical formulae for leg voltage and phase voltage total harmonic distortion (THD)
calculation for the most common numbers of levels and arbitrary number of phases.
7) To implement developed PWM techniques in the experimental rig and prove theoretical concepts by
means of experimental investigation.
Original contributions to the field of electrical motor drives have been produced by achieving the above
listed objectives. A particular contribution has been achieved by the development, for the first time, of the space
vector modulation techniques for the seven-phase three-level topology, based on the vector space decomposition
approach. This algorithm is described in Chapter 4. Also, significant is the mutual comparison of multiple
carrier-based and space vector modulation strategies. Comparison is not only given through the simulation and
experimental results analysis, but the theoretical considerations are given as well (Chapter 5 and Chapter 6).
Original research results that had been generated by the thesis have been published in [Dordevic et a1. (201Ib),
Dordevic et a1. (2011a), Jones et a1. (2011a), Jones et a1. (2012), Dordevic et a1. (2013a), Dordevic et a1. (2013b)]
(Chapter 4), [Dordevic et a1. (2011a), Dordevic et a1. (2013a)] (Chapter 5), and [Bodo et a1. (2012), Dordevic et
a1. (2013a), Dordevic et al. (2013b)] (Chapter 6). A further contribution are still unpublished but for the first time
obtained analytical formulae for the leg and phase voltage THD, given in Chapter 7. The papers, which are the
outputs of the thesis, are given in Appendix B.
1.4 ORGANISATION OF THE THESIS
The thesis is divided into 8 chapters.
Chapter 1 contains a brief overview of utilisation of induction machines and explains shift of the focus of
the research in this field from two-level inverters to multilevel structures and from three-phase to multi phase
systems. It introduces ideas how modulation algorithms are adapted from standard three-phase two-level forms
to multiphase multilevel topologies. Objectives and originality of the research are addressed towards the end of
this chapter.
Chapter 2 presents literature survey. The emphasis is placed on modulation strategies for obtaining the
sinusoidal output. Carrier-based techniques are surveyed at first, since they are very simple for realisation and
can be used as a good reference for comparison with other methods. Space vector strategies are considered next,
for three-phase multilevel, multiphase two-level, and multilevel multi phase drives, when neutral point of the
machine is present. A brief review of open-end winding configurations is also given.
Chapter 3 introduces basic concepts, rules, definitions, and equations that will be used in this research.
General structure and general equations of multilevel multiphase systems are analysed and the nature of signals
is explained. Space vector transformation is defined and it is shown how it can be used for simple plotting of
space vector projections into decoupled planes. General equations for calculation of space vector application
times are further given. Mapping of the harmonics into 2-D planes is shown. Basic multilevel inverter topologies
with their main advantages and drawbacks are surveyed.
Chapter 4 analyses space vector modulation strategies based on the VSD approach, for five- and seven-
phase three-level VSls. The first paper in this area that gives a complete solution and that analyses both planes
for five-phase three-level case is [Gao and Fletcher (2010)]. This algorithm is explained in detail in this chapter
with some specific solutions that are further used for development of the seven-phase three-level SVPWM
algorithm. One modification of the algorithm is also presented. General structure of the VSD space vector
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algorithms is given as well. Simulation and experimental results for a five-phase induction machine and a seven-
phase R-L load are included in this chapter.
Chapter 5 examines carrier-based PWM algorithms, the aim being a comparison with SVPWM.
Reduction of level-shifted multicarrier PWM to single-carrier PWM is shown. Change of the switching
sequence, as a function of the number of phases and number of levels, as well as the dependence on the
modulation index value, is analysed in time domain. Pure sinusoidal reference signals and signals with included
min-max injection and with 'double' min-max injection are covered.
In Chapter 6 theoretical analysis of the switching sequences and regions of application of analysed space
vector and carrier-based modulation strategies is given at first. Equivalence of one carrier-based and one space
vector modulation strategy is revealed. Further, analysed modulation strategies are compared using waveforms
obtained by simulations and experiments. Mentioned equivalence is thus confirmed.
Chapter 7 derives analytical formulae for leg and phase voltage RMS and THD. Derivations are based on
the time domain analysis. Power of the signal, defined as a squared value of the signal, is used for derivation.
Sinusoidal reference signal has been analysed. General formula for leg-voltage THD, produced by an I-level
inverter, with equal output voltage steps is given. General formulae for phase-voltage THD produced by two-
level inverter and for three-level inverter with PD and (A)POD carriers disposition, and for any number of
phases, are derived. Theoretical curves are verified by simulation and experimental results. An extensive set of
measurements for three-, five- and six-phase symmetrical induction machine and for seven-phase R-L load and
for the whole modulation index range is included in this chapter.
Chapter 8 summarises work described in the thesis and gives the main conclusions. It also introduces
some ideas that are not analysed in detail in this thesis and thus represent directions for the future work.
Chapter 9 gives the list of references used in this research.
Finally, in the appendices, description of the experimental setup, hardware and software, and the
publications from the thesis are given.
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LITERATURE SURVEY
2.1 INTRODUCTION
The literature review in this chapter is focused on modulation techniques for star-connected multi phase
machines with multilevel inverter supply. Three topologies are very closely connected with this topic: three-
phase machines supplied from multilevel inverters; multiphase machines supplied from two-level inverters; and
machines with dual-sided supply (open-end winding configuration). In addition to space vector approach,
carrier-based approach, almost universal and similar for any number of phases and levels, is always available.
Literature surveys for three-phase machines supplied from two-level inverters, for both carrier-based and space
vector modulation strategy, and two-level carrier-based techniques applied to multiphase machines are omitted
here as these are well-known methods. The review of literature in this chapter is divided into five logical parts,
which are arranged historically as they were appearing.
Prior to the survey of the areas closely connected to this research, a short review of multiphase machines
and multilevel inverters is due. Very good and comprehensive surveys of multi phase machines that include basic
properties of multi phase machines, their variety, modelling, vector control, direct torque control, PWM
strategies, fault tolerant strategies, multi phase multi-motor drive systems with single inverter supply, etc. are
available in [Levi et al. (2007), Levi (2008)]. Surveys of three-phase multilevel inverters, including basic
topologies, control and modulation strategies, industrial applications and technological aspects are given in
[Rodriguez et al. (2002), Rodriguez et al. (2007)]. Also, [Seyed (2007)] represents a very good source that in
detail compares three-phase multilevel converters for medium-voltage application. Some more recent reviews in
this area are [Abu-Rub et al. (2010), Kouro et al. (2010)], which give recent data regarding technology,
advantages, challenges and requirements for multilevel inverter applications. All of the mentioned multilevel
inverter surveys are dedicated to three-phase systems.
2.2 CARRIER-BASED TECHNIQUES FOR MULTILEVEL INVERTERS
Carrier-based PWM techniques are well-established for three-phase multilevel VSls. They simply extend
two-level PWM approach to multilevel inverters. The extension is usually based on application of more than one
carrier. Difference between these methods is in mutual disposition of carriers. The most common dispositions
and thus multilevel carrier-based strategies are: phase-shifted (PS), in-phase disposition (PO) that is also known
as level-shifted (LS) carriers, phase opposition disposition (POD), and alternative phase opposition disposition
(APOD). Some hybrid carrier-based strategies are also available. As in the two-level case, the number of phases
for all of these multilevel carrier-based techniques is not relevant, but there is not much evidence regarding
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consequences of application of different CBPWM techniques to multilevel multiphase inverters supplying
multiphase machines.
Since the process of producing PWM signal with carrier-based methods is independent of the number of
phases, review of some basic works that analyse output leg voltage spectrum and compare CBPWM strategies
for multilevel inverters using single-phase example is given first.
Mathematical analysis of spectrum characteristic, for different types of carrier-based techniques for
multilevel inverters, is presented in [Carrara et al. (1992)]. All mentioned carrier disposition techniques (except
for hybrid) are analysed. Analysis is based on a single output leg voltage spectrum. A method for application of
two-dimensional Fourier transformation is presented. The analysis is given for the general case and it is not
related to any of the specific inverter topologies. It is shown that level-shifted disposition has in general lower
values of the harmonics except for the harmonic at the switching frequency. It is also concluded that in three-
phase case this harmonic will not be present in the phase voltages, so that this method is favoured compared to
others. Note that this conclusion also remains valid for any other number of phases greater than three. This type
of analysis is further conducted in [Holmes and Lipo (2003)]. A similar analytical approach is used. Comparison
of all carrier displacement methods for both linear and overmodulation range, including details regarding solving
two-dimensional Fourier transformation, is given.
A similar comparison, but based on simulation results, is presented in [Calais et al. (2001)]. Single-phase
five-level cascaded H-bridge (CHB) structure is analysed. Apart from the spectrum, for which the same
conclusions as in [Carrara et al. (1992)] are given, resulting switching frequency and complexity of
implementation regarding use of redundant switching states are discussed. One hybrid method is also analysed.
PD method has unbalanced switch utilisation, for different values of the modulation index, in contrast to
PS/APOD. Hybrid method has the same spectrum as PD and even better utilisation of switches, but it is the most
complex to implement. Influence of the number of levels on spectrum and harmonic distortion through the
extensive simulations for different carrier-based techniques was analysed in [Agelidis and Calais (1998)].
Results include both linear and overmodulation range. A further comprehensive analysis of carrier-based
modulations for multilevel three-phase topologies is given in [Wu (2006)]. Different types of carrier disposition
methods for most common topologies, their comparison, and calculation of device switching frequency are
explained.
An analytical comparison, again for three-phase multilevel inverters is given in [McGrath and Holmes
(2002)]. It is shown that alterative phase opposition disposition (APOD) based PWM for diode-clamped
inverters, phase-shifted (PS) carriers for cascaded inverters, and hybrid PWM for hybrid inverters (cascaded with
different de voltages) have the same spectrum of the inverter leg voltages. Parameters of carriers are adjusted in
such a way that compared methods have the same number of switch transitions during one period of the
reference signal. The analysis is conducted using the double Fourier series (similarly to [Carrara et al. (1992)]),
but a different analytical approach is used. Superiority of the level-shifted carrier-disposition, by placing
significant harmonic at the switching frequency, so that it cancels in phase voltage, is once again proved. A new
solution is further developed for CHB regular and hybrid structure. It uses discontinuous PWM with phase-
shifted carries within each H-bridge. This modulation strategy gives very similar harmonic characteristics with
cascaded structures, as PD gives with diode-clamped inverters.
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As already mentioned, there are only a few studies regarding comparison and consequences that
application of carrier-based modulation strategies for multilevel inverters can produce in multiphase machines.
Some of the papers, mentioned further on, are more focused on capacitor voltage balancing strategies, than on
behaviour of the machine.
One example of multilevel (three-level) multiphase (five-phase) carrier-based modulation study is
presented in [Mwinyiwiwa et al. (2006)]. The inverter is of NPC topology and modulation is with two level-
shifted triangular carriers. A simple hysteresis regulator for capacitor voltage balancing has been presented. It
requires only the value of the neutral-point voltage. Developed modulation scheme has been verified through the
simulations and experiments on a static R-L load. A DSP board and an FPGA device have been used for the
experimental implementation. A very similar configuration, with the same aim, was analysed in [Karugaba et a!.
(2011)]. A further analysis of multilevel multiphase carrier-based strategy is given in [Nho and Lee (2007)].
Five-level, five-phase NPC structure is analysed. However, shown results are not explained in detail.
Some modified carrier-based strategies for de-link capacitor voltage balancing for multilevel multi phase
diode-clamped inverters are presented in [Busquets-Monge and Ruderman (2010)]. Proposed techniques are
universal for any number of phases and any number of levels. All techniques guarantee balancing of capacitor
voltages in each switching period without any additional hardware (provided that the sum of output leg currents
is equal to zero). Improvement of the output voltage spectrum characteristics is obtained at the expense of an
increased algorithm implementation complexity, which is in the proposed methods usually based on changing
the angle between phase-shifted carriers.
2.3 SPACE VECTOR TECHNIQUES FOR THREE-PHASE MULTILEVEL
INVERTERS
Multilevel inverters are nowadays widely used in conjunction with three-phase drives. Some of the space
vector algorithms are in use in industry for multilevel converters, but only for the three-level case [Kouro et al.
(2010)]. Extension of space vector modulation techniques from two to more levels is not a straightforward
process even for the three-phase case. In [Celanovic and Boroyevich (2001)] one solution for extension of space
vector modulation technique to any number of levels for the three-phase case is presented. This paper uses for
the first time 3-D Euclidean coordinate system for leg-to-leg voltages for space vector representation. Since the
sum of leg-to-leg voltages is zero, the problem is reduced to a 2-D plane. This also leads to the reduced
computational load. The paper also introduces a transformation matrix and introduces a new g-h coordinate
system. This transformation was usually regarded as the main disadvantage of the algorithm and it has been
removed in a newer version of this method in [Castro et al. (2010)]. The original algorithm also assumes that the
best approach to PWM is to use the three nearest vectors. It proposes one interesting logic that compares
reference voltage with the first smaller and the first greater integer projections to g and h axes, for online
determination of the switching state that will be used. The algorithm does not address the redundant switching
state selection, so it does not give a unique solution. The problem is that the applied inverse transformation is not
completely determined, so some assumptions have to be used.
In [Prats et a1. (2003)] another 3-D method, based on geometrical considerations, is presented. It is also
designed for three-phase converters with any number of levels. 3-D approaches actually attempt to visualize the
problem and to link mathematical definition of orthogonality with geometrical imagination of it. Instead of a, fJ
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and 0+ axes, another set of also mutually orthogonal, 3-D Euclidean x, y, z, coordinates is used. Generally, if the
system is unbalanced or if triplen harmonics are present, the reference vector cannot be placed in the single 2-D
plane. Because of this, the paper identifies and uses the four vectors nearest to the reference vector. The vertices
of the tetrahedron, to which the reference belongs, are the chosen space vectors. For the reason of minimisation
of switching losses, each of the sequences contains two leg voltage space vectors that belong to the main
diagonal of the cube. However, these leg voltage space vectors are actually redundant for the phase voltage space
vectors, although the redundancy is not observable in the Euclidean coordinates, in contrast to the a-fJ plane. The
3-D methodology idea, based on using x, y, z, coordinates is extended in [Franquelo et al. (2006)] to four-leg
multilevel converters. This paper also gives a complete solution for any number of levels. In contrast to [Prats et
al. (2003)], switching state redundancy is here taken into account.
Another approach with the same aim, to create one universal multilevel three-phase space vector
algorithm, is presented in [Gupta and Khambadkone (2006)]. Here multilevel sectors are reduced to two-level
sectors. Reduction is done by considering each triangle separately, rather than the whole hexagon, as in [Holmes
and Lipo (2003)]. Using projections on a and fJ axes, the method introduces rhombus and triangles
determination. The proposed algorithm contains primary and secondary unit. The primary unit determines the
sector, triangle number, and, from the fractional part of the reference, it determines application times within the
two-level SVPWM block. The secondary unit generates gating signals using determined sector, triangle inside
the sector, and times of application. Experimental results for three-level NPC and five-level CHB inverter are
given.
In [Massoud et al. (2008)], a numerical analysis-based generalised algorithm for generating multilevel
three-phase SVPWM, without any mapping to the two-level case, is presented. The algorithm uses the "three
nearest vectors" strategy and it is compared with some of the previously described algorithms. Utilisation of
redundancy is suggested. Experimental results for a three-level three-phase active power filter are given.
In [Kanchan et al. (2005)], a space vector modulation algorithm for the three-phase multilevel case is
given. Presented modulation strategy is actually analogous to the carrier-based solution given by [McGrath et al.
(2003)], in the base modulation index range. As an extension, a specific solution for the overmodulation range is
also given.
As can be seen from the surveyed references, one of the aims in this area is the generalisation of three-
phase space vector modulation techniques to any number of levels. The second aim is comparison of three-phase
space vector modulation strategies with carrier-based approaches. For example, for two-level three-phase case it
has been shown that both strategies can lead to the same results [Holmes (1992)].
Similarities between carrier-based and space vector approaches for three-level three-phase system are
shown in [Wang (2002)]. It is shown in this paper that two techniques can be made equivalent through proper
selection of the common-mode voltage (CMV) injection in the case of carrier-based modulation, or dwell time
sub-division for the redundant switching states in the case of space vector modulation. The proof is provided in
both directions. Firstly, times of application for each switching state of each sub-sector are mathematically
expressed. Further, assuming that the application time of the redundant state is equally split, analytical
expression for voltage reference value in each sub-sector is obtained from the averaging equation. For each value
of the modulation index CMV is determined and it is concluded that, by applying that shape of CMV in
CBPWM approach, space vector-like performance can be obtained. In the opposite direction, it is shown that for
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any combination of reference voltage levels in the CBPWM method, the sub-sector with the same times of
application per space vector can be found and therefore it can be obtained using space vector approach. Finally,
one way of injection construction is proposed for simplified implementation of the space vector modulation
using carrier-based approach.
In [McGrath et al. (2003)] the idea of proper injection that leads to space vector-like operation is extended
to the multilevel case. As a general three-phase multilevel space vector algorithm, the one proposed in
[Celanovic and Boroyevich (2001)] is adopted. It is also shown that equal sub-division of the application time of
redundant switching states is the optimal choice for flux and current ripple minimisation in the three-phase case.
Construction of the injection that provides equal sub-division for the redundant switching state application times
is done in a simple manner. Injection can be constructed in three steps: centring signals using min-max injection,
applying modulus function and then once again centring. This method is simpler and more universal than the
specific solution given in [Wang (2002)] for the three-phase three-level VSI. The idea from [McGrath et al.
(2003)] is also contained in [Holmes and Lipo (2003)], where it is additionally shown that two modulation
approaches, carrier-based and space vector approach, effectively produce the same result.
[Yao et al. (2008)] compares some carrier-based and space vector modulation techniques for three-phase
multilevel inverters with an arbitrary number of levels. As a basic algorithm [Celanovic and Boroyevich (2001)]
is used again. It is mentioned that CBPWM and SVPWM techniques can lead to the same performance when
four or less switching states during each switching period are used. However, it is proposed to use more
redundant switching states during the switching period whenever possible. The length of the sequence is longer
as the reference voltage vector magnitude gets smaller, due to the higher degree of redundancy of small space
vectors and possibility to use them fewer times (by taking their redundant switching states). In fact, the paper
proves well-known fact that the quality of a modulation technique is the trade-off between device switching
frequency and output voltage characteristic. Thus the improvements in the output voltage spectrum are obtained
at the expense of increased losses.
Comparison of carrier-based and space vector modulation techniques for three-phase multilevel inverters
is conducted also in [Pereira and Martins (2009b), Pereira and Martins (2009a)]. The comparison is based on the
capacitor voltage balancing strategies in both techniques, using three-level VSI as an example. In carrier-based
techniques capacitor voltage balancing is obtained using common mode voltage injection. In space vector
modulation strategies, it is usually solved using some form of manipulation of redundant switching states, where
their relative duration compensates the error in the neutral-point voltage. It is shown that both approaches are
essentially the same.
2.4 SPACE VECTOR TECHNIQUES FOR MULTIPHASE TWO-LEVEL
INVERTERS
None of the afore mentioned three-phase two-level or multilevel space vector algorithms can be directly
extended to a multiphase structure (extension of multilevel SVPWM techniques to multiphase case will be
discussed in the next section). Space vectors represent the values of motor phase voltages with discrete states of
inverter outputs. They contain data of all phase states in a single vector. This is in general a multidimensional
structure, with the dimension equal to the number of phases. Due to the isolated neutral point the dimension of
the problem can be reduced to (n-l) and a graphical representation in a single plane is possible for three-phase
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inverters (all algorithms of the previous sub-section use graphical representation of space vectors). In a
symmetrical multiphase case more orthogonal planes are present, so solution of the problem regarding only the
first a-p plane is not sufficient. For higher phase numbers (n2:5) direct graphical representation becomes
impossible. The idea of vector space decomposition (VSD) into orthogonal planes, which enables a new way of
graphical interpretation, was introduced by [Zhao and Lipo (1995)]. The analysed structure was a six-phase
double-star asymmetrical induction machine supplied from two two-level three-phase inverters. Using VSD
approach, vector space is decomposed into (n-I)/2 2-D planes and one zero axis for odd n, and (n-2)/2 2-D
planes plus two zero axes for even n. The planes and axes are mutually orthogonal for the symmetrical case and
they are usually denoted as a-p, XI-YI, XrY2, ... planes, and as 0+ and O· axis. Development of the SVPWM
schemes for multi phase machines most frequently follows this principle of the vector space decomposition.
Since space vector strategies are usually dependent on the number of phases and symmetry of the
machine, classification of electrical machines should be done at first. Depending on the number of phases and
their arrangement, multiphase machines can be classified into the following groups: 1) asymmetrical multiphase
machines (commonly considered are those that consist of k three-phase windings (n=3k), spatially shifted by 1C/n,
with k isolated neutral points), and symmetrical multiphase machines with 2) even or 3) odd number of phases
(spatial shift between any two consecutive phases is 21C/n). In all the cases when the phase number is not a prime
number, the winding may have one or k isolated neutral points.
Control of the first category was studied by [Gopakumar et al. (1993)]. It was shown that if an
asymmetrical six-phase machine is supplied from a VSI controlled using 1800 conduction mode or the simplest
SVPWM, large harmonic non-flux/torque producing currents appear in the machine. The solution of this
problem was given later by [Zhao and Lipo (1995)] with already mentioned concept of the VSD and an
appropriate PWM control.
Symmetrical multiphase machines with even number of phases are not commonly used in practice. A
SVPWM scheme for a symmetrical six-phase machine with a single neutral point, using VSD approach, for
various selections of active space vectors within the switching period, is given in [Dujic et al. (2006)].
Symmetrical multiphase machines with an even phase number are normally configured as machines with n/2
phases, by connecting pairs of phases in spatial opposition into a single phase.
Space vector PWM methods for symmetrical multiphase machines with an odd number of phases have
been investigated most frequently in recent times. A SVPWM method for a symmetrical five-phase machine,
which leads to the sinusoidal VSI output, was presented by [de Silva et al. (2004)]. Two large and two medium
space vectors were used. Cancellation of space vector projections in the second plane is provided on average in
each switching period. The same results were obtained by [Iqbal and Levi (2005), Iqbal and Levi (2006)], but
with a different scheme for dwell time calculation. In principle, for obtaining pure sinusoidal output voltage, the
number of applied space vectors must equal the number of phases [Kelly et al. (2003)], and this principle is also
applied in the previous three papers. Selection of active space vectors must be performed considering all planes
simultaneously, if the fundamental and low-order harmonics are to be correctly controlled.
A space vector method for a two-level seven-phase inverter was investigated in [Grandi et al. (2006b)].
Six active and the zero space vector were used. Dwell times were calculated in such a way that the cancellation
of the 5th and 3rd harmonics in the 2nd (XI-YI) and 3'd (X2-Y2) plane, respectively, was achieved. The proposed
method requires one commutation per leg in each switching period, with the possibility to share the zero voltage
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vector between the two zero states. De bus utilisation is increased by 2.57% compared to the pure sinusoidal
modulation, but this value is smaller than in the five-phase case (which is considerably smaller than for a three-
phase system).
A nine-phase machine with a single neutral point was analyzed by [Kelly et al. (2003)] and [Grandi et al.
(2007)]. The first paper utilises carrier-based approach to simplify calculations. With injection of all harmonics
that are odd multiples of the number of phases, obtained results are the same as those achievable with the
SVPWM. The second paper gives a complete solution for the SVPWM, with the analysis conducted
simultaneously for all four planes.
There are also some PWM methods that have been developed for higher numbers of phases. These
however by and large follow the same methodology as reviewed here for lower phase numbers and in essence
rely on the principles of PWM for multi phase systems, established in [Kelly et al. (2003)]. A generalised space
vector PWM approach for sinusoidal output voltage generation with two-level multi phase voltage source
inverters is presented in [Dujic (2008), Dujic et al. (2009)]. The analysed number of phases is an odd number.
According to the proposed method, tedious analysis of Z" space vectors can be completely avoided.
Usually, the only desired non-zero space vector components are in the flux/torque producing o.-p plane.
The situation is however different in series-connected multiphase drives supplied from a single inverter [Levi et
al. (2004), Iqbal (2005), Jones (2005)] and in concentrated winding machines [Toliyat et al. (1991), Locment et
al. (2006)], where non-zero reference components exist also in other planes. In the first case harmonics from the
x-y plane of the first machine appear in the o.-p plane of the second machine and vice versa, due to the method of
phase connection, and machines are with the sinusoidally distributed windings. In the second case non-zero
harmonic from the second plane is used for torque enhancement of the five-phase machine with concentrated
windings.
The PWM strategies for two-level VSIs supplying multiphase machines are comprehensively covered in
[Dujic (2008)], which also provides a detailed literature survey in this area until 2008. Moreover, comparison
between carrier-based and space vector approach is given with the conclusion that the only difference is in the
zero space vector application time management. The equivalence of the SVPWM (with assumption of equal sub-
division of the application time between redundant switching states) and carrier-based modulation strategy with
triangular signal injection (min-max injection) is shown.
2.5 SPACE VECTOR TECHNIQUES FOR MULTIPHASE MULTILEVEL
INVERTERS
PWM techniques for multiphase multilevel inverters have started attracting attention only recently [Levi
(2008)]. Due to the perceived advantages of combining multilevel inverters and multi phase machines, new
modulation strategies that will provide desired output voltage in the best way are necessary. The development of
new space vector strategies is very difficult because the number of space vectors that has to be handled becomes
extremely large even for a small increase of the number of phases and number of levels.
The distinction between carrier-based and space vector techniques is not always clear. Some of the
techniques are actually closer to something that can be classified as a separate group, that could be named as
graphical or matrix methods, since they in essence describe carrier-based methods through flow charts or
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equations. However, the majority of these ideas are presented in literature as space vector modulation
techniques. Such PWM methods will be surveyed in this sub-section.
Probably the first paper that analyses application of multilevel topology for multiphase machines, as an
option to additionally reduce torque ripple and in that way integrate these two technologies, is [Lu and Corzine
(2005)]. A three-level five-phase NPC structure is discussed and compared through simulation results with two-
level five-phase structure. It is shown that a proper selection of the vectors can be used to reduce the torque
ripple. Modulation range is divided into three parts and for each an individual control strategy is presented. The
current THD is increased for higher modulation index values. However, it is argued that the current distortion
may not be a disadvantage in some specific applications such as analysed naval propulsion, where the torque
ripple performance and high de bus utilisation are the major concerns. One of conclusions of this work is that in
the five-phase case the voltage/current THD is not any more relevant indicator of torque performance.
The first SVPWM techniques for multiphase VSls were based on the simple extension of the three-phase
multilevel SVPWM approaches, so that only the three vectors, nearest to the reference, were utilised. Such an
extension from the three-phase to five-phase system, that divides each sector into four equal triangles, is given
for a three-level inverter in [Song et al. (2006)]. As already mentioned, the number of applied vectors must equal
the number of phases [Kelly et al. (2003)]. Utilisation of three instead of five space vectors during the switching
period disregards this basic rule, only the first plane of the multiphase system is controlled, and therefore the
other planes are not controlled. Hence numerous low-order harmonics are generated, which map into the second
plane. The same applies to the work described in [Huang and Corzine (2008)], where 'walking' pattern around
reference voltage is presented for a five-phase three-level VSI. The aim of this algorithm was minimisation of
the torque ripple. This was achieved, however at the expense of large low-order harmonics in the second plane.
A further example of the SVPWM for three-level five-phase VSI, again based on use of only three vectors, is the
one in [Hutson et al. (2008)], where an optimal SVPWM switching strategy, based on modified discrete particle
swarm optimisation (PSO), is presented. It is demonstrated for few modulation indices using the three-level five-
phase machine model.
A space vector PWM technique for a five-phase three-level VSI, based on the decomposition of the five-
dimensional space into 2-D planes, has been introduced in [Gao and Fletcher (2010)]. The considered topology
is a five-phase three-level NPC VSI. The rule of using n vectors is respected in this paper. The reference voltage
is in the first plane, while in the second plane one has to achieve zero voltage (on average) during each switching
period. The technique at first eliminates some of the switching states that do not follow required phase order in
time domain and significantly reduces the number of switching states from 243 to 113. The algorithm further
searches for the possible switching sequences that produce level increase by one in each leg and groups
redundant sequences together. Elimination of those that cannot be cancelled in the second plane is done next.
With the simple rule, that the time of application must be in the range 0 to T.. partition of the sectors into sub-
sectors can be done. Final sequences are chosen to contain more 'ones' (output leg voltage is determined with de
bus midpoint) for better capacitor voltage balancing. [Gao and Fletcher (2010)] is probably the only paper that
uses VSD approach and gives the complete solution for sinusoidal output generation for one concrete example of
the single-sided supply of a multilevel multi phase drive system. It has been used as a basis for some of the
developments in this thesis. The definition of the space vectors in this paper is the same as it is in this thesis
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(section 3.4), and also the drive topology and the aim of sinusoidal output generation are the same as in this
research.
A rather different approach to development of a SVPWM technique for a multilevel multiphase system is
given for the general case of an I-level, n-phase VSI in [Lopez et al. (2008b), Lopez et at. (2009a)]. The
algorithms are based on the considerations of the multidimensional (n-dimensional) space and they therefore do
not include decomposition of the n-dimensional space into 2-D planes (i.e. VSD approach). Matrix approach is
used in these papers.
A space vector PWM algorithm that can be applied to any number of phases and any number of levels is
presented in [Lopez et at. (2008b)]. The vector space is not transformed, so that decoupling transformation is not
applied (as usually the case is in SVPWM algorithms). It is demonstrated that the multilevel multiphase
modulator can be realised using a two-level modulator. One realisation of such a SVPWM two-level modulator
is presented. Realisation is given in the matrix form and is based on re-ordering of the two-level (fractional) parts
of references in a decreasing order and on re-ordering of the corresponding leg voltages in the same manner. Re-
ordering takes place in each switching period and is stored in an appropriate matrix. The CHB inverter is used
and the star of the load is connected to the mid-point of the inverter, so that the phase voltages are equal to the
corresponding leg voltages. In this way the algorithm deals with leg voltages, and does not take redundancy into
account. It is interesting to note that the starting point of the algorithm are not the switching states or space
vectors. They are actually one of the final products of the algorithm. The algorithm is tested experimentally on a
five-level five-phase CHB inverter.
Application of [Lopez et at. (2008b)] algorithm to the three-phase VSI and its comparison with 3-D
algorithm [Prats et at. (2003)] is given in [L6pez et at. (2008a)]. It is shown that two algorithms are nearly the
same. The only difference is in the applied switching state when two reference signals have the same value.
However, the time of application of this state is zero, and it does not affect the final result. Which of the two legs
that have the same references will switch the first is not important.
Use of redundancy actually means that the algorithm takes into account star-connected load structure. In
that case some other parameters become important and should be considered as well. Such parameters are the
linear modulation index range, fault tolerance, switching losses, capacitor voltage balancing etc. Enhancement of
the previous algorithm [Lopez et at. (2008b)], using redundancy of the converter switching states, is given in
[L6pez et at. (2009a)]. The algorithm now controls the load with an isolated neutral point. It is shown that the
n-phase multilevel SVPWM modulator can be realised by means of a two-level (n-l )-phase SVPWM algorithm
without redundancy. The dimension of the system is apparently reduced, but this is so since the whole
application time of the redundant switching states is used for only one of them. Low computational cost of the
algorithm is proved by simulations and experiments.
A somewhat similar method, in the sense that VSD decomposition into 2-D planes is not utilised, is the
one in [Leon et at. (2010b)], where a multilevel multi phase PWM is developed using n single-phase modulators.
The method is illustrated through the flow chart interpretation of a graphical method, which is actually a carrier-
based method. For better understanding and easier analysis of this paper, which gives solution for any number of
levels and any number of phases, a review of some single-phase multilevel space vector modulation strategies is
also given in this chapter. These single-phase strategies are the basis for the mentioned multilevel multi phase
algorithms.
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In [Leon et al. (2007)] a single-phase (two-leg) inverter is analysed. The load is placed between two leg
outputs of the three-level neutral-point clamped inverter. Vectors are represented in one-dimensional control
region. The "two-nearest vectors" space vector modulation strategy (N2V-SVPWM) is presented. The
modulation strategy is very simple and is based on the geometrical properties. The main algorithm does not use
switching state redundancy. Two modifications of the basic algorithm that use this property, for improvement of
the capacitor de voltage balancing and for minimisation of losses, are presented. At the end one generalised form
ofN2V-SVM is given. All results are proven on a 150kVA diode-clamped inverter.
A similar analysis, but now for cascaded H-bridge topology, is given in [Leon et al. (2008b)]. The
algorithm is presented for two-cell CHB with the same de bus voltages and for a hybrid topology with de voltage
ratio of 3:1. In the hybrid structure output voltage quality is improved but redundancy that can be used for
specific applications disappears. Capacitor voltage balancing features are examined when converter is used in
rectifying mode of operation (in inverter mode, voltage on capacitors of CHB is constant if independent de
sources are used for each cell). Only simulation results are given, while experimental results and the missing de
voltage ratio 2: 1 are covered in [Leon et al. (2009a)].
A follow-up paper is [Leon et al. (2008a)], where all the most popular topologies are analysed. The
algorithm from [Leon et al. (2007)] for diode-clamped topology is rewritten in a simplified manner, and named
as 1DM. It is shown that the same solution can be applied to the flying capacitor topology. Of course, for
required output leg voltages different, specific switching states must be applied. A hybrid version of FC is also
analysed. Experimental results are shown for the diode-clamped and cascaded inverter (with de voltage ratios 1:1
and 3:1) configurations. Only the lower switching states are used in the experiments. Redundancy is analysed for
capacitor voltage balancing problem and all three topologies are covered. The algorithm is always simple and it
is usually not dependent on the number of levels.
In [Leon et al. (2009b)] the error of the de bus voltage ratio in the CHB structure is analysed. Actually,
the ratio of de bus voltages can be arbitrary. The voltage and current waveform distortion that can appear are
avoided with introduced feedforward SVPWM technique. Since plenty of cases are possible, only a two-cell
converter is analysed (simplicity of the algorithm extension to multi-cell case is mentioned). Experimental
results are given.
The transition from single-phase to multi phase topologies is shown in the already mentioned paper [Leon
et al. (2010b)]. It is shown here that single-phase strategy, lDM, introduced in [Leon et al. (2008a)], can be
directly used for multiphase converters, by applying it to each leg separately. The method is also analytically
(through the given examples) and experimentally compared with 2-D, 3-D and multiphase multilevel modulation
strategies. As the characteristic examples for each of these categories, [Celanovic and Boroyevich (2001)], [Prats
et al. (2003)] and [Lopez et al. (2008b)] are chosen, respectively. All compared strategies give the same results
and can be easily obtained with 1DM strategy. The difference between analysed 2-D SVPWM algorithm and
IDM in common mode voltage is addressed, but shown leg-to-leg voltages where CMV effect is not present, are
identical.
The value of[Leon et al. (201Ob)] paper is even greater, since it actually shows the equivalence of some
space vector techniques with level-shifted CBPWM. Namely, the analysed 1DM technique directly replicates
behaviour oflevel-shifted triangular-carrier (graphical approach) PWM principle into flow chart algorithm that is
introduced as a new modulation technique, called 1DM. It is mentioned in the paper that the 1DM control
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strategy eliminates CMV, which means that modulation signals in the CBPWM should be without any
injections. Redundancy of switching states is not used in this way. This type of a modulator, which does not use
redundancy, is actually analysed in [Leon et ai. (2010b)], and is called raw modulator. The same lDM technique
is in essence used in all the previously mentioned single-phase related papers, but the name of the technique
vanes.
The algorithm presented in [Lopez et ai. (2008b)] does not take into account possible de capacitor voltage
imbalance. One solution for the voltage imbalance problem for multilevel multiphase converters is shown in
[Leon et al. (2010a)]. As a basic algorithm, it uses solution from [Lopez et al. (2008b)], and in this way extends
the scope of its applicability. The solution is given in a general manner for any type of the converter and is
described as feed forward SVPWM technique. It is given in matrix form, but actually each row of the matrix
corresponds to the single phase. The control in each phase is done by finding and using the nearest obtainable leg
voltages. Experimental results for different types of de voltage disturbances are shown (sinusoidal oscillation,
failure of one de source). The output voltage in all cases follows the reference on average.
A different approach to analysing control region of a cascaded H-bridge inverter configuration is given in
[Leon et al. (2011)]. The modulation technique is given for one leg, so that it can be easily applied to a
multiphase case, although this is not mentioned in the paper. Positions of the switching states for phase-shifted,
level-shifted and hybrid carrier-based techniques and single-dimensional technique from [Leon et al. (2008a)]
are shown using the new representation of the control region. Feedforward version of the introduced technique is
also given, and the results are verified by experiments.
2.6 MODULATION
FIGURATIONS
TECHNIQUES FOR OPEN-END WINDING CON-
Use of an open-end winding configuration is an alternative way to obtain multilevel mode of operation.
Analysis of modulation strategies for this configuration was conducted in two projects, which ran in parallel with
this one, at LJMU [Satiawan (2012), Bodo (2013)]. Thus, only a brief review of some of the most important
papers in this area is given here. Application of open-end winding structure for multiphase machines is very new,
so that the majority of available references are for the three-phase case.
One of the first papers that dealt with dual-sided supply configuration is [Stemmler and Guggenbach
(1993)], where utilisation of two-level and three-level inverters at both sides of a three-phase machine was
discussed. Cases when de sources are isolated (independent) and connected (common de source) were analysed,
and advantages of isolated de source structure were explained. The open-end winding configuration was
introduced here as a solution for improvement of torque harmonic characteristic and also for speed range
increase, that were limited by slow GTO components available at the time.
Dual-sided supply configuration has some advantages compared to the single-sided counterpart, as
discussed in [Corzine et al. (1999)]. Use of two two-level inverters for dual-sided supply configuration is
analysed and it is suggested that this is a simpler topology than the classical multilevel single-sided topology.
Depending on the choice of the applied dc voltages, application of two two-level inverters can yield three- or
even four-level inverter equivalent voltages at the machine. This means that the equivalent single-sided topology
is with either three- or four-level inverter supply. Identical performance and overall quality of operation in dual-
sided supply mode and in single-side supply configuration with three- and four-level inverters are experimentally
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confirmed. Reduction in the number of components and elimination of capacitor voltage balancing problem,
when dual-sided configuration is applied, are also discussed in this paper [Corzine et al. (1999)].
Previously mentioned examples are some of the first references in this area and are for the three-phase
case. The only previously published works that deal with open-end winding configuration for multiphase
machines (the simplest case of asymmetrical dual three-phase machine was considered) are [Mohapatra et al.
(2002)] and [Mohapatra and Gopakumar (2006)]. A double star six-phase machine is supplied from two three-
phase two-level inverters at each side. However, the goal in these papers was not realisation of multilevel voltage
waveform and such a waveform is therefore not created at all.
Some more recent works in this area are [Levi et al. (2010)] and [Jones et a!. (2010)]. In [Levi et a!.
(2010)] the analysis of the switching states and space vectors for a five-phase machine in the open-end winding
configuration, supplied from two two-level inverters with isolated de sources, is given. The sinusoidal reference
voltage is equally split between two inverters and delayed for 1800• Simulation results for carrier-based
modulations are given. In [Jones et al. (2010)] unequal reference sharing is used, so that up to half of the
maximum achievable output voltage only one inverter operates. The second one becomes active for higher
modulation indices, leading to improved voltage THD with multilevel operation.
2.7 SUMMARY
In this chapter, a review of references relevant to this research was given. This project is focused on
modulation techniques for multiphase multilevel inverters supplying load with an isolated neutral point. Table
2.1 and Table 2.2 give tabular representation of surveyed references, which as their main aim have investigation
or analysis of some of the relevant modulation techniques. References are sorted according to their appearance in
appropriate sections. It can be seen that some fields, which relate to the well-known techniques, are not
Table 2.1: Summary of references surveyed in this chapter, for single-sided supply topologies.
Emphasis is on modulation technique
Single-phase" IThree-phase Single-phase "lMultiphase
Two-level Not surveyed here (mature technology)
:;; Carrara et al. (1992)"
~ Calais et at. (200 I)" Mwinyiwiwa et al. (2006)=- Multilevel Holmes and Lipo (2003)* Nho and Lee (2007)=u Wu (2006) Busquets-Monge and Ruderman (2010)
McGrath and Holmes (2002)
Zhao and Lipo (1995) Iqbal and Levi (2006)Grandi et al. (2006a)
Not surveyed here Gopakumar et a1. (1993) Kelly et a!. (2003)
Two-level Duj i6 et al. (2006)(mature technology) de Silva et al. (2004) Grandi et al. (2007)
Iqbal and Levi (2005)
Duj ic (2008)
Duji6 et a!. (2009)
~ Celano vic and Boroyevich (2001) Lu and Corzine (2005) Leon et a!. (2007)"
~ Castro et a1. (2010) Song et al. (2006) Leon et al. (2008b)"
rJ1 Prats et al. (2003) Huang and Corzine (2008) Lean et a1. (2009a)"
Multilevel
Franquelo et a!. (2006) Hutson et a!. (2008) Leon et al. (2008a)"
Gupta and Khambadkone (2006) Gao and Fletcher (2010) Leon et a!. (2009b)"
Holmes and Lipo (2003) Lopez et al. (2008b) Leon et a!. (201 Ob)
Massoud et a!. (2008) Lopez et al. (2008a) Lean et a!. (2010a)
Kanchan et a!. (2005) Lopez et a!. (2009a) Lean et al. (2011)"
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Table 2.2: Summary of references surveyed in this chapter, for single-sided supply topologies.
Emphasis is on comparison of carrier-based and space vector PWM
Three-phase Multiphase
Two-level Holmes (1992) Dujic (2008)
>- Wang (2002)00 McGrath et a1. (2003)
"" Holmes and Lipo (2003)~ Multilevel No references available~ Yao et al. (2008)U
Pereira and Martins (2009a)
Pereira and Martins (2009b)
considered here. However, those relevant for the thesis topic, multilevel multi phase space vector modulation, are
filled in. Carrier-based techniques for multilevel inverters are also analysed, due to the potential simplicity that
they can provide for implementation of space vector modulation techniques. The empty field in Table 2.2
suggests one of the additional aims of this work, comparison of carrier-based and space vector modulation
techniques for multilevel multiphase case.
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BASIC CONCEPTS
3.1 INTRODUCTION
This chapter introduces the basic sets of equations and transformations that are necessary for the analysis
of SVPWM techniques for multilevel multiphase VSIs in subsequent chapters. In the beginning, a multilevel
multiphase VSI is analysed for a general case, independently of the actual topology. General system of notation
is thus established in this chapter. Starting from the general n-phase I-level VSI case, space vectors are defined
and mathematical principle for the determination of times of vector application is given.
The chapter is organised as follows. In section 3.2, the analysed configuration is presented schematically
for a general case. Further, appropriate rules according to the type of the signal and adopted notation are
introduced. Signals of interest are analysed one by one. Their definition, mathematical representation, nature,
and number of possible levels for digitalised signals are given. All equations are also given in matrix form.
Further, transformation matrices are given in section 3.3 and, finally, in section 3.4, space vectors are defined. In
relation to space vectors, a quick way for plotting, examples for a few typical space vector projection plots, and
application time calculation in the general case, are included. After that main circuit structures are introduced to
allow linking of the previously given general equations to a specific topology.
3.2 BASIC DEFINITIONS
The aim of this section is to define general configuration of the system that will be analysed in this
research, to define all voltages and currents of interest, to explain their nature, and to set the rules for the notation
used further on in this thesis.
A typical configuration of a star-connected symmetrical load that is supplied from an n-phase I-level
Multilevel multiphase inverter Multiphase load/machine
Gate firing
signals
CPU
VS ..vo:
Fig. 3.1: General topology of a multilevel inverter supplying a multiphase load/machine.
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inverter is shown in Fig. 3.1. Central processing unit (CPU) is a digital board with micro-processor or digital
signal processor (DSP). Input parameters for the CPU are configurable by a user and they are defined by the
control algorithm for the load/machine. Inside the CPU, process of modulation takes place. CPU-produced
output signals are gate firing signals for the inverter. Inverter represents a power amplifier, and its outputs are
high-power leg voltages. Connected load is symmetrical (the same in each phase) and in this research it will be a
static n-phase R-L load or a multiphase induction machine. It is assumed that the load is star-connected and that
it has only n accessible terminals (as it is shown in Fig. 3.1).
Legs of the inverter will be denoted with capital letters A, B, C, ... , N, so corresponding leg voltages are:
VA, VB, Vc, ... , VN. However, in a general case leg voltage of an arbitrary leg will be denoted as VLEG.Phases of the
load/machine will be denoted with lower-case letters a, b, c, ... , n, in the same order as the inverter legs, so that
the corresponding phase voltages are: Va, Vb, Vc, ... , Vn• Phase voltage of an arbitrary phase will be denoted as Vph'
It is assumed that there are no unconnected legs or phases, so that the numerical value of n is always equal to N.
Different voltages are of a different nature. The shapes of voltages of interest are shown in Fig. 3.2. This
figure also contains adopted notation. Rules regarding notation are as follows:
• Continuous values in time are followed by (t), e.g. vet).
• Discretised - sampled values in time are followed by (kTs) or [k], e.g. v(kTs)=v[k], and the value is
constant during the sampling period Ts-
• Digitalised, Le. discretised and quantised values are followed by [t], e.g. v[t], and the value takes a
couple of different quantisation levels inside a sampling period Ta. PWM signals are digitalised
signals.
• Normalised voltages will be denoted with letter u, rather than v. Process of normalisation is done in
such a way that per-unit value of /-1 corresponds to Vdc(except in the Chapter 7 where value of u=I
corresponds to v= Vde).
• Voltage shifted to the lowest carrier zone (common carrier band) will be denoted with symbol ~
above it, and will be introduced later in section 5.2.
As an example, a leg voltage undergoes a process of discretisation and digitalisation, and difference
between the desired leg voltage, V~Ea<t), sampled desired leg voltage, v~Ea<kTs) and output leg voltage, VLEa[t],
can be observed in Fig.3.2. In what follows, all signals and certain notions correlated with them will be
explained in detail. For digitalised signals the number of possible levels will be calculated.
Leg voltages, vLEdt], are digital signals (Fig. 3.2). In this research they are referenced to the negative de-
bus rail (NDC), as are all the other power circuit voltages inside an inverter. Depending on the number of levels,
/, of the inverter output, leg voltages can take any discrete value from 0 to Vde (voltage of the positive de-bus rail
PDC), with steps of Vd/Cl-I). The case when leg voltage step is not constant is beyond the scope of this research.
A typical shape of the multilevel inverter output leg voltage is shown in Fig. 3.2 for /=4. Since it is a digitalised
PWM signal it is denoted as vLEdt] in accordance with the given explanations.
Let us now define normalised representation of leg voltages, ULEG[t], obtained by dividing output leg
voltage with the step of the inverter Vd/(I-I):
(3.1)
Defined normalised value of the leg voltage can take any integer value from 0 to /-1 (the normalised step is one).
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Fig. 3.2: Signals of interest with adopted notation and sketched waveforms in the system of Fig. 3.1.
It is assumed that n=5 and 1=4.
Set of instantaneous values of all normalised leg voltages represents the switching state of an inverter and
is usually given in digital form, e.g. [UA UB Uc UD ud=[2 0 I 3 I]. Number of switching states is the number of
different combinations of leg voltage outputs. As there are n legs and any of them can take any of' different
voltage values, the number of different switching states is defined with:
Numberofswitchingstates= t" (3.2)
It is not mandatory that modulation process takes all possible switching states into consideration.
Leg-to-leg (or line-to-line) voltage represents voltage between two inverter outputs and is given with:
(3.3)
where LEG I and LEG2 can take any value from A to N, and LEG I i- LEG2. Number of levels of the line-to-line
voltages depends on the values of the leg voltages. Since it is assumed that step of leg voltages is constant and
equal to VdJ(l-I), i.e. I in normalised form, that means that line-to-line voltage will have the same step, since it
is obtained by subtraction. The theoretical minimum and maximum values of digitalised UL._L.[t] that is defined in
the same way as in (3.3), are ±(l-I). These values are obtained when one leg has the minimum and the other one
has the maximum value. Finally, leg-to-Ieg voltage can take any integer value (step is I) in between minimum,
-(I-I) and maximum, +(1-1) value, so theoretical maximum number of levels that can appear in a leg-to-leg
voltage is 2·(1-1)+1.
Phase voltages represent voltage across a phase of the load, which, in star-connected load case, is the
difference between inverter output and the potential of the neutral (star) point of the load, S. According to
Fig. 3.1, the following equations can be written:
VA = VSNDC + Va
VB = vSNDC + Vb (3.4)
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Since the nature ofvph and VSNDC has not been explained yet, the dependence on time is omitted in (3.4).
Summing equations in (3.4) and expressing voltage between the star point of the load/motor and the negative
inverter dc-bus, VSNDC, that actually represents common mode voltage (CMV), one gets:
1( N n)
VCMV = VSNlX = - L VUG - L vph
n UG=A ph=a (3.5)
where the sum of phase voltages is equal to zero, when the load is symmetrical, as it is assumed here. Thus, one
gets from (3.5):
(3.6)
Since CMV depends only on leg voltages (for symmetrical load), it is also of the digitalised nature, as it is
indicated in (3.6). Typical shape of the CMV is given in Fig. 3.2.
Substituting (3.6) into (3.4) one gets the phase voltages in the following form:
(3.7)
or using normalised values for leg voltages:
(3.8)
According to the introduced notation in the general form, it should be clear that ph and LEG in the index
correspond to each other, i.e. that ph = a to n corresponds to LEG = A to N. Also, boundaries of the sum in (3.7)
and (3.8) are from A to N. From (3.7) and (3.8) it is clear that phase voltages are also of the digitalised nature.
Characteristic shape ofa phase voltage is given in Fig. 3.2.
Let us also define normalised values for phase voltages Uph[t] as:
(3.9)
From (3.8) and (3.9) Uph can be expressed in terms ofuLEG, as:
(3.1 0)
where ph = a to n corresponds to LEG = A to N, and boundaries of the sum are from A to N.
Previous equations (3.8) and (3.1 0) can be rewritten in matrix form. Equation (3.8) becomes:
(3.11)
Brackets with time-related term, which defines the signal nature, are omitted in matrix form. Taking into account
normalisation from (3.9), one gets:
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(3.12)
that represents equation (3.10) in matrix form.
Considerations regarding the number of levels and the notion of 'band' of phase voltage are given next.
To get some general results, either standard form (3.8) or normalised form (3.10) of phase voltage can be
considered. Again, as it has already been mentioned in conjunction with line-to-line voltages, the number of
levels of the phase voltage can also only be determined in terms of the maximum possible number.
In (3.8) the theoretical maximum difference in brackets results when normalised value of one leg voltage
is maximum, i.e. equal to (I-I), and its sum with normalised values of the other leg voltages is minimum,
I-l+(n-I)-O (all other legs are 0). Similarly, the part in brackets has theoretical minimum when one of leg
voltages has the minimum value, 0, and the sum of it with the other leg voltages is maximum, O+(n-I)"(l-I) (all
other legs have maximum value, I-I). Using these values in (3.8) one gets that theoretical minimum and
maximum value of a phase voltage are defined as:
theoretic" _ ± n -1Vvph maximin - d:
n
(3.13)
The step for the values of the phase voltages is constant, since the step ofieg voltages is constant as well,
and is defined with the minimum non-zero value ofthe sum in the brackets in (3.8):
(3.14)
By dividing theoretical maximum/minimum value with the step, one gets the number of positive/negative
levels of the phase voltages. Adding the always present additional zero level (e.g. when all leg voltages are
equal) one gets that theoretical maximum number oflevels of phase voltages is:
vtheoretic~maximwn = 2.(n-I).(I-I)+I
ph IUnbcr of Levels (3.15)
The actual number of levels depends on the value of the reference phase voltage and also on the type of
the modulation strategy used.
Note that the obtained CMV has the same voltage step as a phase voltage, as defined by (3.14). The
maximum and minimum values are determined when all legs have maximum i.e. minimum value. Using the
definition of CMV (3.6), one gets that these values are Vde and 0, i.e. in normalised form 1-1 and o. This means
that theoretical maximum number of levels in the CMV is n·(I-l)+l, and, again, depending on the modulation
strategy all of them mayor may not be present.
'Band' of the phase voltage is shown in Fig. 3.2 and it can be defined as variation around the average
value during one switching period T; In equation (3.10) ULEG[t] represents digital PWM signals whose average
value is equal to u~EG(kTs) during T.. as it is shown in Fig. 3.3a. uLEdt] can be represented as a sum of a constant
and an alternating part, during the switching period T, (Fig. 3.3a):
(3.16)
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Fig. 3.3: Calculation of the 'band' of the phase voltage in the general case: a. Constant and alternating part of the
PWM produced leg voltage. b. Graphical explanation of the sum in (3.18) for PD-PWM.
The constant part is in essence any integer value in the range 0 to /-2, while the alternating part is the PWM
signal in the range 0 to 1. Note that it is not necessary that alternating part contains only two levels and also
levels do not have to be the nearest ones, but in this way dv/dt and the number of switchings and hence losses of
the inverter are minimised.
Substituting (3.16) into (3.10) one gets:
[ ] _ (kT. ) _ L> LEG.const (kTs) [t] _ L> LEG.all [t]U ph t - U LEG .const S + U LEG .alt
n n
(3.17)
At this point it becomes important which type of modulation is used. It is assumed here that one 'up' and
one 'down' transition, for one level, take place in all legs during the switching period, and that 'up' transition is
in the first, while 'down' transition is in the second half of T; This represents the most common assumption for
space vector algorithms; if CBPWM is used, this corresponds to in-phase carrier disposition (PD-PWM), as
discussed in sub-section 5.2.1.
For the calculation of the 'band' of the phase voltage during T., only the alternating part of equation
(3.17) is of interest, since the other part is constant during the whole period T; Let us consider the i'h phase.
Taking leg voltage UI.aIJt] out from the sum, phase i alternating part can be expressed as:
n -1 ~ ULEG.all[t]
Ui,aJt[t]=--·uJ.aJI[t]- L..
n LEG:l.LEGxl n
(3.18)
Let us assume also that there are x leg voltages that have greater average value of the alternating part than
the r leg voltage. This case is shown in Fig. 3.3b. Sum of(3.18) is graphically explained in Fig. 3.3b and from
this figure it is clear that the minimum value of Uialt[t] is -x/n, while the maximum is «n-l }-x)/n. This finally
means that the 'band' of the phase voltage inside a switching period T, is:
n-l
uphbard =--
n
or in non-normalised form:
(3.19)
n-l V",
vphband =--.--=(n-l)·vph,.,cpn /-1
(3.20)
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Previously explained signals are real measurable signals available in practice. All of these signals have
their reference in the model inside the CPU. Reference values are continuous, but they are used only at instants
governed by the sampling frequency. Also, note that desired reference voltages are always phase voltages, V;h(t).
This does not entirely specify the modulation process since desired and output leg voltages (V~Ec;(t) and VLEG[t))
contain CMV which represents a degree of freedom. It can be seen from (3.4) that leg and phase voltages are
linked through the common mode voltage (VSNDC=VCMV)' So, CMV is also a parameter that should be always of
the high interest. CMV inside the processor unit is a continuous value and is denoted as injection, v:/t). If
regular symmetrical sampling is applied (samples are taken at the beginning of the sampling period), that means
that sampled values of the continuous (desired) signals are equal to the average values of the corresponding
digitalised signals in the same switching period. Also one should be aware that values in CPU in Fig. 3.2 are
shown in their natural range that is desirable in the inverter and in the machine, but in practice all these values
are scaled to CPU digital range and are in essence binary values.
One very important parameter that is defined according to the continuous reference values is a modulation
index. It represents ratio of the magnitude of the fundamental desired phase voltage over the Vdr/2. Since desired
phase voltage, for the machine with sinusoidally distributed windings, is pure sinusoidal signal, this definition
can be simplified as:
(3.21)
where v' represents the amplitude of the sinusoidal reference signal.
3.3 TRANSFORMATIONS
In this sub-section commonly used transformations in multiphase system analysis are defined, described
and rewritten in the form commonly used in the area of electrical machines. In the field of electrical machines
the most wide-spread transformation is Clarke's transformation. It is a real transformation and is a specific case
of the complex, Fortescue's transformation [White and Woodson (1959)]. Another transformation is the one that
defines space vectors, and it is usually called space vector transformation. All of these transformations came
from different science fields but in essence all of them are specific cases of the general discrete Fourier's
transformation (OFT). An effort has been put in [Grandi et al. (2006a)] to explain differences and similarities
between these transformations.
Let us consider space vector transformation in the case of an n-phase time-dependent system. Assume
that Xk are real quantities related to that system (k = 1 to n). The general symmetrical space vector transformation
can be defined as [Grandi et al. (2006a)]:
pl= 0, 1,2, ... , n-I (3.22)
Value of pl is unlimited, but transformation is periodical, so in this way (taking pl = 0 to n-l) one period
is selected. Quantities denoted as !.s,pl are complex values. The exceptions are the zero-sequence component X.,O,
and X.,nl2 that is present if n is an even number, which are real quantities. Index s stands to highlight that the
transformation in this form is symmetrical.
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Variables J.s,p/ are n different complex values for different value of pl. If matrix form is used, [J.s]=[xs.o,
J.s.h J.s.2, ... , J.s.n-If, it can be interpreted as an n-dimensional space vector, while J.s,p/ can be interpreted as
projections of that vector to a certain complex 2-D plane, pl.
The inverse transformation given by [Grandi et al. (2006a)] is:
._1 =l: 2/r {k-I)·pl
xk = L! s,p1·e •
p/=o
k= 1,2,3, ... ,n (3.23)
Transformation pair, given by (3.22) and (3.23), is of the same form as Fortescue's transformation
[Fortescue (1918)] and DFT transformation [Oppenheim and Schafer (2009)]. Interpretation of variable pi is
different in electrical machine analysis, where it is interpreted as a complex plane (so it is denoted with pI) and in
digital signal processing, for example, where it, when multiplied with 21rln, represents digital frequency
[Oppenheim and Schafer (2009)].
It can be seen that the only difference between direct (3.22) and inverse (3.23) transformation is in the
exponent sign, and in the scaling coefficient. The only requirements are that direct and inverse transformations
have opposite-sign exponents and that the product of their normalisation factors is lin [Grandi et al. (2006a)].
Chosen normalisation will lead to power-variant form of the transformation (signal magnitudes before and after
transformation are the same, but the total system power is not) that is more suitable for analysis of SVPWM
techniques.
Transformation pair can be rewritten in the matrix form. If system variables Xt, and transformed values
J.s,p/ are represented as column matrices [x]=[x., X2, X3, ... , xnf and [J.s]=[x s,o, J.s... J.s.2,"" J.s.n-If, then (3.22) and
(3.23) become:
L!.]=LE s,n]·[X]
[x]=[E •.• rl.[!.] (3.24)
where [E..n] represents full transformation that is given with:
0·0 1·0 2·0 a(n-I).o
~ ~ f!:
0·1 J.J 2·1 a(n-IH I 2 .-1
~ ~ ~ ~ a a1 0·2 1·2 2-3 a(n-I)-2 a2 4 2.-2[F l=>: ~ f!: ~ ~ ~_I.n n n
ao.(.-I) aI.(.-1) a2.(.-I) a(·-IH.-I) .-1 2.-2 ,,2+2n+l~ ~ ~
(3.25)
where g_=i2/r/". According to the definition of the transformation pair (3.22) and (3.23), inverse transformation in
matrix form can be obtained as:
(3.26)
Since g_" is equal to I, all factors with n can be removed from exponent in (3.25), which becomes:
1 I 2 -I~ ~ ~
1
1 2
4 -2 g=i2~n (3.27)[F ] =_. ~ ~ ~-'.' n
-I -2 I
~ ~ ~
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From (3.27) it is clear that transformation matrix [E..n] is symmetrical, and index s is used again to
highlight that. Also, it can be seen that the last row in (3.27) is the same as the 2nd row, but with the opposite
signs in exponents. Thus, if Xk are real numbers (as it is in practice, since [x] is a set of voltages, currents, ... ),
that finally means that for transformed quantities one has:
x =X =X-s.pI -s.n-pi -s.-pI pi = 0, 1,2, ... , n-I (3.28)
In other words, values ~.pl and ~.n-pl are the same values with the opposite phase sign. Equation (3.28)
shows that space vector [~] can be fully described just with half of its elements, plus unique zero component (or
components for even n). The equivalence in the digital signal processing field is the transformation of a two-
sided to one-sided real signal spectrum. This principle of halving is also one of the basic principles for the fast
Fourier algorithms [Oppenheim and Schafer (2009)].
Since only half of the transformation will be used (half of complex values plus one for odd n, or two for
even n, real values), to retain the same magnitude of variables, normalisation factor in (3.22) and (3.25) must be
changed, i.e. multiplied by 2. In this way unique real values will be also doubled, so they have to be divided once
again by 2, to retain correct magnitude. Thus, for an n-phase system, space vector projections to a certain
complex plane pi are defined with:
2 "xxo=_·L:-* ,
n *=1 2 (
2 ~ xk k I )xnl2 = -. ~-. (-1) - presentforevenn
n kel 2
2" j- 2:·(k-I)·pI
x =-'~X -e-pi L..J kn .1'=1
(3.29)
pi = 1 to (n-l)/2, for odd n, i.e. (n-2)/2 for even n
or, in matrix form, plane by plane projections can be expressed as:
J.pI.(n_l}a].[::j=[F ].[]... e : _n.pI X
xn
(3.30)
where pi = 0 to n/2-I, for odd n, i.e. 0 to nl2, for even n. Constant A = 112 for pi = 0 or n/2, otherwise A = 1. Note
that index s, that was standing for symmetrical transformed values ~,pl' and for symmetrical form of
transformation [E..n], is now omitted. From this point onwards, this, asymmetrical, form of space vector
transformation will be used. Notation of the planes will be also changed, to the traditional method of notation in
the area of electrical machines. Axis 0 will be denoted as 0, or as 0+ if n is even number when axis nl2 will be
denoted as 0-. Plane pl=1 will be traditionally denoted as a-B plane, while planes pl=2, 3, ... will be denoted as
XI-Y" X2-Y2, ••• , Xr-Yr' Equation (3.29) can be written in matrix form as:
!a-P e
ja ej2a ej(n-l}a
e
j2a
e
j4a ei2(n-l}a XI
!x,-y,
2
x2
=-
ejr2a eir(n-l}a
X3 =[f"Hx] (3.31)
:!x,-y, n ejra
xo' I I 2 112 1/2 1I 2
112 -112 1/2 -112 x"xO'
30
Chapter3 Basic concepts
where a=Z-sdn and, for n~5, r=(n-l)/2-1 for odd nand (n-2)/2-1 for even n. Unique transformation rows 0+ and
0- are now moved to their traditional positions at the bottom of the matrix. The last row 0- exists only for even n.
Dot product of any two rows in the transformation matrix (3.31) is zero, so complex planes pi are
mutually orthogonal, i.e. decoupled, in multidimensional space. By decomposing complex 2-D space vector
projections into real and imaginary part as ~Fxx.pJ+ixy,pJ, (that are also orthogonal to each other) transformation
matrix can be expressed in the form with all real terms, as:
I cos(a) cos(2a) cos«n -I)a) a
0 sin (a) sin(2a) sin«n -l)a) p
cos(2a) cos(4a) cos(2(n -l)a) XI
0 sin(2a) sin(4a) sin(2(n -l)a) Yl
I cos(3a) cos(6a) cos(3(n -l)a) x22[Cn]=_· 0 sin (3a) sin(6a) sin(3(n -l)a) Y2 (3.32)n
cos(ra) cos(r·2a) cos(r·(n-I)a) Xr
0 sin(ra) sin(r·2a) sin(r· (n -l)a) Yr
1/2 1/2 1/2 112 0+
1/2 -112 1/2 -1/2 0-
This is so-called real decoupling transformation form or an n-dimensional Clarke's transformation [White and
Woodson (1959)]. Space vector column matrix produced using this transformation contains projections of the
n-dimensional space vector onto mutually orthogonal axes (real values).
3.4 SPACE VECTORS
A space vector can be defined in general as any set of n system variables (original variables or variables
after any transformation). In this research, space vectors are further defined by transformation matrices (3.30) to
(3.32), that transform an n-dimensional system into a new set of variables, without the change of the system
dimension. Column matrix of multi phase system variables, when multiplied by transformation matrix, produces
a new column matrix that one calls space vector of the considered variables. This means that presented space
vector definition is general and can be used for example for the set of leg voltages, [VA[t]va[t] ... vNft]f, desired
leg voltages, [v~(t) v~t) ... v~t)f, phase voltages, eVart]Vh[t] ... vn[t]t, desired phase voltages, [v;(t) v;(t) ...
v;(t)t, and so on. Space vectors can be also defined for sets of currents or any other physical variables of the
multiphase system. The difference between transformation matrices (3.31) and (3.32) is that (3.31) is in complex
form, so that the space vector is represented as a complex number that describes projections on the real and
imaginary axes of the mutually orthogonal planes. On the other hand, vector produced using real transformation
(3.32), is a column matrix with real numbers that represent space vector projections to each of the n mutually
orthogonal axes.
For example, space vector of the leg voltage set, using (3.31), is defined as:
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[~l£G] = [En]' [Vl£G]
~l£G.a-p 1 eja ej2a ej(n-l)a
~l£G.x,-YI e
j2a
e
j4a ej2(n-l)a VA
2 VB (3.33)
Ytso.s.-», 1 ejra ejr2a ejr(n-l)a
Vc
n
Vl£G.O· 112 112 112 112
Vl£G.O- 112 -112 112 -1/2 VN
where o.=2·7dn. The last row that defines 0- projection is present only for even n.
The nature of space vectors is determined by the nature of the considered signals. For example, obtained
leg voltages or phase voltages take digital values (step is different, see (3.1) and (3.14», so produced space
vectors are also digital vectors, i.e. points, in the n-dimensional space. On the other hand, reference leg and
reference phase voltages are of the continuous nature, so their space vectors (and all of space vector projections)
are of the continuous nature. In accordance with this, time dependence [I] for digital signal nature is omitted in
matrix form in (3.33).
Let us now compare space vectors of leg and phase voltages. According to (3.30) space vector of the
phase voltages is defined, through its projections into plane pi, as:
(3.34)
Using correlation between phase and leg voltages (3.7), (3.34) becomes:
(3.35)
The first term in (3.35) corresponds to the definition of the space vector for a set ofleg voltages, while the
second term can be rewritten as a sum of exponential terms:
2 ~v [t] n-l
[ ] [] A L tso ~ Id·pIV t = v t - . -. .Le
-ph. pi z.tsa.« n n k=O (3.36)
The value of the second sum in (3.36) can be simply calculated as a geometrical progression. Using
a=l-tdn one gets that the value of the sum is equal to zero for all values of p#int'n, where int represents integer
value. For pl=int·n, the value of the sum is n. Since value of pi is limited from 0 to (n-l )/2 for odd n, i.e. 0 to nl2
for even n, that means that space vectors of the leg and phase voltages have only different projection for pl=O,
Le. onto 0+ axis. In this case value of A is 112,value of the second sum is n, so the second term in (3.36) becomes
of the same form as CMV (3.6). However, the space vector projection of the phase voltages to 0+ plane is zero,
since the value of the first term in (3.36) is also equal to CMV for pl=O. In other words, the projection to 0+
plane represents average value of the signals (IIn'!:vph), which, for phase voltages, is zero. Also, projection ofleg
voltage space vectors to 0+plane is their average value, Le. the CMV.
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The final conclusion is that for a symmetrical star-connected load structure the phase and leg voltage
space vector projections are the same for all axes, except for 0+ axis, where the projection of phase voltage space
vector is 0, while projection of the leg voltage space vector is equal to the VCMV value. The same conclusion is
valid also for the reference phase and reference leg voltages.
It is also of interest to analyse space vectors of the leg-to-leg voltages. In multiphase systems leg-to-leg
voltages can be defined in different ways. For example, in a five-phase case set of leg-to-leg voltages can be
defined as: VA-VB, Vg-Vc, ••• , V~VA, or as VA-VC, Vg-VD, ••• , V~VB, etc. Let us introduce the distance between chosen
legs and denote it with A. In the first set of leg-to-leg voltages in the shown example, the distance is 1\=1, while
in the second set, 1\=2. The space vector definition for leg-to-leg voltages is the same as for any other set of
voltages. Taking as an example 1\=1, and using (3.30), leg-to-leg space vectors for an n-phase system are:
~l ~l ::: m:~] (3.37)
Equation (3.37) can be further expressed as:
(3.38)
Square matrix in the second term in (3.38) can be obtained from the unity matrix after circularly shifting to the
right, for A positions. Multiplication of the transformation matrix [£".0/] by that matrix will produce circular
shifting to the right of the elements in [£".od row-matrix. Since the elements of the matrix [£".od are of the form
A·2In·e;-pl·k-a and since dpl'n'a=l, the circular rotation of elements for A positions can be obtained by
multiplication of [£".od by eo/pl/I•a• That simplifies (3.38) to:
v = [F ] .[::]- e-j-pl·/I.·a • [F ]. [::] = (1- -j-pl.fl..a).
_L-L.pI _ft. pi : _ft. pi : e Y.UiG.pI. .
vN vN
(3.39)
From equation (3.39) it is clear that position of space vector projections of the leg-to-leg voltages can be
easily obtained from positions of projections of the leg voltage space vectors. Term l-e°lpIAa, depending on the
value of A, changes the magnitude and the phase of the leg voltage space vector projection. Also, one can see
that in 0+ axis, projection of leg- to-leg voltages is always zero (since pi=O). For even numbers of phases n, the O·
axis is present and projection to this axis depends on A. For odd A it simply doubles projection of leg voltages,
while for even 1\ projection of leg- to-leg space vectors to 0° axis is zero.
3.4.1 PLOTTING AND COUNTING OF SPACE VECTORS
In this sub-section space vector projections for two-level and three-level case for five- and seven-phase
inverter leg voltages will be given. Graphical interpretation of space vectors is usually given through the
projections of space vectors into certain planes. Thus, the defining equation (3.30) is very convenient for this
purpose. By expressing space vectors for leg voltages using normalised form (3.1), one gets:
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'!.LLG.pl e)pl(n-l)a lr:.: j. ~: /-1
UN
(3.40)
Matrix product in (3.40) can be easily obtained graphically. For pltO, it represents the sum of integer-
magnitude vectors UA to UN placed on axes that make angles pl-o-t) to pl-a·(n-l) with the primary x-axis, while for
p/=O it is a scalar value, LULEG. Further on, axes should be only scaled by 2/n· Vdj(f-l) for pltO, i.e. by
lin- Vdj(l-l) for pl=O. This consideration can be very convenient for manual plotting of space vector projections.
Space vector projections for leg voltages, for a two-level five-phase and seven-phase inverter, are shown
In Fig. 3.4 and Fig. 3.5, respectively. Axes are shown in the normalised form (e.g. [Wang (2002)] is using
normalised form for plotting of the SV diagram, and also redefines the modulation index to accommodate this,
m= v' /(2/n- Vdc)). It can be seen that symmetry in each of planes is present, and therefore planes are divided into
sectors. Notation of sectors will be always as in Fig. 3.4.
Space vector projections of leg voltages for a three-level five-phase inverter are shown in Fig. 3.6. For
higher number of phases or higher number of levels, the number of switching states becomes very high, so that
such cases will be considered separately, later on, through the characteristic sectors.
It can be seen that in some planes more than one switching state give the same projections, so that the
redundancy is present. Redundancy of projections in different planes varies. Only those switching states whose
projections are the same in all planes give the same multi-dimensional space vector and are hence redundant.
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Fig. 3.4: Five-phase two-level inverter leg voltage space vector projections into the
a-fl, XI-YI planes and 0+ axis (n=5, /=2).
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Fig. 3.5: Seven-phase two-level inverter leg voltage space vector projections into the
a-B, x)-y), XrY2 planes and 0+ axis (n=7, /=2).
Redundancy of phase voltage space vectors is important since it gives the information how many
combinations of di fferent leg voltages yield the same phase voltage. For example, the leg voltage space vectors
represent all possible combinations of output leg voltages (the number of switching states is defined with (3.2))
and all of them are different, so the redundancy is not present. That means that the number of leg voltage space
vectors is the same as the number of switching states, 1". On the other hand, in the case of phase voltage space
vectors, all have the same projection onto zero-axis, so that redundancy is present. The method of counting the
number of phase voltage space vectors is given in [Lopez et al. (2009b)], and final result is that all vectors whose
corresponding switching states do not contain any leg with maximum value are not unique, i.e., are redundant.
As a simple example, if all legs increase their level by one the phase voltage will remain the same so those two
switching states produce redundant phase voltages.
Counting of space vectors is reduced to counting of those switching states that contain any leg voltage
with maximum level. On the other hand, this is the same as to subtract all switching states that do not contain
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Fig. 3.6: Five-phase three-level inverter leg voltage space vector projections into the
0.-j3, XI-YI planes and 0+ axis (n=5, 1=3).
Table 3.1: Number of possible switching states and number of the phase voltage space vectors
(given in brackets) for some of the configurations, most relevant to this research.
I ! n 3 5 7
2 8 (7) 32 (31) 128 (127)
3 27 (19) 243(211) 2187 (2059)
5 125 (61) 3125 (2101) 78125 (61741)
maximum level from the total number of switching states (3.2). Thus, the number of phase voltage space vectors
is defined as [Lopez et al. (2009b)]:
Number of vj, SVs =1" _(/_1)" (3.41 )
The numbers of switching states and unique phase voltage space vectors for cases that will be covered in this
research are given in Table 3.1.
3.4.2 CALCULATION OF SPACE VECTOR APPLICA TION TIMES
Space vector algorithms are based on selection of proper sequences of switching states and their times of
application in such a way that desired shape of phase voltage is obtained on average. The controlled variables are
output leg voltages and reference values are the desired phase voltages. With the explanation of equation (3.36)
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it is shown that leg and phase voltage space vector projections into all planes, except 0+ axis (p1=0), are the
same. So for those planes (pltO) it can be said that process of averaging considers projections of the reference
phase voltages and projections of obtainable phase voltages. Thus, it is obvious that space vector strategies do
not control CMV that represents projection of the leg voltages to 0+ axis (p1=0).
As already mentioned, switching state is the current state of the inverter output legs. Outputs are usually
expressed in normalised form, so one example of the switching state ofa five-phase three-level inverter is 22001
(see Fig. 3.6). Switching sequence is the set of consecutive switching states (space vectors), that is applied during
one switching period, e.g.: 11001-11101-11111-21111-22111-22112-22111-21111-11111-11101-11001. The
aim of the space vector methods is to at first determine switching sequence and then to determine times of
applications of each switching state, so that the average value of the produced voltage in each phase is equal to
the desired phase voltage during the switching period T;
Process of switching sequence creation is specific for each of the modulation strategies, but process of
calculation of switching times can be regarded as general and will be explained shortly. Planes are mutually
independent and process of averaging must be satisfied in all planes at the same time.
It is important to know the values of projections of reference voltages in all planes. In a general case,
desired phase voltages are of arbitrary shape. It is assumed that they are all of the same shape, but mutually
phase shifted for the characteristic angle a=Zntn. According to the Fourier transformation they can be expressed
as a sum of sinusoidal signals (harmonics), of the magnitudes v: and angular frequencies h-to, where t» is the
fundamental angular frequency. Then, according to (3.30), space vector projection of the hlh harmonic into a
certain plane is defined as:
[
r:cos(h· (ox - O· a) - Q'h) ]
e''''-')' J. ,v: ·co~h·(~-1' a) - "'.)
Vh ·cos(h·(IlX-(n-l)·a)-Q'h)
(3.42)
where A=1/2 for p/=O, and A =1 otherwise, w=27rjis the fundamental angular frequency and 'Ph is for a particular
harmonic the initial phase angle. Rewriting matrix multiplication as a sum and rewriting cosine function in
exponential notation, (3.42) becomes:
v· = A .~. r; !eJ-P/(k-1}a ·COS(h(IlX-(k-l)·a)-Q'h)
_h.P/ n k~1
A
2 Jr. ~ J-p/.(k-I}a e}(h .. -h(k-l}a-9.) + e-}(h .. -h(k-I).a-9.)
= '-'rh ·~e .
n k~ 2
(3.43)
Leaving under the sum only the k-dependent terms, one gets:
• A r; ( }(h.. -<p,) ~ I(P/-hl.(k-I}a +«:" ..-<p.) ~ }-(P/+h).(k-I}a)V =·-·e ·~e '~e
_h.p/ n k-I k-I
(3.44)
Sums in (3.44) represent geometrical progressions and one gets that the first one is equal to 0 for any
value of (PI-h) except for (Pl-h)=int'n, when the value of the sum is n. Variable int is an integer number.
Similarly, the second sum is 0 for any value of (pl+h) except for (pl+hv=int-n, when the value of the sum is n.
The only mathematical solution when both sums in (3.44) have non-zero values appears when (h-piy=intvn and
(h+ply=intvn, Since value of pi is limited from 0 to (n-I)/2 for odd n, i.e. 0 to nl2 for even n, this is only
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possible for pl=O (for the same inti and int2) and for pl=nI2, when n is an even number (for consecutive inti and
int2)' In that case:
(3.45)
where h=int-n for pl=O, i.e. h=int-n+n/I for pl=nl2 for even n.
For other values of pi (p#0 and p#nI2) for certain value of h only one of the sums in (3.44) has non-zero
value, n. If h=intn+pl then the first sum has non-zero value, and if h=int-n-pl then it is the second sum. The
value of the projection in those cases is:
for h=int-n+pl
(3.46)
for h=int-n-pl
From (3.45) it is obvious that phase voltage space vector projections to 0+ and O' axes are real numbers,
with maximum value of±~. Projections are of the same form, but different harmonics are mapped into different
planes. From (3.46) it can be seen that projections into other planes represent complex numbers which move
along a circle of radius ~ with an angular frequency of h-ca. Direction of rotation for the harmonics of two
equations in (3.46) is opposite. The starting angle is determined by <Ph'
In general, one can say that harmonics h that map into the plane pi are determined with:
h=int-n x pl (3.47)
One example of mapping of the phase voltage harmonics, with direction of rotation in a certain plane, for
five-phase and symmetrical six-phase case, is shown in Fig. 3.7.
The process of digitalisation is always present in the digital signal processor based control of an inverter
supplied drive. Hence, it is important to note that projections of discretised reference voltages into certain planes
are discrete points on a circle, rather than continuous values. The angular distance between two consecutive
Harmonic (h) ~
0 ._..-e 1=1
1 G
2 G
3 ._..
4 4
5 5
6 6
7 7
8 8
9 9
10 10
11 11
12 12
a.
Fig. 3.7: Mapping of the reference phase voltage harmonics for: a. five-phase and b. six-phase case.
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samples is determined as h-os-T,.. so that it is higher for higher harmonics. Also, direction of rotation is different
for different h, as already explained.
The reference projection is actually determined by the sum of discrete values of the desired harmonics
that map into a certain plane. If there is more than one harmonic (that maps into the certain plane), the trajectory
is not circular. However, desired phase voltage references in this research are of the pure sinusoidal shape. That
means that only the projections into the a-ft plane (pl=l) belong to a circle, while projections into other planes
are zero.
Determination of times of application requires knowledge of the chosen space vectors and the desired
phase voltage reference projections into each plane. Since process represents a graphical averaging and some of
the chosen switching states can be redundant, it is not important to know the exact switching sequence. It is
enough to know chosen space vectors that will be used. Switching state redundancy in that case allows creation
of more possible switching sequences. It is shown in [Kelly et al. (2003)] that, for obtaining the pure sinusoidal
output in an n-phase case, n space vectors should be applied. Process of volt-second averaging can be done by
projecting reference and chosen space vectors to any two arbitrary chosen axes xp/ and Yp/ in each of the planes,
pi, and applying voltage-second balance equation to each axis in each plane. Time of application of each space
vector is determined by solution of the system of equations:
n
{, .t; = ~>Xpl/Z;
;=1
(3.48)
t; = tz;
;=1
where pi takes all values from I to (n-I)/2 for odd n, i.e. I to nl2 for even n, and index i stands for the ;'h applied
space vector. Axis pl=O, i.e. 0+ axis, is not considered in (3.48) and, instead of it, the nth equation for an
n-variable system guarantees that the sum of application times is Ts- As already mentioned, space vector
algorithms do not consider 0+ axis. The projection to this axis, as already shown, represents CMV, hence
replacement of the CMV equation with the time-balancing equation is logical. Axes x and y can be selected
arbitrarily, but the best choice is to set x-axis as the real and y-axis as imaginary axis of the plane. Projections
onto these axes are automatically determined by the space vector transformation. Rewritten in matrix form,
(3.48) becomes:
· Va,l Va,2Va· Vp,l Vp,2Vp· V"', 1 Vx,,2V'"· -T, = Vy"I Vy,,2Vy,
Va,,,
Vp,n
m
V",n
Vy"n (3.49)
VO-,n
Finally, solving for matrix with times of application, one gets:
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Va,1 Va,2
[J.]=
VP,I Vp,2
V."I V.,,2
Vy,,1 Vy,,2
VO-,I VO-,2
-I ·Va,n Va
Vp,n ·Vp
V."n ·V.,
Vy"n · '1'. (3.50)Vy,
where Vp,1 is the projection of the ;'h chosen space vector onto the axis p, p=a, p, x .. Y ..... and 0', and ;= I to n.
Variable v; is the projection of the reference phase voltage space vector onto p-axis.
If number of phases is an odd number and if pure sinusoidal output is desired, as it is the case in this
research, O' axis is not present, and reference projections into x-y planes are zero, so that (3.50) becomes:
-I ·Va,1 Va,2 Va,n Va
[n VP,I ·VP,2 Vp,n Vp·V."I V",,2 VX1, .. v. '1'. (3.51)·Vy,,1 Vy,,2 Vy"n Vy,
This equation is in the form that will be usually used in this research.
3.5 MULTILEVEL INVERTER TOPOLOGIES
Multilevel inverters are becoming more attractive in high-voltage and high-efficiency applications
because of the following characteristics [Rodriguez et a!. (2002)]:
1) Multilevel inverters produce staircase waveform output leg voltage with lower total harmonic
distortion (THD) and lower dvldt compared to the classical two-level VSIs.
2) They draw input current with very low distortion.
3) They generate smaller CMV steps (that is the same as for phase voltages, (3.14», thus reducing the
stress in the motor bearings. In addition, using sophisticated modulation methods, CMV can be eliminated.
4) They can operate with a lower switching frequency, i.e. effective switching frequency to achieve the
same voltage characteristics is lower than with the two-level inverter.
An ideal inverter can be regarded as a 'black-box' amplifier. However, the inverter topology is what
specifies certain type of realisation of the inverter, and sometimes requires special features from the modulation
strategy. A general classification of multilevel inverters is given in [Rodriguez et aJ. (2007)]. Classification
branch of interest for this project, and in general for motor drives, is the entry 'indirect converters, voltage
source, multilevel inverters'. There are a lot of different multilevel structures, but the main circuit topologies of
these inverters that have been successfully implemented as standard products for medium-voltage industrial
drives are [Rodriguez et a!. (2002), Wu (2006), Rodriguez et al. (2007), Seyed (2007)]:
1) diode-clamped or neutral-point clamped voltage source inverters, NPC VSI;
2) serially connected multi-cells with separate de sources or cascaded H-bridges, CHB VSI; and
3) capacitor-clamped or flying capacitor, FC VSI.
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Fig. 3.8: Neutral-point clamped inverter (NPC): a. three-level case (switch notation
corresponds to the laboratory setup), b. general case.
Currently these topologies cover voltage ranges from 2.3 to 13.8 kY [Rodriguez et al. (2007)].
A three-level diode-clamped inverter is shown in Fig. 3.8a. In this circuit, the dc-bus voltage is split into
three levels by two series-connected bulk capacitors. The key components that distinguish this circuit from a
conventional two-level inverter are diodes DI a and D2a, that 'clamp' output voltage to the midpoint of the de-
bus. Sometimes, the middle point in three-level case is called neutral point, hence the name neutral-point
clamped (NPC).
In Fig. 3.8b, an extension of the NPC topology to multilevel case is shown. In this case, diodes clamp
output voltage to the de-link capacitor voltages rather than to the neutral point (which, for even number of levels,
is even not present). That means that the name NPC is not formally correct for multilevel diode-clamped
inverters, but it is widely in use and will be also used here.
In general, one pha e leg consists of 2(1-1) active switches and (I-I )·(1-2) clamping diodes with the same
reverse blocking voltage. The total dc bus voltage Vd, is distributed across the de capacitors Ch C2, ... , C(I_I)'
Hence, an output voltage of 0, 1/(1-1)' Vdc, 2/(1-1)' Vdo ... , Vdc can be obtained at the leg output, VA [Seyed
(2007)]. The main problems of this topology are capacitor voltage balancing, different switching load of IGBTs
and high voltage stress on the clamping diodes. For more than three levels, voltage balancing problem cannot be
overcome by modulation techniques. Balancing circuits should be applied instead. This makes the PC
configuration unattractive for more than three levels [Seyed (2007)].
Switches are triggered in complementary pairs, i.e. when one of the complementary switches is on, the
other one must be off. Complementary switches, such as pair SI Cl and 5\ Q' for example, are connected with
clamping diode branches (Fig. 3.8).
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Table 3.2: Correlation of the IGBT switching states with output leg voltage for the used three-level NPC inverter.
SI S2 Leg voltage (VII) Description
0 0 Vd/2 Output connected to the middle point
0 1 0 Output connected to the PDC rail
1 0 r: Output connected to the NDC rail
1 1 3-state Floating output
A three-level NPC inverter is used in the experimental investigation in this research (see Appendix A).
The switch notation in Fig. 3.8a is not the common one (in contrast to Fig. 3.8b), but it corresponds to the real,
used, setup. In Table 3.2, correlation of the semiconductor switching states with an output leg voltage is shown.
Another fundamental topology of multilevel inverters is the flying capacitor, FC VSI. Flying capacitor
inverter topologies for the three-level and for a general case are shown in Fig. 3.9. As the NPC, this topology
also needs only one de source for the supply. It uses capacitors rather than diodes. Voltage level of capacitor
branches defines output leg voltage. Compared to NPC, flying capacitor inverter has one attractive feature,
switching redundancy within the leg, which can be used for flying capacitor voltage balancing [Seyed (2007)].
One leg of FC topology inverter consists of 2(/-1) active switches and (I-I)' (1-2)/2 flying capacitors of
the same capacitance. Also (1-2) de link capacitors are present. The voltage on each capacitor is Vd/C/-l)
(Fig. 3.9). The main problem of this topology is the capacitor voltage balancing [Rodriguez et al. (2002)].
The third very popular topology is the cascaded H-bridge, CHB. It is different from the above mentioned
two and it is based on series connection of single-phase inverters with separate dc sources. Fig. 3.1Oa shows the
power circuit for one leg of a three-level H-bridge (full-bridge), that is the basic unit for CHB topology, and one
leg circuit for CHB structure with an arbitrary number of levels (Fig. 3.1Ob). The resulting leg voltage is
V, PDe
~/II
C.l'I
1T"~
1+ C ICIr. IJ_ C
i"c" I1""' ... \. ,
C,'
0
NOC
b.
Fig. 3.9: Flying capacitor (FC) inverter topology: a. three-level case, b. general case.
+ C'J~'lC'
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o NOC
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Fig. 3.10: Cascaded H-bridge (CHB) inverter topology: a. full-bridge (three-level) basic cell, b. general case.
b.
obtained by the addition of voltages generated by di fferent cells. Each single-phase H-bridge inverter can
generate three voltages at the output, -Vdci, 0 and Vdci, where i stands for the /h cell. Depending on the number
of cells in a leg and de voltage ratio between cells, the number of output levels changes [Manjrekar et al. (2000)].
The basic topology uses the same voltage supply for each cell [Rodriguez et al. (2002»), since otherwise the cell
power rating would be unequal and the design of the cells may have to be different from each other. This leads to
asymmetry and non-modular structure, that are not desirable.
The main advantage of the CHB structure is the ability to synthesize higher number of output voltage
levels with an excellent harmonic spectrum utilising low-cost low-voltage power semiconductors and capacitors.
Also, modulation, control, and protection requirements of each bridge are modular, which makes CHB very
attractive for usage [McGrath and Holmes (2002)]. However, the main drawback of this topology is the need to
supply each cell with a complex and expensive isolated transformer [Seyed (2007)]. Also, potential advantages
of a hybrid structure, with non-equal dc-bus voltages per cell, and improvement of output voltage characteristics
are always obtained at the expense of the loss of modularity and loss of redundancy that can be used for different
purposes [Leon et al. (2008a)].
3.6 SUMMARY
This chapter contain the basic equations, definitions and explanations that will be used in the thesis. The
main configuration of the system that will be analysed and all voltages and currents of interest are defined. Some
rules related to symbols and notation, are introduced. In particular, definitions of leg voltages, switching states,
leg-to-leg voltages, phase voltage, common mode voltages, etc. are given. Definitions cover the nature of the
signals and, for digitalised signals, the number of levels and basic step calculations. Wherever possible,
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equations are given in scalar and in matrix form. Decoupling transformation that defines space vectors is
introduced. Transformation is given in a variety of different forms. Space vectors are defined and the number of
phase voltage space vectors and redundancy are introduced. It is shown how different harmonics of the reference
voltage map into different planes. Calculation of space vector application times is explained in a general case. At
the end, basic multilevel inverter topologies with their main advantages and drawbacks are presented.
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MULTILEVEL MULTIPHASE SPACE VECTOR MODULATION
TECHNIQUES
4.1 INTRODUCTION
This chapter analyses space vector algorithms for multilevel multiphase inverters. The goal is always to
create sinusoidal output phase voltages since the analysed load is an induction machine with sinusoidally
distributed windings. Space vectors are defined as in section 3.4, where an explanation of space vector
projections is also given. Process of representation of space vectors through the projections is usually called
vector space decomposition (VSD) and it was introduced by [Zhao and Lipo (1995)]. VSD approach is widely in
use in conjunction with multi phase two-level inverters.
Extension of space vector modulation from two to more levels is not straightforward. The number of
possible switching states of a VSI is defined as r, where n is the number of phases and / is the number of output
voltage levels per inverter leg. This gives exponential increase in the number of switching states as both the
number of levels and the number of phases increase, and this represents the main problem in development and
application of SVPWM algorithms.
PWM techniques for multiphase multilevel inverters have started attracting attention only recently [Levi
(2008)]. However, majority of existing works are either based on extension of the three-phase algorithms and
utilisation of the three nearest vectors, or on some other principles that do not account for the existence of x-y
planes. This produces large low-order harmonics. Some other methods use different approaches, that are closer
to the carrier-based one, and do not use VSD approach. Survey of the relevant papers was given in section 2.5.
The first paper that applies VSD approach to multilevel multi phase inverters is [Gao and Fletcher (2010)].
The considered case is a three-level five-phase neutral-point clamped VSI. Another paper that applies VSD
approach to a three-level seven-phase inverter for the first time [Dordevic et al. (2011b)] is the result of this
thesis. The core algorithm follows the methodology of [Gao and Fletcher (2010)], but the paper reveals problems
and gives solutions when the number of phases increases. Both cases are explained in detail in the following
sections 4.2 and 4.3. One modification of the algorithms is also presented. Simulation and experimental results
are further included in sub-sections 4.2.8 and 4.3.8. Only basic results that confirm correctness of the algorithms
are shown, while comparison between modulation strategies is left for Chapter 6. Finally, section 4.4 briefly
discusses algorithm generalisation.
Original contributions of this chapter has been presented in three conference papers [Dordevic et al.
(20 11b), Dordevic et al. (2011 a), Jones et al. (2011a)] and three journal papers [Jones et al. (2012), Dordevic et
a!. (2013a), Dordevic et a!. (2013b)]. Content of section 4.2 has been used in [Dordevic et a1. (201la), Dordevic
et al. (2013a)]. In [Jones et al. (2011a), Jones et al. (2012)] a comparison with open-end winding algorithms is
reported. Content of section 4.3 is available in [Dordevic et al. (2011b), Dordevic et al. (2013b)].
Chapter4 Multilevel multiphase space vector modulation techniques
4.2 FIVE-PHASE THREE-LEVEL SPACE VECTOR ALGORITHM BASED ON
VSD APPROACH
As noted, the first VSD-based SVPWM control strategy for multiphase machines supplied from
multilevel VSIs is given in [Gao and Fletcher (2010)]. Configuration of the analysed topology, the three-level
five-phase NPC VSI supplied drive system, is shown in Fig. 4.1. One logical but novel way of elimination of
switching states that are not useful, as well as determination of switching sequences and their sub-sectors of
application, are proposed in this paper. Suppression of the low-order harmonics is provided by cancelation of
space vectors in the XI-YI plane, and choice of redundant switching sequences is done in such a way as to provide
as good as possible capacitor voltage balancing, and minimisation of the switching losses. Although the
proposed method contains clear and universal steps for any number of phases and any number of levels, the
problem is that it requires a lot of manual manipulation, and some geometry in the process of region partitioning.
Hence, the algorithm will be explained here step by step, in the following sub-sections. For a number of steps,
new specific solutions are given, with a tendency for simplification and generalisation. It will be shown finally
that method is simple for implementation and simulation and experimental results will be given.
4.2.1 VECTOR SPACE DECOMPOSITION
Process ofVSD has already been explained in section 3.4, and it will be here only briefly reviewed. In the
considered case of a five-phase three-level inverter (n=5, 1=3), according to (3.2) there are 35=243 switching
states, and 211 unique phase voltage space vectors (from equation (3.41), 35-25=211). Leg voltage space vector
projections and corresponding switching states are shown in Fig. 3.6. Desired phase voltages are sinusoidal, and
for symmetrical case can be defined, in general, as:
v~ (t) = V· .cos(2;(t - 27r / n . (ph -1)) (4.1 )
where V and f are the amplitude and frequency of the desired phase voltages, n is the number of phases, and
ph=a to n determines the phase. VSD can be applied to any set of desired and obtained phase and leg voltages.
From Fig. 3.2 it can be seen that the route from the desired to obtained phase voltages is through the desired leg
and output leg voltages, so the analysis has to be done in terms of projections of all of them. From the discussion
after equation (3.36), it is clear that projections of desired and obtained leg and phase voltages are different only
in 0+ axis, i.e. in CMV. Therefore, VSD based algorithms do not consider CMV voltage, and directly apply
p v,
COO"
+ v.,J2
Vdc
M
C,n
N 0
Fig. 4.1: Analysed topology of a three-level five-phase NPC VSI-supplied induction motor drive.
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Fig. 4.2: Graphical description of the VSD SVPWM.
process of averaging (PWM) in all other planes for desired and obtained values. This process is graphically
described in Fig. 4.2.
4.2.2 ORDER-PER-SECTOR LAW AND REDUCTION OF THE NUMBER OF SWITCHING STATES
From the comparison of the time domain relationships and switching states in the 0.-/3 plane, a very simple
method for elimination of the switching states that are not useful has been developed in [Gao and Fletcher
(2010)]. Correlation between reference phase and reference leg voltages is given as:
N
v:" (t) =v ~G (t) - (J / n) L v~G (I) = v ~G (I) - C(I)
ILG=A
(4.2)
where index LEG identifies the leg and takes the same values as the motor phase index ph. It is clear from (4.2)
that the order of the reference phase voltages is the same as the order of the reference leg voltages at all times
since the value CCt) is the same for any of LEG-ph index pair. The same equation with the same conclusion can
be given for obtained output leg and phase voltages.
It is thus clear that the same order will be followed between the reference and between the obtained phase
and leg voltages independently, as it is shown in (4.2). For example, if v2:V;, that means that reference leg
voltages will follow the same relationship, v~~v;;and also, if VA~VB that automatically means that for the
obtained phase voltages va2:vb will be true. However, it does not necessarily mean that if v;~v;, then Va~Vb, or if
v~~v~ then VA~VB, in each instant of time. Whether or not this is satisfied, depends on the type of the modulation
technique.
Let us consider five-phase three-level case, but note that following explanations are also valid in a general
case. If a symmetrical PWM is considered, and if transitions are only for one step (for minimum losses), then if
v~~v~ relationship VA~vB always holds true (Fig. 4.3a and Fig. 4.3b). Note that instead of> sign, ~ must be used.
Some counter examples when obtained leg voltage signals are not centred, or when non-equal leg voltage steps
are in use, are shown in Fig. 4.3c and Fig. 4.3d. Here it is shown that in those cases produced leg voltages do not
follow ordering of the reference leg voltages. Finally, one can say that, according to the explanations of (4.2) and
Fig. 4.3, if symmetrical PWM is utilised in conjunction with the principle of minimum losses (application of two
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Fig. 4.3: Leg voltages will follow ordering of the reference leg voltages if sequence is symmetrical with single
level steps (a. and b.). Counter examples for: c. asymmetrical PWM, d. non-equal step PWM case.
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nearest leg voltage levels), then produced values of phase and output leg voltages will follow order of reference
leg and phase voltages, in each instant of time.
The phase voltage references in the five-phase case change their order each 36°, and in this way the full
period can be divided into 10 sectors, Fig. 4.4. Order of reference phase voltages in each sector is summarised in
Table 4.1. According to (3.46), space vector trajectory of the sinusoidal reference phase voltages (4.1) in the a-B
plane is a circle with magnitude V and angle cot. This means that angle of 36° directly corresponds to the sector
angle, so sectors from the time domain correspond to the sectors in the a-B plane.
Taken together, this gives definition of the order-per-sector law, that ordering of phase voltages in each
sector in time domain will be followed by the ordering of digital values of output leg voltages in an appropriate
sector in the a-fJ plane, if symmetrical PWM principle with single level step is in use.
o I
v.>v"
:ii 2 I I
c.
V,
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V;,[p.u.] I
0.8
0.6
0.4
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Fig. 4.4: Desired pbase voltages for five-phase induction machine in time domain, with identified sectors that
correspond to the sectors in the a-B plane of Fig. 3.6.
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Table 4.1: Order-per-sector law for phase voltages for the five-phase case (see Fig. 4.4).
Sector Phase voltages order
1 v~>vi,>v;>v~>v~
2 v~>v:>v>v>v~
3 v~>v;>v~>v;?-:v;
4 *> *>,;;r-_, $> *vc_v"c-V _Va Ve
5 v~>v~?v;,?v;?v~
6 v:?-:v;>v;>vj,?v~
7 v~v;>v>v>vi,
8 v;>v~?v>v'>v'
9 v;?v~>v;?-:v~>v~
10 v~2:v;2:v;,2:v~v;
x 2!'''~.I(I-I)
a-B plane
o
-I
-2
-3
-3 -2 -I o 3
x2l".VJ(I-I)
Fig. 4.5: Remaining space vectors in the a-fJ and XI-YI plane after application of the order-per-sector law.
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According to the previous explanations, if sinusoidal output is desired, all switching states that do not
satisfy required order-per-sector law should be eliminated. For example, switching state 22011 belongs to the
first sector (Fig. 3.6), but does not satisfy required ordering for the first sector, since vD>vc- The number of
switching states of interest can be significantly reduced in this way, from 243 to 113. Projections of space
vectors of 113 remaining switching states, into o-B and XI-YI plane, are given in Fig. 4.5. Space vectors from the
first sector and those from the second that are at the sector border line are shown in different colour, since later
on only the first sector will be analysed. Note that scales for two planes in Fig. 4.5 are different. Number of
switching states that correspond to the same space vector remain unchanged after this space vector number
reduction. It can be seen that this method of reducing the number of switching states, according to the order-per-
sector law, is general for any number of phases and any number of levels [Gao and Fletcher (2010)].
4.2.3 DETERMINA nON OF POSSIBLE SWITCHING SEQUENCES
Next, switching sequences should be determined. Switching sequence represents the set of switching
states that should be applied during one switching period, T; The rules that should be satisfied during
determination of the switching sequences are as follows:
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1) In order to produce sinusoidal output in an n-phase machine, switching sequence must contain n
space vectors [Kelly et al. (2003)].
2) During one switching period every leg has to once increase and once decrease its level. In this way,
each leg can produce desired value on average and the first and the last switching state are the same,
so that moving to the next switching period minimises losses.
3) Symmetrical sequences are desirable, so it is assumed that in the first half of the switching period all
legs increase their level, while in the second half all legs decrease the level.
4) For the sake of loss minimisation and reduction of dv/dr, increase and decrease is always for one
level. Higher step (e.g. from 0 to 2) will produce higher dv/dz, and also more switches would change
state (higher losses), which are both undesirable.
It can be seen that previous rules are predominantly based on loss minimisation, and on the requirement
that average value can be obtained in each switching period in each leg. Note also that requirements for
symmetrical and equal-step PWM sequence, that are necessary for application of the order-per-sector law
(Fig. 4.3), are included in the rules.
It will be shown here that it is enough to consider space vectors and their sequences just in the first two
sectors and, eventually, in the first sector only. It is interesting to note that all space vectors that are in the first
(i.e. a-/3) plane shifted by an angle 0.=27[/5, have the same switching state but are just circularly shifted, i.e.
rotated to the right for one position (rotate to right or RoR operation). That means that switching states in the
second sector-pair can be obtained by rotating to the right for one position appropriate switching state records
from the first sector-pair. Switching states in the third sector-pair are the same as those in the first after RoR
operation for 2 positions, etc. (Fig. 4.6a). Comparing sector-pairs in the a-B plane with sector-pairs in time
domain it can be seen that the first sector in time domain is of the same shape as the third and all the odd sectors;
also the second sector is of the same shape as the fourth and all the even sectors. Reading from max to min value
in the first sector, the order of applied voltages is: V,,, Vb, V., Vc, Vd, while in the third sector the order is: vs, Vc> VG>
Vd, ve' This means that in the third sector Va takes position of Vb (a-b), Vb becomes Vc (b-c), Ve becomes Va
(e-a), Vc becomes Vd (c-d) and Vd is at the position of Ve (d-e), so that all voltages have rotated to the right
a.-fJ plane
(3)
Firing signals for used
three-level NPC VS]
[6]
SI S2
o 0 I
o 0
2 0
[I][I]OJITJ[I]
SIOJOJITJ[QJOJ
S20[QJ[QJ[JJ[QJ
Sector-pairs border
b.a.
Fig. 4.6: Switching state symmetry in the a.-fJ plane: a. all switching states are determined by RoR operation of
one sector-pair. b. Transition from decimal to binary representation for RoR operation in the microprocessors.
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their position for one place. The same conclusion applies for the second and the fourth sector. This is a very
important conclusion since RoR operation is easy to realise with any microprocessor. At the first sight it appears
that there is a problem since non-binary values should be subjected to rotating operation, but every level is
defined with appropriate binary gate firing signals (Table 3.2 gives an example for the used three-level NPC
VSI). Thus, switching states have to be at first separated into appropriate switching state groups for each gate
firing level (Fig. 4.6b), and then subjected to the same RoR operation and set at output simultaneously. It is thus
clear that it is enough to analyse only the first sector-pair, while switching states in the other sector-pairs (ith
sector-pair) can be easily produced by the explained RoR(i-l) operation.
To prove that it is enough to consider only sequences in the first sector, relation between sequences in the
first and the second sector, or, say, between odd and even sectors is needed. This is easier to find starting from
the time domain. In Fig. 4.4, the second sector can be obtained after rotation of the seventh sector for 180·
around time axis. This is highlighted in Fig. 4.7a. Since the seventh is an odd sector, its switching states can be
obtained from the switching states in the first sector, after application of RoR(3) operation. Thus only the
influence of rotation for 180· around time axis should be established. Rotation around time axis can be obtained
by changing the signs of the applied voltages, or in multilevel digital domain (where all states are denoted with
positive numbers, 0, 1,2 ... ), by changing maximum with minimum value and so on (for a three-level case this
means change of 2 with 0, 1 remains 1, and ° changes to 2). So, it can be said that, in the five-phase case,
switching states in even sectors can be found by applying RoR operation three times - RoR(3) to the first sector
and swapping each digital output value UWG with (/-I)-uLEG (Fig.4.7b). Previous explanation shows how
switching states are mapped from the first sector to the second sector, i.e. from the odd to the even sector, and it
proves that it is enough to analyse only the first sector. Generalisation of previous analysis can be done, in a
simple manner, for any other odd number of phases.
Consider next what happens with switching sequences that have the same position in the odd and in the
even sector. Switching sequence that should be applied in even sectors is the same as in odd sectors, but in even
sectors the same switching sequence will produce a decrease of the leg levels in the first hal f-period of the
switching period, and an increase in the second (since the signs of appropriate signals in odd and even sectors are
opposite: 0 has been changed to 2, I to 1, and 2 to 0). Note also that transition takes place in the different leg,
a.
a.-fJ plane
Sector 2
~02 RoR(3) 10222.22100
12000
Fig. 4.7: Correlation between odd and even sectors: a. in time domain, b. in the a.-fJ plane.
b.
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due to RoR(3) operation, as it is shown in Fig. 4.7b (transition 3up becomes l dn). So switching states in even
sectors should be applied in the opposite direction than in the odd sectors to retain symmetry and to minimise the
number of switching transitions when change of the sector takes place. Thus it is clear that it is enough to
analyse only the first sector and then, from it, to construct switching states in the second sector, and in all the
other sectors. It has been clarified how the switching sequences are constructed in the even sectors as well.
Let us assume that the present switching state is [XI Xl X} X4 xsf, and that the first transition bappens in the
third leg. The next switching state is then [XI Xl X}+ I X4 xs( With regard to the transition in the a-B plane, this
represents the distance between projections of these two switching state projections (blue '3up' arrow in
Fig. 4. 7b). Projection into the a-B plane is determined as in (3.30), so the distance between these two vectors (i.e.
transition for one level in the third leg) is defined as:
~) ~a-f3 = ~ . (XI + Xl . eHa + (X) + I) .eIZa + X4 . ej)a + Xs . e
j4a
) - ~. (XI + Xl . el·la
j-l·a j-sa j4.a) 2 j.Z.a 2 j·(3-I)·a+ x) . e + X4 . e + Xs . e = -. e = -. e5 5
(4.3)
With simple generalisation of(4.3), this means that transition for one level in the f(h leg maps into 21n scaled unit
vector inclined for 2nlw(k-l) radians with respect to the a-axis. For generalisation purposes, note that this
inclination angle to a (i.e. x-axis) will be multiplied in other planes by the plane number pl (for O+-axis,pl=O; for
a-B plane pl= I, for X'-YI, pl=2, etc.). The start of the transition vector is in the first switching state projection. If
increasing transitions occur in each leg, to form the first half of tbe switching sequence, this means that the last
(tbe sixth, in the five-phase case) switching state will be [x,+1 x2+l x3+I x4+l xs+l( Applying space vector
transformation matrix (3.30) to the last switching state, one gets that it has the same projection as the first (tbe
starting) switching state, in all planes except O+-axis. However, difference in the 0+ axis is not considered in the
VSD SVPWM approach.
The first sector of the a-fJ plane, with reduced number of switching states according to the order-per-
sector law, and with all possible transitions, is shown in Fig. 4.8. Transition in each leg is shown in a different
colour. Only transitions that increase leg level (up-transitions) are shown. Down-transitions that should be in use
a.-fJ plane - Sector I
o 0.3236 0.4 0.5236 0.6472 X vJ•0.2
Transition for one level up in the:
I" leg (leg A) (0°) •
200 leg (leg B) (72°) !
3" leg (leg C) ( 144°) <.
4" leg (leg D) (216°) /
5" leg (leg E) (288°) \
Fig. 4.8: Possible transitions from each switching state in the I"sector of the a-B plane after order-per-sector law
application. Only level-increasing transitions are shown.
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III the second-half of the switching sequence have the opposite direction. Graphically, construction of a
switching sequence means that one has to find all closed (the first and the last switching states correspond to the
same projection) five-angle patterns that contain all five different colours (transition for one level appears in
each leg). Since the first and the last switching state correspond to the same space vector, this means that
potential starting space vector has to have redundancy. Next, the starting switching sequence must not contain
the highest level (in a three-level VSI this is 2), since an increase by one level in that leg would lead to leg level
3, which is not possible. Finally, potential starting switching states of switching sequences are shown underlined
in Fig. 4.8.
There are 16 closed patterns, as shown in Fig. 4.9. However, switching sequences are not yet completely
determined at this stage, since some of the patterns contain more potential beginnings of the switching sequence
and also some of the patterns cannot provide cancellation (i.e. zeroing of the average voltage) in the XI-YI plane.
Consider first switching sequence redundancy per pattern. For the sake of clarity, only underlined starting
switching states from Fig. 4.8 are shown in Fig. 4.9. Projections of space vectors of those states are denoted with
'0' - potential start of the sequence. Multiple '0' represents more potential starting switching states. For
example, the first (A) pattern contains six underlined ('0' -signed) switching states, so corresponding switching
sequences that start with those states are: 00000-10000-11000-1100 I-Ill 0 1-11111; 10000-11000-11001-1 I 101-
lllll-21111; 11000-11001-11101-11111-21111-22111; 11001-11101-11111-21111-22111-22112; 11101-
11111-21111-22111-22112-22212; 11111-21111-22111-22112-22212-22222 (only the first, i.e. increasing,
halves of the sequences are shown). Next, B pattern can be obtained by starting the sequence from four '0'
denoted switching states (that do not contain 2), and so on. The number of switching sequences that correspond
to each pattern is also shown in Fig. 4.9 (e.g. x6 for A pattern). Summing all of them, one gets that there are 32
Fig. 4.9: All possible 16 patterns in the 1si sector of the a.-fJ plane (five-phase three-level VSI). Symbol '0'
represents potential start of the switching sequences (the number of '0' -8 is shown after x sign).
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possible switching sequences. It should be emphasised again that corresponding switching sequences in other
sectors can be determined with RoR and sign changing operations, and taking vectors in the opposite direction
for even sectors, as it has been explained previously.
Positions of 'o'-s potential sequence starts, in Fig. 4.9, are the same as positions of medium and large
space vectors for two-level inverters with 0.5·Vde• For more levels, starts of switching sequences will be
determined with switching states that do not contain maximum level and satisfy order-per-sector law, so the
positions are determined with positions of the appropriate switching states of /-1 level case with (/-2)/(1-1)' Vde
scaled voltage.
When sequences are determined (there are 32 possible switching sequences), the next step in [Gao and
Fletcher (2010)] algorithm is to eliminate those sequences whose space vector projections cannot be cancelled in
the XI-YI plane by adjusting their application times. Mapping of all switching states from the first sector of the
a-p plane into the XI-YI plane, with the possible one-level increasing transitions, is shown in Fig. 4.10. It can be
seen that in this plane angles of vector transitions are doubled, since the angle in the transformation is doubled
and parameter pl=2, as it was explained in conjunction with (4.3). The length of vector transitions is of course
the same, 2/5 times the unit vector, since regarded leg transitions are for one level.
The mapping of the patterns from the a-p plane of Fig. 4.9 into the XI-YI plane is shown in Fig. 4.11. It
can be seen that patterns denoted with numbers 11 to 16 are located in such a way that these patterns cannot
provide voltage cancelation in this plane. That means that the number of possible switching patterns is reduced
to 10, denoted with letters A to K in Fig.4.9 and Fig. 4.11 (letter 'I' is not used). Switching sequences that
correspond to patterns A-K (24 of them) are shown in Table 4.2, while those eight that correspond to patterns 11
to 16 are omitted.
Up to this point, patterns of interest are determined and corresponding redundant switching sequences are
identified. Projections of chosen space vectors, i.e. pattern, determine dwell times of the switching states, and
this will be analysed in the following sub-section. Determination of the final switching sequence will be
elaborated in the sub-section 4.2.5.
4.2.4 DWELL TIME CALCULATION AND SECTOR PARTITIONING
As it was explained in 3.4.2, for the process of dwell time calculation only projections of space vectors
into planes are important. For this purpose, general equation for dwell time calculation (3.51) is adapted to the
five-phase system:
7;
-I ·va•1 va•2 va•3 va•4 Va•s Va
T2
•
Vp.1 Vp.2 Vp•3 Vp•4 VP.s Vp
T3
• ·T, (4.4)= Vx!.1 Vx!.2 Vx!.3 Vx!.4 VX!.s VX1
T. ·Vy!.1 Vn•2 Vy!.3 Vy!.4 Vn•s vY1
T, 1
where 1i (;=1, 2, ... ,5) stands for time of application of the appropriate space vector in the pattern - dwell time,
while Vp.1 represents the lh space vector projection on the p-axis (a, p, XI, YI)' As desired reference signals are
pure sine waves without any higher harmonics, that means that reference projections on the a and p axes are
v"'cos(B) and v"'sin(B), respectively (see (3.46», while projections on XI and YI axes are zero. Substituting these
values into (4.4), one gets:
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x 2/n·Vj(l-I)
1.5
0.5
-0.5
-I
-1.5
-2
-1 -1.5 -I -0.5
Transition for one level up in the:
1"leg(legA) (0°) ----+
2'" leg (leg B) (2·72°) <,
20000 3'd leg (leg C) (2·144°) \
4~ leg (leg D) (2·216°) !
5'h leg (leg E) (2 .288°) /'
o 0.5 1.5 x 1/n·V..l(l-I)
Fig. 4.10: Mapping of chosen switching states from the I"sector of the a-fJ plane into XI-YI plane with possible
transitions (only level-increasing vector transitions are shown).
A
E
13
Fig. 4.11: Mapping of all possible patterns from Fig. 4.9 into the XI-YI plane. Symbol '0' represents potential
start of the switching sequences (the number of'o'-s is shown after x sign).
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Table 4.2: Switching sequences in the 1st sector that can provide zero average voltage in the XI-YI plane.
Sub- Possible sequences in the 1st sector No.of
sector One level increasing half I One level decreasing half Is
00000-10000-11000-11001-11101-11111-11101-11001-11000-10000-00000 25
10000-11000-11001-11101-11111-21111-11111-11101-11001-11000-10000 34
Al 11000-11001-11101-11111-21111-22111-21111-11111-11101-11001-11000 39
*11001-11101-11111-2111l-22111-2211~-2211l-21111-11111-11101-11001 40
11101-11111-21111-22111-22112-22212-22112-22111-21111-11111-11101 37
11111-21111-22111-22112-22212-22222-22212-22112-22111-21111-11111 30
10000-11000-11001-11101-21101-21111-211 01-11101-11 001-11000-10000 30
B1
11000-11001-11101-21101-21111-22111-21111-21101-11101-11001-11000 35
*11001-11101-21101-21111-22111-22112-22111-21111-21101-11101-11001 36
11101-21101-21111-22111-22112-22212-22112-22111-21111-21101-11101 33
10000-11000-11001-21 001-21101-21111-21101-21001-11001-11000-10000 26
Cl 11000-11001-21001-21101-21111-22111-21111-21101-21001-11001-11000 31
*11001-21001-21101-21111-22111-22112-22111-21111-21101-21001-11001 32
11000-11 001-11101-21101-22101-22111-22101-21101-11101-11001-11000 31
Dl *11001-11101-211 01-22101-22111-22112-22111-22101-211 01-11101-11001 32
11101-21101-22101-22111-22112-22212-22112-22111-22101-21101-11101 29
El 11000-11001-21001-21101-22101-22111-22101-211 01-21 001-11 001-11000 27
*11001-21001-21101-22101-22111-22112-22111-22101-21101-21001-11001 28
F1 *11001-21 001-22001-22002-22102-22112-22102-22002-22001-21001-11001 16
Gl *11001-21 001-22001-221 01-22102-22112-2210 1-22101-2200 1-21001-11 001 20
HI 11000-11001-21001-22001-22101-22111-22101-22001-21 001-11 001-11000 23
*11001-21001-22001-22101-22111-22112-22111-22101-22001-21001-11001 24
J1 *11000-21000-21001-22001-22101-22111-221 01-22001-21 001-21 000-11000 19
K1 *11000-21000-22000-22001-22101-22111-221 01-22001-22000-21 000-11000 15
T; -I V· .cos(8)va•1 Va,2 Va,3 Va,4 Va,S
T2 V.o,1 V.o,2 V.o,3 V.o,4 V.o,s v· .sin(8)
T3 = Vx),1 V,),2 Vx),3 VXl>4 VXI>S 0 -r, (4.5)
T4 Vy),) Vy),2 Vy),3 VYl>4 Vy),s 0
r,
where B=wt, stands for the reference angle, and V' represents amplitude of the reference phase voltages.
Sub-sectors, that determine region of applicability of the chosen patterns, can now be determined.
Partitioning of the sector into sub-sectors can be easily determined with the simple constraint that times of
applications, which result as the solution of (4.5), must be in the range from 0 to T, [Gao and Fletcher (2010)).
This constraint, combined with the reference plotting in the a-B plane (~~.p= v'do, i.e. v~= V"cos(B),
vp= v"sin(B)), yields the sub-sector for application of the chosen space vectors. This part is somewhat
complicated for analytical calculation but is still straightforward if a computer is used. The problem is solved
with Matlab programme, which solves equation (4.5) for each switching pattern, increasing in incremental steps
the values of the reference angle () and magnitude v', covering the whole a-fJ plane. If a solution exists for a
temporary pair of v' and e, and if all dwell times are in the range 0 to T,., the programme plots a dot on a certain
position, v'do in the a-B plane. This means that the current pair of v' and B (plotted dot) belongs to the region of
applicability for the selected pattern. All pairs of V· and B (all plotted dots) represent the region of application of
the selected pattern. As an example of the output of this code, Fig. 4.12 shows the area that is covered by the
pattern C of Fig. 4.9. Regions of applicability for other patterns in sector 1 are determined in the same way, and
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a-fJ plane - Sector I
III
aaaaa
LLLll~~--~~-<~--~~~~~--~~-----6
22222 02
o 0.2 0.2764 0.3236 0.4 0.4472 0.5236 0.6472 x V"
Fig. 4.12: Plot from the Matlab code: region of applicability for pattern C from Fig. 4.9.
are shown in Fig. 4.13a. Position of sub-sectors in other sectors is shown in Fig. 4.13b. It should be noted that
borders of sub-sectors are not the same as the borders of corresponding patterns. This is clear from Fig. 4.12, and
is also shown for pattern A in Fig. 4.13a.
Values of specific limits are given numerically, since they are determined using Matlab code; however,
analytical values for the sub-sector borders are desirable. One can see that the borders between sub-sectors are
straight lines and they form angles of 1-7r/5, 2'nI5, ... , 5'n15 with the a-axis. The border of the sub-sector A in
Fig. 4.13a could be obtained analytically by solving (4.5). (which looks too complicated), or by using the fact
that this sub-sector is determined by the pattern to which the switching sequence corresponds: 00000-10000-
11000-1100 I-Ll l 0 1-11111, which is one of six redundant switching sequences for this pattern (Fig. 4.9). This
sequence is specific since it contains only zeros and ones. This means that it is obtainable by an equivalent two-
level inverter (with halved dc-bus value). Thus, one can say that the line XY represents the border between two-
level and three-level operation of the inverter. The length of line 02 is one-half of the value of the maximum
modulation index for the two-level five-phase inverter (mmax 5,2), since the value of the dc-bus voltage of the
equivalent inverter is halved. If the modulation index m is defined as the ratio of the fundamental peak of the
phase voltage over the Vdj2, as in (3.21), then, using analytical value for mmax 5.2 [Levi et a!. (2008)], one gets
that the length of OZ is given with:
1 r: r;
OZ = "2 .mrnax5,2 . -2- = -4- . coser 1I 0) (4.6)
Since all angles are known, analytical values for all the other lengths in Fig. 4.13a can be determined using (4.6)
and some geometry. For example, three characteristic values, given in Fig. 4.13a, can be calculated as:
02
0.2764· Vdc = ---cos(Jr 1 I 0)
OZ
0.4472· Vd = 2 . . cos(Jr 15)
c cos(Jr 110)
m ·V 12 2·020.5528. V
tk
= max5,2 tk
cosizr 110) cos(Jr 110)
(4.7)
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Fig. 4.13: Regions of applicability for appropriate patterns: a. for the first sector and
b. for all 10 sectors in a-B plane, defining sub-sectors A-K.
Times of vector applications in each sub-sector are determined by (4.5). However, this does not give
information about sub-division of those times, for the first and the second half. In accordance with Fig. 4.3a,
assumed sub-division of time for all eleven switching states that constitute switching sequence is: T/4, T2/2,
Ti2, T./2, T5/2, T/2, T5/2, T4/2, T)/2, T212, T1/4.
4.2.5 SWITCHING SEQUENCE OPTIMISATION
The next step in the algorithm [Gao and Fletcher (2010)] is choosing of the switching sequences for each
of the remaining 10 (A-K) switching patterns, since each pattern can be realised with more than one sequence.
The principles that should be used for this process are:
I) A minimum number of transitions between sub-sectors is desirable for minimum switching losses.
2) For capacitor voltage balancing purposes (three-level NPC VSI topology), sequences that contain
more 'ones' are preferable since in that case output is defined by the capacitor de voltage mid-point
[Gao and Fletcher (2010)].
The first rule is a basic optimisation criterion. According to it, it is desirable that all sub-sector sequences
have the same starting switching state, if possible, to avoid additional switching when reference changes sub-
sector, i.e. sector. Unfortunately, it can be seen that unique sequences F, G and J, K start with different switching
states, 11001 and 11000, respectively (Table 4.2). However, all other sub-sector sequences can start with both
switching states (either 11001 or 11000). In conjunction with the second rule, the number of ones is counted, and
is shown in the last column of Table 4.2, for each sequence. Preferable sequences according to this rule
(sequences with maximum number of ones), are denoted with bold number of ones in this column. It can be seen
that two requirements coincide for all sequences A-H if the chosen start is 11001, and additional switching
appears when reference enters sub-sectors J and K. In this way, the optimised switching sequences are
determined for the first sector and they are denoted with ,*, in Table 4.2.
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Table 4.3: The first half of the chosen switching sequence in the 2nd sector.
Sub-sector Chosen sequences for the 2nd sector
A2 11000-11100-11101-11111-12111-22111
B2 11000-11100-11101-1210 1-12111-22111
C2 11000-11100-11101-12101-22101-22111
D2 11000-11100-12100-12101-12111-22111
E2 11000-11100-12100-12101-22101-22111
F2 11000-12000-22000-22100-22101-22111
02 11000-12000-12100-22100-22101-22111
H2 11000-11100-12100-22100-22101-22111
J2 11100-12100-22100-22101-22201-22211
K2 11100-12100-22100-22200-22201-22211
Switching sequences that should be applied in the second sector are given in Table 4.3. Shown sequences
correspond to those chosen in the first sector (denoted with '*' in Table 4.2). Only increasing-level half of
sequences is shown. These sequences are obtained from their counterparts from the first sector after applying
RoR operation for three positions to each switching state, replacing 0, 1 and 2 with 2, 1 and 0, respectively, and
finally changing direction of the switching state application. Table 4.2 and Table 4.3 give switching sequences
for the first sector-pair and switching sequences for all the other sector-pairs can be directly determined by RoR
operation, as already explained in 4.2.3.
In the chosen switching sequence solution, five extra switching transitions, one for one level up and one
for one level down in each phase, appear during one period of the sinusoidal reference signal (during passing
through a1l10 sectors). These extra transitions appear regardless of the modulation index value. The positions of
the extra switchings are shown in Fig. 4.14. Switching state in each partition of the new partitioning scheme
presents the start, i.e. the first and the last switching state (because of symmetry), in each region inside new
partition lines.
4.2.6 DETERMINA nON OF THE SUB-SECTORS
As there are 10 sub-sectors in the first sector, leading to the total of 100 sub-sectors in the 0.-/3 plane, the
loo
5@\'2e1n
5 up 2 up
I up
Fig. 4.l4: Transitions when extra switchings appear for the original space vector algorithm. Denoted up and
down changes represent increase or decrease of appropriate leg output level for one step.
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change of the sub-sector is frequent and an efficient way of sub-sector determination has to be used. One
graphical method for determination of the sub-sectors was presented in [Gao and Fletcher (2010)]. Process of
determination in which sub-sector of the first sector the reference voltage is, is shown in Fig. 4.15. As already
mentioned, all borders between sub-sectors can be divided into five groups, forming angles of 1-71'/5,2'n/5, ... ,
5· n/5 with the a-axis. Each group contains only border-lines that are in parallel. In Fig. 4.15, borders belonging
to the same group are shown in the same colour. Axes orthogonal to these borders are denoted with Xs, X4, ... , x"
respectively (see Fig. 4.15; use of symbol X here is not related to the x-y planes). For sub-sector determination, it
is enough to find the projections of the reference vector ~:_p to the defined axes XI to Xs (Vrejl to VrejS) and to
compare the position of these projections with the position of projections of the borders LI" L2l, L22,"" LSI. For
example, if the reference is in the sub-sector El, as it is shown in Fig. 4.15, this means that the reference is
located down-left from the border with sub-sector HI, i.e., the reference projection to the xraxis Vrej3'5L32; the
reference must be located down-right from the border with sub-sector Dl, i.e., Vrej4>L41; and considering the
border with sub-sector Cl, the reference must be located up-right, Vrej2>L21. Rules for the determination of all 10
sub-sectors inside the first sector (O:OSevt<2nIl0) are summarised in Table 4.4. Values of projections of the
reference vector onto axes XI to Xs (Vrejl to VrejS) are also included in the table. Choice of the sign <, >, :os or > in
Table 4.4 has been done precisely, so that any point belongs only to one sub-sector.
Note that, considering the length from the origin to the intersecting point, one has Lll=L21 =L31 =L41 =Ls"
L22=L32=L42, and these will be denoted further with LI and L2, respectively, while L33 will be denoted as L3.
Analytical value of LI is already given by (4.6), L2 can be directly obtained from LI using simple geometry,
Fig. 4.15: Geometrical explanation of sub-sector determination in the five-phase three-level case.
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while L3 corresponds to the maximum modulation index for a five-phase VSI [Levi et al. (2008)] (L3=2'L1):
V,* VLI = = 0.2629· '*
4· cos(1l"II 0)
L
2
= V,* =0.4253.Vck
4· cos(31l"110)
V,* VL) = = 0.5257· '*
2· cos(1l"II 0)
(4.8)
So far the rules for sub-sector determination are defined just for the first sector (0::;0<21r/10); with shifting
down reference signal position (shifting back reference angle B=mod(8, 21r/10» to the first sector, the procedure
will be applicable to all other sectors. It can be seen that the whole process requires some geometry, but once
when the rules are established, it reduces to the comparison with constant values.
Implementation of the algorithm is rather simple. To avoid online operations for construction of the even
sequences from the odd sequences, it is easier to consider sector-pairs instead of sectors. Data for the first two
sectors must be stored in memory, so reduction of the complexity is at the expense of the used memory. Note
that the inverted matrix in (4.5) can be calculated in advance for each of the switching sequences (from the first
two sectors) and also stored in memory. This is very important since complex operation of matrix inversion will
be avoided in this way. So, data for the sequences (Table 4.2 and Table 4.3), and for the application times
calculation (pre-calculated inverted matrix from (4.5», should be stored in memory. Simple logic from Table 4.4
determines the sub-sector, and data for the switching sequence and for the dwell time calculation for that sub-
sector are loaded from the memory. Switching sequences in other sector-pairs are determined by RoR operation
that is simple.
4.2.7 MODIFICATION OF TIlE PROPOSED ALGORITHM
The basic idea of the modification is to reduce variations of the common mode voltage. The symmetry
around the eighteen degree line in the first sector is utilised to introduce an additional sub-division of each sector
into two halves and reorganise the switching sequences accordingly. Namely, in the first sector, which occupies
the first 360 of the reference signal period in the five-phase case, the fifth phase reference voltage v; is crossing
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zero, and is positive in the first 18° and negative between 18° and 36° (Fig.4.4). The proposed switching
sequence, taking as the example small values of the modulation index (m<0.5257, i.e. V<0.2628' Vdc) when the
reference is in the sub-sector A (Fig. 4.13), contains at the fifth positions only ones and twos (sequence AI·,
Table 4.2, underlined values). That means that the fifth leg voltage is boosted, i.e. that CMV is always greater
than one (i.e., Vd/2) in the first sector (CMV is referred to the negative de bus rail). Further, in the second sector
the third phase v; changes sign from the negative to the positive (Fig. 4.4). The algorithm gives only zeros and
ones in the appropriate sequence for the third leg (sequence Al, Table 4.3, underlined values), so CMV is less
than one (i.e., Vd!2). The same happens for higher values of the modulation index, but more sub-sectors are
involved. With the proposed sub-division of the sectors into two equal parts, and developing independent
switching sequence for each part, it is possible to obtain average value of the CMV equal to one (i.e., VJ!2)
during the time interval which corresponds to the whole sector (36°). The maximum value of the CMV voltage
alternating part is reduced in this way.
After modification, original sub-sectors A, B, E and H (Fig. 4.13) are additionally divided into lower and
upper parts (Fig. 4.16). This produces four additional sub-sectors, so the total number of sub-sectors per sector in
the modified algorithm is 14. Switching sequences for the upper sub-sectors are different than in the original
algorithm, while they remain the same for the lower parts of the four sub-sectors that have undergone further
sub-division. The first to the fifth switching states of the lower sub-sector sequence become the second to the
sixth switching states of the upper sequence, while the first is the redundant switching state that corresponds to
the same space vector as the sixth. Also, the same rule must be applied to the original sequence of sub-sector D.
Switching sequences for corresponding 14 sub-sectors are given in Table 4.5. Note that upper and lower
sequences (e.g. Aup and Adn) are redundant switching sequences and correspond to the same pattern. In this way
all switching sequences in the lower and in the upper half of the sector will have the same starting switching
state (11001 and 11000, respectively). The starting switching state in the lower half of the second sector is
11000, so that the number of extra switchings (and also total switchings) remains the same as before
modification, but the line when they appear is now a straight line at 18°, i.e. at mid-point of the sector. Traces
when extra switchings in the modified algorithm appear, for any value of the modulation index, are shown in
Fig. 4.17 (to be compared with Fig. 4.14). Also, the capacitor voltage balancing is not affected since the total
number of 'ones' remains the same for each value of the modulation index.
The increase of the number of sub-sectors from 10 to 14 within the original 36° sectors slightly increases
the complexity of the algorithm. For example, an additional condition for angle position is necessary for sub-
sector determination. If 0::::0<11'/1 0, then lower sequences are in use, and if 11'/10::::0<211'/1 0, then upper sequences
Fig. 4.16: The first sector sub-sectors after additional sub-division.
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Table 4.5: Switching sequences for sub-sectors of Fig. 4.16.
Sub-sector Sequence
A =Adn 11001-11101-11111-21111-22111-22112
B =Bdn 11001-11101-21101-21111-22111-22112
C 11001-21001-21101-21111-22111-22112
D (tDuD) 11001-11101-21101-22101-22111-22112
E =Ei; 11001-21001-21101-22101-22111-22112
F 11001-21001-22001-22002-22102-22112
G 11001-21001-22001-22101-22102-22112
H =Hdn 11001-21001-22001-22101-22111-22112
J 11000-21000-21001-22001-22101-22111
K 11000-21000-22000-22001-22101-22111
Aun 11000-11001-11101-11111-21111-22111
BUD 11000-11001-11101-21101-21111-22111
DUD 11000-11001-11101-21101-22101-22111
s; 11000-11001-21001-21101-22101-22111
HUD 11000-11001-21001-22001-22101-22111
ldn
I up
Fig. 4.17: Transitions when extra switchings appear for modified space vector algorithm. Denoted up and down
changes represent increase or decrease of appropriate leg output level for one step.
should be applied. Also, required memory storage for the data for 14 sub-sectors, instead of 10, becomes 40%
higher.
4.2.8 SIMULATION AND EXPERIMENTAL RESULTS
In this sub-section, selected simulation and experimental results for the original and modified SVPWM
algorithm, for the five-phase three-level case described in this section, are given. The accompanying analysis is
related to the comparison of simulations and experiments, and to confirmation of the proper functioning of the
modulation methods. Detailed mutual comparison of these results, as well as the comparison with the other
modulation strategies, is postponed for Chapter 6.
Using previously described teps, models for the described original and modified algorithms have been
developed in Matlab/Simulink while the circuit part was obtained using PLEeS block-set package. Although the
algorithm steps of sub-sector and switching sequence determination are quite tedious, the final model is very
simple, and developed modulator in Simulink directly follows the general structure, given in section 4.4, where
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generalisation of the VSD space vector algorithm is presented. In used realisations memory usage is deliberately
sacrificed to reduce calculation burden, so data not only for the first sector, but for the second sector as well, are
stored in the memory. Thus, for the original algorithm the model contains set of 2x I0 sequences per sector from
Table 4.2 and Table 4.3 and 2x 10 corresponding, pre-calculated, inverted matrices for switching state
application times from (4.5). For the modified algorithm there are 14 sub-sectors per sector, and values from
Table 4.5 are used for the first sector. Data for the second sector are calculated from the sequences for the first
sector in the same way as for the original algorithm in sub-section 4.2.5 (application of RoR(3) to each switching
state, replacing 0, I and 2 with 2, I and 0 respectively, and changing direction of the switching state application).
Pre-calculated inverted matrices for switching state application times from (4.5) for each sequence are also
stored as constants. Determination of the sub-sector, i.e. selection which pair of stored sequences and inverted
matrices will be used, is defined by the current reference magnitude and angle, according to Table 4.4 for the
original algorithm, while for the modified algorithm additional condition whether 0<1['/10was also checked.
Parameters of the inverter in the simulation were set to the following values: dc-bus voltage Vdc=600V,
switching frequency /s=2kHz, and inverter dead time 6~s. Modulation signal frequency was varied according to
the Vif-=constant law (mif-=1I50). Only linear PWM region is analysed, and the maximum modulation index is
1.0515. NPC inverter was modelled using IGBT switches with zero forward voltage, and with on-resistance of
loma. Flywheel diodes and clamping diodes are modelled using only on-state resistance of lOmf]. Five-phase
induction machine has two pole pairs and is modelled using the following estimated parameters: R,=3Q,
LI.s=45mH, R;=3Q, Li,=15mH, Lm=515mH, J=0.1kg·m2• The same parameters were used also for the other
modulation techniques for the five-phase case that will be discussed later. The values in simulations were
adjusted to match the corresponding values used in experiments. The algorithm in the experiments was executed
on the dSpace dsl006 real-time processor. Used three-level NPC inverter is custom-built and can be used for up
to six output phases. Dead time is implemented by the hardware and is around 6~s. For dc-bus supply, an
external de source Sorensen SGI 600/25 has been employed, and the dc-bus voltage value has been set to
Vdc=600V. Simulation and experimental parameters, with detailed explanations, including figures of the setup,
are given in the Appendix A.
Original algorithm
Simulation and experimental results, for modulation indices 0.4 and 1, for the original algorithm are
shown side by side in Fig. 4.18 and Fig. 4.19, respectively. This algorithm will be denoted as SVPWM1.
Waveforms and spectra are shown for the inverter leg voltage, output phase voltage, CMV (note that CMV is
referenced to the negative rail of the de bus, hence the de component) and phase current. For processing the data
from the oscilloscope, Matlab script that searches for the sample when the phase of the leg voltage fundamental
is zero (starts as cosine) and shows one period starting from that point, was used. In this wayan easy comparison
of the simulation and experimental results is provided. This program was used for processing of all the data in
this thesis. Some screenshots from the oscilloscope for modulation indices of 0.4, 0.6, 0.8 and 1 are shown in
Fig.4.20.
From Fig. 4.18 and Fig. 4.19 one can see that simulation and experimental results are in a very good
agreement. Required fundamental output voltage is achieved without any low-order voltage harmonics in the
phase voltage. Slightly lower voltage values in the experimental results can be explained by the non-modelled
voltage drops on the switching components. For the chosen low modulation index of 0.4 in Fig. 4.18, reference
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Fig. 4.18: Simulation (left column) and experimental (right column) results for the original five-phase three-level
SVPWM method. a. Leg A voltage, b. phase a voltage, c. CMV, d. phase a current, with associated spectra.
Results are for the modulation index m=O.4 (SVPWMl, n=5, /=3).
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Fig. 4.19: Simulation (left column) and experimental (right column) results for the original five-phase three-level
SVPWM method. a. Leg A voltage, h. phase a voltage, c. CMV, d. phase a current, with associated spectra.
Results are for the modulation index m=l (SVPWMl, n=5, 1=3).
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a.
c.
Fig. 4.20: Oscilloscope screenshots for the implemented original five-phase three-level SVPWM technique for
the modulation indices of a. OA, b. 0.6, c. 0.8 and d. I (M-leg voltage, 260V/div; Ch3-phase voltage, 2S0V/div;
Ch4-phase current, 2A1div; time=10ms/div for a. and b., i.e. 4ms/div for c. and d.).
magnitude in the a-fJ plane is V'=OA' Vdcf2, and belongs to region A (i.e. travels from region A I to AIO, see
Fig. 4.13). Obtained performance is two-level like, and one can see that obtained phase voltage in Fig.4.l8b
contains nine different levels (obtained levels are not that easy to count from the experimental results). This
corresponds to the maximum number of phase voltage levels obtainable with the five-phase two-level inverter
(n=S, 1=2), see (3.15). For modulation index of 1, Fig. 4.19, reference magnitude in a-B plane is V'= 1·Vdcf2, and,
assuming high switching frequency, one can say that the reference is travelling through the F l-G I-H l-J l-Kl ,
F2-G2-H2-J2-K2, ... , F 10-G lO-Hl O-JlO-KI 0 sub-sectors of Fig. 4.13. The number oflevels in the phase voltage
waveform in Fig. 4.19b is now 15, and is lower than the theoretical maximum of 17 that comes from (3.15). The
step in the phase voltage and also in the CMV is defined by (3.14) and for the considered case (Vdc=600V, n=S,
1=3) is 60V. The step is the same for all modulation index values, and it can be verified by observation of
Fig.4.18 and Fig. 4.19. The two-level like operation in Fig.4.18b means that the same waveform can be
obtained by the two-level inverter with halved de-bus voltage; if the same de bus voltage were to be applied to
the two-level inverter, the step would be twice bigger (if Vdc=600V, n=5, 1=2, phase voltage step is 120V).
Modified algorithm
Simulation and experimental results, for the modulation indices 0.4 and 1, for the modified algorithm are
shown side by side in Fig. 4.21 and Fig. 4.22, respectively. This algorithm will be denoted as SVPWM2. The
same waveforms and spectra, for the inverter leg voltage, output phase voltage, CMV and phase current, as for
the original algorithm, are shown. Screenshots from the oscilloscope for the modified algorithm for modulation
indices ofOA, 0.6,0.8 and 1 are shown in Fig. 4.23.
The same conclusions as for original algorithm can be given. Simulation and experimental results are in a
very good agreement and required fundamental output is achieved without any low-order harmonics - this
confirms the proper functioning of the algorithm. The number of levels in the phase voltage, as well as the step
of the phase voltage and the CMV, remain the same for the corresponding modulation indices. The difference
between these two modulation strategies is hardly noticeable in time domain traces (Fig. 4.18 vs. Fig. 4.21,
Fig. 4.19 vs. Fig. 4.22, and Fig. 4.20 vs. Fig. 4.23). The only noticeable difference is in the leg voltages where
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Fig. 4.21: Simulation (left column) and experimental (right column) results for modified five-phase three-level
SVPWM algorithm. a. Leg A voltage, b. phase a voltage, c. CMV, d. phase a current, with associated spectra.
Results are for the modulation index m=O.4 (SVPWM2, n=5, /=3).
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Fig. 4.22: Simulation (left column) and experimental (right column) results for modified five-phase three-level
SVPWM algorithm. a. Leg A voltage, b. phase a voltage, c. CMV, d. phase a current, with associated spectra.
Results are for the modulation index m==l (SVPWM2, n==5, /==3).
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Fig. 4.23: Oscilloscope screens hots for the implemented modified five-phase three-level SVPWM technique for
the modulation indices of a. OA, b. 0.6, c. 0.8 and d. 1 (M-leg voltage, 260V/div; Ch3-phase voltage, 250V/div;
Ch4-phase current, 2AJdiv; time=lOms/div for a. and b., i.e. 4ms/div for c. and d.).
one 'gap' in the switching in the original algorithm can be noticed for smaller modulation index values that is not
present in the modified algorithm. More differences can be noticed in the signal spectra. For example, difference
in spectra for small modulation index m=OA (Fig. 4.18 and Fig. 4.21) is obvious, while for m= 1 (Fig. 4.19 and
Fig. 4.22) modulations are almost identical.
THD comparison
For initial comparison of the presented modulation strategies total harmonic distortion, THD, has been
calculated as a global figure of merit. Simulations and experiments from Fig. 4.18, Fig. 4.19, Fig. 4.21 and
Fig. 4.22 are done for the full linear modulation index range from m=0.05 to 1.05, with a step of 0.025 in
simulations, and 0.05 in experiments. The total harmonic distortion has been calculated for the leg and phase
voltages and for the currents. Harmonic distortion has been calculated for CMV. THD/HD is computed, on the
basis of the FFT results, according to:
(4.9)
where z stands for leg or phase voltage or current, and Z, represents the kth component in the spectrum, Vk
represents the /lh component in the CMV spectrum, while VI is the fundamental of the obtained leg voltage.
Value of r determines the last harmonic in the spectrum with frequency lower than 21kHz. Since the switching
frequency is 2kHz, this means that harmonics from the first ten side bands are included in the THD calculation.
The voltage THD can be calculated also directly in the time domain using Parseval's theorem. This method is
more precise because there is no neglecting of the high order harmonics (cutting of the spectrum). This topic is
explained in detail in Chapter 7, where analytical THD formulae for leg and phase voltage are derived.
Simulation and experimental results for the obtained leg and phase voltage THD, for the common mode
voltage HD, and for the phase current THD are shown in Fig. 4.24. One can see that phase voltage THD values
for both strategies are identical, and the same values are obtained by simulations and by experiments, Fig. 4.24b.
Because of that, a small difference that is observable in the leg voltage THD for the two modulation strategies,
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Fig. 4.24: Simulation and experimental results for the original (SVPWMI) and modified (SVPWM2) algorithm
for the a. leg voltage THO, b. phase voltage THD, c. CMV HO and d. phase current THD (n=5, /=3).
Fig. 4.24a, is also present in the common mode voltage HD, Fig. 4.24c. For all analysed voltage THDIHD,
simulation and experimental results are in a very good agreement. As can be seen, increase of the modulation
index reduces THDIHD. Namely, with an increase of the modulation index value, reference passes through more
sub-sectors, so more switching states that are closer to the reference are in use. This represents a benefit of
multilevel operation. The mentioned increased similarity between original and modified algorithms is also
obvious from the THD plots, Fig. 4.24.
Current THD is shown in Fig. 4.24d. One can see that some difference between simulation and
experimental curves for corresponding modulation strategies is present. This comes from the simplified model
used in simulations, where it is assumed that all parameters are constant. However it should be noted that the
shown current THO has a very narrow range with very small values (0.05-0.15) and that simulation curves
follow the order and the shape of the experimental results.
A further analysis regarding comparison between different strategies is given in Chapter 6. In that chapter
presented space vector modulation strategies are compared with some carrier-based modulation techniques,
which will be introduced in the next chapter.
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4.3 SEVEN-PHASE THREE-LEVEL SPACE VECTOR ALGORITHM BASED ON
VSD APPROACH
The results of this section are reported in [Dordevic et al. (201Ib)], which represents the first space vector
modulation technique, based on the voltage space decomposition, for three-level seven-phase VSIs. A
considerably expanded version has been further published in [Dordevic et al. (20 l3b)]. In the seven-phase case,
cancelation of the components in both the second and the third plane is necessary in order to achieve the
sinusoidal output voltages. All the steps from the previous section 4.2 will be now briefly reviewed, with the
appropriate modifications, caused by the change of the number of phases, highlighted. Modification of the
original algorithm that has been presented for the five-phase case (sub-section 4.2.7) will be also applied to the
seven-phase algorithm. Topology of the system is shown in Fig. 4.25. A seven-phase induction machine (in
experiments an R-L load was used) is supplied from a seven-phase three-level neutral-point clamped VSI.
4.3.1 VECTOR SPACE DECOMPOSITION
Process of the VSD is based on the same principles as in the five-phase case, since it uses the universal
space vector definition from section 3.4. In the seven-phase three-level case (n=7, 1=3), according to (3.2), there
are 37=2187 switching states, and 2059 unique phase voltage space vectors (Table 3.1). This is significantly
more than in the five-phase case (243/211), so all the steps are much more involved. For the sake of illustration,
only projections of the obtained leg (phase) voltage space vectors in the first, a-B, plane are shown in Fig. 4.26.
Sinusoidal symmetrical phase reference voltages are defined as in (4.1). As it has already been explained in sub-
section 4.2.1, VSD based algorithms do not consider zero axis and CMV voltage, and directly apply process of
the averaging (PWM) in all the other planes for the desired and obtained values. So only projections to a-B, XI-Yh
X2-Y2 planes are of interest, and they are defined as in (3.30), where A = I and pI = I, 2, 3 for the mentioned
planes, respectively.
p V"
C'P
+ V,/2
v',c M
C,/.
N 0
Fig. 4.25: Analysed topology ofa three-level seven-phase NPC V I-supplied induction motor drive.
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Fig. 4.26: All 2187 states giving 2059 space vector
projections in the first (a-fJ) plane for the
three-level seven-phase system.
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Fig. 4.27: Remaining switching states after
application of the order-per-sector law, in the
a.-fJ plane.
4.3.2 ORDER-PER-SECTOR LAW AND REDUCTION OF THE NUMBER OF SWITCHING STATES
As it was explained in sub-section 4,2.2, order-per-sector law from time domain is universal, so it can be
applied in a straightforward manner to the seven-phase case, where there are 14 different sectors. Ordering of the
reference phase voltages in each sector is given in Table 4.6. For example, in the first sector v~ 2: v; 2: v; 2: v; 2: vj
2: v; 2: v;, and, according to the order-per-sector law, reference leg voltages and also obtained leg and phase
voltages will follow the same ordering. Thus, if sinusoidal output is desired, some switching states, that do not
satisfy introduced order-per-sector law, can be eliminated. For instance, switching state 2120012 belongs to the
first sector, but does not satisfy required ordering for the first sector, since vB<vC. The number of switching states
of interest can be significantly reduced in this way, from 2187 to 297. The remaining 297 switching states are
Table 4.6: Per-sector ordering of reference phase voltages for the seven-phase case.
Sector Phase voltages order
1 v~2:vb2:v;2:v~2:vi2:v;?-v;
2 vb2:v~2:v~2v;2:v;r-v;2v;
3 vb2v;2v~2v;?-v;2v;2vi
4 v;2vb2v;r-v~2v;2v;2v;
5 v;2:vd2:vb2:v;2:v~2vf2v;
6 v;?-v;2v;2vb2vj2v:2v;
7 v;?-v;2v;2v;2vb2v;2v~
8 v;2vd2v;2v;2v;2vb2v~
9 v;2vf2v;?-v;2v;2v~2vb
10 v;2v;2v;2v;?-v~2v;2vb
II v;2v;2v;2v~2v;?-vb2v;
12 v;2v;2v;2v;2vb2v;?-v;
13 v;2V~2V;2Vb2v;2v;2Vd
14 v;2~2vb2v;2v;2v;2vd
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shown in Fig. 4.27 in the a-fJ plane. Switching states are shown using decimal representation. For example,
switching state 2210002 in decimal notation is 2027 (since 2027 = 2'36 + 2'35 + 1'34 + 0'33 + 0'32 + 0'31 + 2'3°).
4.3.3 DETERMINATION OF POSSIBLE SWITCHING SEQUENCES
Switching sequences are determined in the same way as explained for the five-phase case in sub-section
4.2.3. The first sector of the a-B plane, with reduced number of switching states according to the order-per-sector
law, and with all possible transitions, is shown in Fig. 4.28. According to the graphical interpretation of one level
transition in the k!h leg as a 21n scaled unit vector inclined for Ztdn: (k-l) radians with respect to the a-axis, it is
easy to obtain Fig. 4.28. Transition in each leg is shown in a different colour. Note also that there are n arrows of
each colour. As explained, construction of switching sequences means that one has to find all closed (the first
and the last switching states correspond to the same space vector) seven-angle patterns that contain all seven
different colours (transition for one level appears in each leg). The starting switching state has to be redundant,
and also must not contain the highest level (in three-level VSI this is 2), since an increase by one level in that leg
would lead to leg level 3, which is not possible. Potential starting switching states of switching sequences (eight
of them) are shown underlined in Fig. 4.28. Determination of all closed seven-angle patterns is solved using
Matlab code. Programme is of a simple structure. It contains all switching states from Fig. 4.28 and it creates all
possible permutations of transitions and adds that to the starting switching states. If all produced states belong to
the set of the switching states from Fig. 4.28, then it is one of the possible switching sequences. Further, the code
determines position of the possible switching sequence projections in the a-B plane and those with the same
projections (pattern) are regarded as redundant sequences. One gets that there are a total of 128 possible
switching sequences corresponding to all 64 patterns. The number of 64 closed patterns is significantly more
than in the five-phase case, where there were only 16. Also, in the five-phase case there were only 32 switching
sequences.
Switching sequences are not yet completely determined at this stage, since some of the patterns cannot
provide cancellation (i.e. zeroing of the average voltage) in the x-y planes. Recall that in the five-phase case this
problem was solved graphically by examining position of the patterns in the XI-YI plane. In the seven-phase case
this is not the sufficient condition, as it will be explained in the following sub-section. Also, some of the patterns
contain more potential beginnings of the switching sequence. For example, the pattern in Fig. 4.28, shown with
oversized arrows, contains five potential starting (underlined) switching states, i.e. there are five possible,
redundant, switching sequences. These two problems will be addressed in the following two sub-sections.
Transition for one level up in the:
_____.. leg A ~legE
/ leg B I leg F
\ lege -, legG
<, leg 0
~
1111111
22"22222
2221122
Fig. 4.28: The first sector in the a-fJ plane with reduced number of switching states and with all possible
single-level increasing transitions.
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4.3.4 DWELL TIME CALCULATION AND SECTOR PARTITIONING
For dwell time calculation, only projections of space vectors into planes are important. Rewriting (3.51)
for the seven-phase system, one has:
-I ·I; Va,l Va,2 va•3 Va,4 Va,5 Va,6 Va.7 va
T2 ·Vp,l Vp,2 VP,3 Vp,4 Vp,5 VP,6 VP,7 Vp
I; ·Vx"l Vx,,2 Vx,,3 Vx,,4 Vxl,5 Vx,,6 Vxl•7 Vx,
t; · '1'. (4.10)Vy,.1 vy,,2 Vy,,3 Vy,,4 Vy,,5 Vy,,6 Vy,,7 Vy,
Is ·Vx"l Vx,.2 Vx,,3 Vx,,4 Vx,,5 Vx,,6 Vx,,7 Vx,
t; ·Vy"l Vy,,2 Vy,,3 Vy,,4 Vy,,5 Vy,,6 Vy,,7 Vy,
I;
where T; (i= 1, 2, ... , 7) stands for the time of application of an appropriate space vector in the pattern - dwell
time, and Vp,; represents the ;'h space vector projection onto p-axis (a, p, XI. YI, X2, Y2). Since generation of the
sinusoidal reference voltage is desired, one has in (4.10) v: = V'cos(wt), v; = V·sin(wt), V;I = 0, V;I = 0, V;2 = 0,
V;2 = 0.
The regions of application of each pattern can be again determined using the simple constraint from [Gao
and Fletcher (2010)] that time of application of each vector must be in the range 0 to T; Even for the five-phase
case it was concluded that analytical solution of the dwell time equation, and further application of the constraint
O~{Tt. Tz. ... }~T .. to get analytical values for sub-sector borders, is very difficult. Also, in the five-phase case,
equation (4.5) (five-phase equivalent of (4.10)) was solved for only 10 patterns, since 6 patterns were
automatically eliminated. Projections of those six patterns into the XI-YI plane were placed at the same side of the
line that passes through the origin, so that those patterns could not lead to the desired zero average value in this
plane. In the seven-phase case, the problem is more complicated, and this part represents the main difference
between the five- and seven-phase cases. In the seven-phase case there are 64 patterns, and graphical method of
considering position of the patterns in the X-Y planes is not the sufficient condition for reduction of the possible
switching pattern number. To be more precise, only 16 out of 64 patterns can be eliminated using this graphical
method. The problem is that there are patterns with which cancellation in both of X-Y planes can be achieved
independently, but the solutions do no not overlap, meaning that X-Y components cannot be cancelled in both
planes at the same time. This is indeed one of the major additional difficulties, brought in by the higher number
of phases, compared to the five-phase case. Hence the problem is solved with a Matlab programme, very similar
to the one used in the five-phase case, which solves equation (4.10) for each of 64 (i.e. 64-18=46) switching
patterns, increasing in incremental steps the values of the reference angle () and magnitude V'. If a solution exists
and if all dwell times are in the range 0 to T'; the programme plots a dot on a certain position, Ve'fJ, in the a-B
plane. This means that the current pair of V·and () belongs to the region of applicability for the selected pattern,
and all plotted dots for the selected pattern represent region of application for the selected pattern. As an example
of the output of this code Fig. 4.29a shows the area that is covered by the pattern shown with oversized arrows in
Fig. 4.28. Note that the graphical method for the elimination of those patterns that cannot provide cancellation in
the second or in the third plane is not necessary because these patterns will be recognized and eliminated anyway
by this numerical procedure (executed by the Matlab program). For these patterns the solution of (4.10) does not
exist.
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o
a. b.
Fig. 4.29: Sub-sector region of applicability: a. area that is encompassed by oversized arrows in Fig. 4.28 (plot
from the Matlab code), b. division of the first sector into sub-sectors.
One finds in this way that only 18 out of 64 patterns enable simultaneous cancellation of the voltage, on
average, in both x-y planes, while simultaneously satisfying the set conditions for the permissible range of dwell
times. These 18 patterns should not be confused with 18 patterns that can be eliminated graphically. This means
that the first sector can be sub-divided into 18 sub-sectors, as shown in Fig. 4.29b. The problem was solved
numerically, so that the borders between sub-sectors can be approximately read from the nearest points. From
Fig. 4.29b, it is clear that all partitioning lines are straight lines and they form angles of 2·2n/14, 3'2n/14, ... ,
6·2n/14 with the a-axis. Analytical values of the borders between sub-sectors in Fig.4.29b are desirable.
However, analytical solution looks too complicated. Similarly as for five-phase case (sub-section 4.2.4) one can
see that one of the redundant sequences for the sub-sector I in Fig.4.29b is: 0000000-1000000-1100000-
110000 I-Ll l 000 l-Ll l 00 11-1111011-111111 J, which is one of the eight (see underlined switching states for this
pattern in Fig. 4.28) redundant switching sequences for this pattern. This sequence contains only zeros and ones;
thus it can be obtained by an equivalent two-level inverter with halved dc-bus voltage value. The border between
two-level and three-level operation of the inverter is now defined by XY line, and the length of OZ represents one
half of the value of the maximum modulation index for the two-level seven-phase inverter mmax 7,2 [Levi et al.
(2008)]. Hence:
L r: Va:,OZ=-·m .-=-.----
2 mox7,2 2 4 cosor IL 4) (4.1 L)
All angles in Fig. 4.29b are known, so analytical values for all the other lengths can be obtained using value of
OZ and some simple geometry.
4.3.5 SWITCHING SEQUENCE OPTIMlSATION
Final decision, which of the redundant switching sequences that correspond to the same pattern will be
used, is done in the same way as for the five-phase case. As the result of the previous step, it follows that only 18
patterns (with corresponding 56 sequences) have to be analysed. The basic optimisation criteria are minimisation
of the switching losses and capacitor voltage balancing. For minimisation of the switching losses, it is desirable
that all sub-sector sequences have the same starting switching state, if possible, to avoid additional switching
when reference changes sub-sector. AI 0, according to [Gao and Fletcher (20 J 0)], more desirable sequences, for
better voltage balancing of the capacitor voltages, are those that contain more 'ones'. Switching state denoted
with '1' represents output voltage of an inverter leg of Vd/2. In that case, for the analysed NPC VSI
configuration, output of the leg is determined by the dc-bus mid-point, so that the more 'ones' there are in the
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Table 4.7: Selected switching sequences for SVPWM in the first sector (n=7, 1=3).
Sub-sector Chosen switching sequence
1 1110001-1110011-1111011-1111111-2111111-2211111-2211112-2221112
2 1110001-1110011-1111011-2111011-2111111-2211111-2211112-2221112
3 1110001-1110011-2110011-2111011-2111111-2211111-2211112-2221112
4 1110001-1110011-1111011-2111011-2211011-2211111-2211112-2221112
5 1110001-1110011-2110011-2111011-2211011-2211111-2211112-2221112
6 1110001-1110011-2110011-2210011-2211011-2211111-2211112-2221112
7 1110001-2110001-2110011-2210011-2211011-2211111-2211112-2221112
8 1110001-2110001-2210001-221 0011-22110 11-2211111-2211112-2221112
9 1110001-1110011-2110011-2210011-2211011-2211012-2211112-2221112
10 III 0001-1110011-21100 11-2210011-2210012-2211012-2211112-2221112
11 1110001-2110001-21100 11-2210011-2211 011-2211012-2211112-2221112
12 1110001-2110001-2210001-2210011-2211011-2211012-2211112-2221112
13 1110001-2110001-21100 11-2210011-2210012-2211012-2211112-2221112
14 1110001-2110001-2210001-2210011-2210012-2211012-2211112-2221112
15 1110001-211 0001-2210001-2210011-2211 011-2211012-2221012-2221112
16 1110001-2110001-2210001-2210011-2210012-2211012-2221012-2221112
17 1100001-2100001-211 0001-2110011-2210011-221 0012-2211012-2211112
18 1100001-2100001-2110001-2210001-2210011-221 0012-2211012-2211112
sequence (which encompasses all the relevant switching states applied in one switching period), better the
balancing of the capacitor voltages can be achieved. Using these rules, final selection of the sequences for sub-
sectors of Fig. 4.29b is as shown in Table 4.7. Only sub-sectors 17 and 18 have different starting switching state.
4.3.6 DETERMINATION OF THE SUB-SECTORS
Sub-sectors are determined in a similar way as for the five-phase case (sub-section 4.2.6). As there are 18
sub-sectors in the first sector, leading to the total of 252 sub-sectors in the a-B plane, the change of the sub-sector
is even more frequent than in the five-phase case; thus the efficiency of sub-sector determination is even more
important. Fig. 4.30 is used for determination of the sub-sectors. One can see that all borders between sectors can
be divided into five groups. Each group contains only border-lines that are in parallel and form angles of
2·2n/14, 3'21r/14, ... , 6'n/14 with the a.-axis. In Fig. 4.30, borders belonging to the same group are shown in the
same colour. Intersections of sector border-lines with axes XI to Xs define points LI), L22, ... , LS2, which are
sufficient to explain each of the borders, since corresponding region is only the first sector (again, use of symbol
X here is not related to the x-y planes). For example, if the reference is in the sub-sector 13 (as it is shown in
Fig.4.30), this means that the reference is located down-left from the border with sub-sector 14, i.e., the
reference projection to the XI-axis Vref I$LI I; the reference must be located down-right from the border with sub-
sector 11, i.e., VrejS>Ls I; considering the border with sub-sector 10, the reference must be located up-right,
Vref2>L22; and from border with sub-sector 17, one gets VrefS$LS2. Conditions for the sub-sector determination for
all 18 sub-sectors inside the first sector (0~(Vt<2n/14) are given in Table 4.8. Note that, considering the length
from the origin to the intersecting point, one has LII = L21 = L31 = L41 = Ls), LI2 = L22 = L32 = L42 = LS2, and
these will be denoted further with LI and L2, respectively, while L33 will be denoted as L3·
Analytical value of LI is already given by (4.11), L2 can be directly obtained from LI using simple
geometry, while L3 corresponds to the maximum modulation index for a seven-phase VSI [Levi et al. (2008)]
(L3=2LI):
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Fig. 4.30: Geometrical explanation of sub-sector determination in the seven-phase three-level case.
V; IL\ =-. =0.2564·Vdc4 cos(n 114)
L2 = V",.. cos(2n /7) = 0.3198. V
dc2 cos(" 114)
Vd< IL3 =_. =0.5129·Vd<
2 cos(" I 14)
(4.12)
Projections of the reference vector onto axes XI to Xs are denoted as Vre!1 to Vre!S, and are given In
Table 4.8 as well.
4.3.7 MODIFICATION OF THE PROPOSED ALGORITHM
The same modification with the same reasoning, as presented in sub-section 4.2.7 with halving of the
sectors, can be applied in the seven-phase case. After halving of2lr/14 sectors, 6 new sub-sectors appear, so the
total number of sub-sectors per sector is increa ed from 18 to 24. Additional sub-division line leading to the new
division of the first sector into sub-sectors is shown in Fig. 4.31. As it was explained in the five-phase case, from
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Table 4.8: Sub-sector determination for the ftrst sector (0:SB<2n/14).
Reference projection Value
Vrefl v' 'cos(S7r/14-e)
Vref2 V 'cos(37r/14-e)
Vref3 V 'cos(7r/14-e)
Vref4 v' 'cos(7r/14+e)
Vref5 V 'cos(37r/14+e)
Sub-sector Chosen switching sequence
I Vref3 <LI
2 Vref2 < LI and Vref3 > LI and Vref4 < LI
3 Vref2 < LI and Vref4 > LI
4 Vref2 > L I and Vref4 <LI
5 Vref2>LI and Vref3<L2 and Vref4>LI
6 VrefZ < L2 and Vref3 > L2 and Vref4 < t.,
7 Vrefl < LI and Vref2 > L2 and Vref4 < L2
8 Vrefl > LI and Vref4 < L2
9 Vref2 -::::i, and Vref 4 > L2 and Vref5 < L I
10 Vrerz < L2 and Vref5 > LI
11 Vrefl <LI and Vref2 > L2 and Vref 4 > Lz and Vref5 <LI
12 Vrefl > LI and Vrefl <L2 and Vref4 > Lz and Vref5 <LI
13 Vrefl < LI and V,'ef2 > L2 and Vref5 > LI and r.: <L2
14 VrefJ > LI and Vrefl <Lz and Vref5 > LI and Vref5 <L2
15 VrefJ > L2 and Vref3 < L3 and Vref5 <LI
16 Vrefl > i, and Vref3 <L3 and Vref5 > LI
17 Vrefl < LI and Vref3 <L3 and Vref5 > i,
18 Vrefi > LI and Vref3 < L3 and Vref5 > t.,
the redundant switching sequences per pattern one should choose those which in the upper and in the lower half
have the same starting switching state. The starting switching state for the lower half in the first sector is now
1100001, and for the upper half 1110001. The starting switching state in the lower half of the second sector is
the same as for the upper half from the first sector; thus, once again, position of the extra transition is moved
from the border between sectors and sub-sectors 17 and 18 (as denoted with thick lines in Fig. 4.31), to the
straight line that halves the sector (i.e. to the newly added sub-division line). That means that with this
modification losses are not increased. Also, as in the five-phase case, the capacitor voltage balancing is not
affected.
Implementation of the proposed modiftcation is simple. Only the additional condition for reference
angular position should be included, and new sequences for the upper and the lower half of the sector should be
Down transition
""""-iJ1lcgG
Up transition
in lege
o xV ,k
Fig. 4.31: Division of the first sector into sub-sectors after introduced modification.
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Table 4.9: Selected switching sequences for modified SVPWM in the first sector (n=7, /=3).
Sub-sector Chosen switching sequence
1dn 1100001-1110001-1110011-1111011-1111111-2111111-2211111-2211112
2dn 1100001-1110001-1110011-1111011-2111011-2111111-2211111-2211112
3dn 1100001-1110001-1110011-2110011-2111011-2111111-2211111-2211112
5dn 1100001-1110001-1110011-2110011-2111 011-2211 011-2211111-2211112
s: 1100001-1110001-1110011-2110011-2210011-2211011-2211111-2211112
s; 1100001-1110001-1110011-2110011-2210011-2211011-2211012-2211112
io; 1100001-1110001-1110011-2110011-2210011-221 0012-2211 012-2211112
u., 1100001-1110001-2110001-2110011-2210011-2211 011-2211 012-2211112
13dn 1100001-1110001-2110001-2110011-2210011-221 0012-2211 012-2211112
14dn 1100001-1110001-2110001-2210001-221 0011-2210012-2211 012-2211112
17 1100001-2100001-2110001-2110011-2210011-2210012-2211012-2211112
18 1100001-2100001-2110001-2210001-2210011-2210012-2211012-2211112
IUD 1110001-1110011-1111011-1111111-2111111-2211111-2211112-2221112
z., 1110001-1110011-1111011-2111011-2111111-2211111-2211112-2221112
4 1110001-1110011-1111011-2111011-2211011-2211111-2211112-2221112
5'ID 1110001-1110011-2110011-2111011-2211011-2211111-2211112-2221112
6un 1110001-1110011-2110011-2210011-2211011-2211111-2211112-2221112
7 1110001-211 0001-211 0011-2210011-2211 011-2211111-2211112-2221112
8 1110001-2110001-221 0001-221 0011-2211011-2211111-2211112-2221112
llun 1110001-2110001-211 0011-221 0011-2211011-2211012-2211112-2221112
12 1110001-2110001-2210001-221 0011-2211011-2211 012-2211112-2221112
14uo 1110001-2110001-2210001-221 0011-2210012-2211 012-2211112-2221112
15 1110001-2110001-2210001-2210011-2211 011-2211 012-2221012-2221112
16 1110001-2110001-2210001-2210011-2210012-2211012-2221012-2221112
applied. Selected switching sequences for the new sub-sectors from Fig. 4.31 are given in Table 4.9
4.3.8 SIMULA nON AND EXPERIMENTAL RESULTS
Simulation and experimental results for the original and the modified seven-phase three-level SVPWM
algorithm are given in this sub-section. As in sub-section 4.2.8 for five-phase case, only a basic analysis related
to the comparison of simulations and experiments and to confirmation of proper functioning of the modulation
methods is given. Detailed mutual comparison of these results, as well as the comparison with the other
modulation strategies, is postponed for Chapter 6.
Models for original and modified algorithms have been developed in Matlab/Simulink and the circuit part
is realised again using PLECS block-set package. For the experimental purposes, the same Matlab/Simulink
developed modulator block bas been run on the real-time hardware dSpace ds1006. The algorithm steps for the
seven-phase are more involved than for the five-phase case but the final models of the modulators are very
similar. Developed model is again of the general structure which is given in the following section 4.4, where
generalisation of the VSD space vector algorithms is discussed. The main difference in the realised models is in
the memory requirements. So, for the original seven-phase three-level algorithm, 18 sequences per sector from
Table 4.7, and corresponding 18, pre-calculated, inverted matrices for the switching state application times from
(4.10) are stored in the memory. For the modified algorithm the same set of data are stored in memory, but now
the number of sub-sectors is 24 and the switching sequences for the first sector are given by Table 4.9. As in the
five-phase realisation, memory has been sacrificed for the algorithm speed purposes, so the same data for the
second sector are also saved in the memory. The switching sequences for the second sector for both algorithms
are obtained in the standard way: by application of RoR operation, but now for four places, to each switching
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state; by replacing 0, 1 and 2 with 2, 1 and 0 respectively (see Fig. 4.7 but now n=7); and by changing direction
of application of the switching states. Corresponding inverted matrices from (4.1 0) for the second sector for 18,
i.e. 24, sub-sectors for two developed algorithms, are also stored. Sub-sector determination for the original
algorithm is realised as explained in sub-section 4.3.6, by using data from Table 4.8. For the modified algorithm
additional condition 0<1l"114has also to be examined.
The same custom made inverter units with up to six phases have been used for the experimental
verification of the realised algorithms. For obtaining seven phases, two inverter units have been connected in
parallel, i.e. positive, negative and middle-point dc-bus rails of both inverters were connected each one to the
other, providing in this way up to 12-phase three-level NPC inverter. For the control of the inverters real-time
hardware dSpace dsl006 was used. Because of the lack a of seven-phase machine static R-L load has been used
for the experimental verification. Value of the dc-bus voltage was set to Vdc=600V and was provided by an
external de supply Sorensen SGI 600/25. Used switching frequency was/.=2kHz and the inverter dead time 6f1s.
As in the five-phase case and in the rest of this thesis, Vif=const. Linear modulation region up to the maximum
modulation index of 1.0257 [Levi et a1. (2008)] was analysed. One can see that, when possible, used values are
the same as for the five-phase case for the sake of comparison. Parameters in the simulations were set to
correspond to those used for the experimental verification. NPC inverter was modelled again using IGBT
components with zero forward voltage and 10mn on-state resistance. Flywheel and clamping diodes are the
same as before, and on-state resistance is set to l Omf], Parameters for the R-L load are estimated from the phase
voltage and current fundamental magnitude and angle values from the test experiment, and are assumed to be
constant for a certain modulation index. These values are given in Table A.2 in Appendix A.
Original algorithm
Simulation and experimental results, for modulation indices 0.4 and 1, for the original seven-phase
SVPWM algorithm are shown side by side in Fig. 4.32 and Fig. 4.33, respectively. The original algorithm will
be denoted as SVPWMI. Results are shown for the leg voltages, phase voltages, CMV and the phase currents.
Time waveforms and frequency spectra are given. Again, as in the previous section, common mode voltage is
referred to the negative dc-bus rail, thus de component of Vdt!2 is present. The same Matalb programme for
processing the data (so that leg voltage fundamental angle is zero) was used. Oscilloscope screenshots with the
leg, phase voltages and current for the phase a, for modulation indices of 0.4, 0.6, 0.8 and 1, are shown in
Fig.4.34.
Simulation and experimental results are in very good agreement, as is evident from Fig. 4.32 and
Fig. 4.33. The required phase voltage fundamental value was achieved, and the first significant harmonics appear
around the switching frequency. This confirms proper functioning of the algorithm. Slightly lower fundamental
voltages than expected (for m=0.4, 0.4·300/v'2=84.85Vrms, and for m=l, 300/v'2=212.13Vrms), are the
consequence of the relatively high value of the dead time of 6Jls, which in the seven-phase case becomes more
pronounced. Also, because the voltage drop on the IGBTs was neglected in the simulations, the fundamental
components obtained by experiments are slightly lower.
The different shape of the phase voltage for low modulation index m=O.4 (Fig.4.32b) and for high
modulation index m=1 (Fig. 4.33b) is obvious. Namely, looking at the phase voltages one can say that for m=O.4
the inverter has two-level like performance, and the obtained phase voltage has 13 levels. This corresponds to the
maximum number of the phase voltage levels obtainable with the seven-phase two-level inverter (n=7, 1=2), see
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Fig. 4.32: Simulation (left column) and experimental (right column) results for the original seven-phase three-
level SVPWM method. a. Leg A voltage, b. phase a voltage, c. CMV, d. phase a current, with associated spectra.
Results are for the modulation index m=O.4 (SVPWMl, n=T, 1=3).
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Fig. 4.33: Simulation (left column) and experimental (right column) results for the original seven-phase three-
level SVPWM method. a. Leg A voltage, b. phase a voltage, c. CMV, d. phase a current, with associated spectra.
Results are for the modulation index m=l (SVPWMl, n=T, 1=3).
83
Chapter 4 Multilevel multiphase space vector modulation techniques
a.
c.
Fig. 4.34: Oscilloscope screenshots for the implemented original seven-phase three-level SVPWM technique for
the modulation indices of a. 0.4, b. 0.6, c. 0.8 and d. I (M-leg voltage, 260V/div; Ch3-phase voltage, 250V/div;
Ch4-phase current, 0.5A1div; time=lOms/div for a. and b., i.e. 4ms/div for c. and d.).
(3.15). For m=l, Fig. 4.33b, the number of levels in the phase voltage waveform is 21, and does not reach the
theoretical maximum of 25 for seven-phase three-level case, see (3.15). The step in a phase voltage/CMV is
defined by (3.14) and for the used values of Vdc=600V, n=7, 1=3 amounts to 42.857V. As mentioned, the step is
the same for all modulation indices as can be confirmed by inspection of Fig. 4.32 and Fig. 4.33.
Modified algorithm
Simulation and experimental results, for modulation indices 0.4 and I, for the modified seven-phase
three-level SVPWM algorithm are shown side by side in Fig. 4.35 and Fig. 4.36, respectively. This algorithm
will be denoted as SVPWM2. Shown results correspond to those in Fig.4.32 and Fig. 4.33 for the original
algorithm. Oscilloscope screenshots for the modified algorithm, showing leg voltage, phase voltage and current,
for modulation indices ofOA, 0.6, 0.8 and I, are shown in Fig. 4.37.
General conclusions regarding obtained results are the same as for the original algorithm. There are no
low-order harmonics in the phase voltage spectrum and required fundamental value is satisfied, with somewhat
lower value that is the consequence of the relati vely high value of used dead time. The number of levels and the
step remains the same as in the original algorithm for the particular modulation index value. Simulation and
experimental results are in good agreement, and effect of non-modelled voltage drop on inverter switches is
noticeable through somewhat lower leg and phase voltage fundamental value obtained in the experiments. The
difference between original and modified algorithms for the seven-phase three-level case is hardly noticeable
from time domain traces. The only difference can be noticed by comparison of Fig. 4.34 and Fig. 4.37, in a
switching 'gap' that exists in the original algorithm for small modulation indices. However, the differences are a
little bit more pronounced in the frequency domain and can be easily observed by comparison of Fig. 4.32 with
Fig. 4.35 and Fig. 4.33 with Fig. 4.36. The more detailed comparison of modulation strategies for the seven-
phase three-level modulation strategies will be given in 6A.
THD comparison
For the time being, the initial comparison based on THDIHD calculations using (4.9), will be shown.
Simulations and experiments have been done for full linear modulation index range from m=0.05 to Iwith the
84
Chapter 4 Multilevel multiphase space vector modulation techniques
a. 600
~
0( 300
§~
ID
V-8178V
50
~ 40
t::. 30
EE 20
g_ 10
til
Time (ms)
V -8991V- '1Il0-
II
]~1.1. J 1 I~~I~..Lo
o 4000 50001000 2000 3000
Frequency (Hz)
b. 400
~
200
i
> ·200
.400
0
Time (ms)
V~81 62V
50
~ 40
t::. 30I20
~ 10
o o
f-- 1---.
I- - -
rr.!III lIlllll
4000 50002000 30001000
Frequency (Hz)
~
0( 300
§
>
10 20 30 40 50
V -79 28V
50
~ 40
t::. 30
8E 20
g
& 10
o
o
Time (ms)
V 8872V"M~
I
.I. .I. .I~.1111 , .III I
1000 4000 50002000 3000
Frequency (Hz)
400 r===+==+===+==+===:J
200
~
i.
> ·200 I-----+----:~
10 40 5020 30
Time (ms)
V-7938V
50
~ 40
t::. 30
8
~ 20
r5l' 10
o o
--
I---
I-- - i--dl fi ...-f- .ljliI-
1000 2000 3000 4000 5000
Frequency (Hz)
c. 600 600
~ ~
~ 300 ~ 300
> >
0
0 10 20 0 10 20 30 40 50
Frequency (111.)
d.
Time (ms)
1 -O.24A
0.02
~ 0.015
~
8 0.01
~ 0.005
r5l'
Frequency (liz)
Frequency (liz)
10 20 30 40 SO
Tim. (ms)
'01
~ 0.015
~
8 0.01
E
~ 0.005
til
0
0 1000 2000 3000 4000 5000
Frequency (liz)
Fig. 4.35: Simulation (left column) and experimental (right column) results for modified seven-phase three-level
SVPWM algorithm. a. Leg A voltage, b. phase a voltage, c. MV, d. phase a current, with associated spectra.
Results are for the modulation index m=O.4 (SVPWM2, n=7, 1=3).
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Fig. 4.36: Simulation (left column) and experimental (right column) results for modified seven-phase three-level
SVPWM algorithm. a. Leg A voltage, b. phase a voltage, c. CMV, d. phase a current, with associated spectra.
Results are for the modulation index m=l (SVPWM2, n=7, 1=3).
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a.
c.
Fig. 4.37: Oscilloscope screenshots for the implemented modified seven-phase three-level SVPWM technique
for the modulation indices of a. 0.4, b. 0.6, c. 0.8 and d. 1 (M-leg voltage, 260V/div; Ch3-phase voltage,
250V/div; Ch4-phase current, 0.5A1div; time=IOms/div for a. and b. i.e., 4ms/div for c. and d.).
step of 0.05, and additionally for maximum modulation index of 1.025, for both examined algorithms. So, the
results shown in Fig. 4.32 to Fig. 4.37 are just some of the representative data from the whole set of
measurements and simulations that have been done.
THD curves versus modulation index m, for obtained leg voltages, phase voltages, and currents, as well
as the HD of the common mode voltage, for simulation and experimental results for both presented seven-phase
SVPWM strategies, are shown in Fig. 4.38. Very good agreement of simulation and experimental results for
voltage THD/HD characteristics is clear. Also, the difference between the original and the modified algorithm,
which in the five-phase case was noticeable for leg i.e. common mode voltage, Fig. 4.24a and c, is now reduced,
Fig. 4.38a and c. THD of the phase voltages produced by both algorithms is identical, Fig. 4.38b. The difference
between modulation strategies is obvious from the current THD, Fig. 4.38d. Some unexpected behaviour at the
low modulation indices during the experiments is visible. This could be a consequence of using non-linear load,
see Appendix A. However, for modulation indices greater than 0.25, position and the shape of the curves from
simulations and experiments are in good agreement. Also, it should be noted that the current THD is restricted to
a very narrow range, from 0.02 to 0.07.
4.4 GENERALISED VSD SPACE VECTOR ALGORITHM
One can see that the algorithm presented in the previous two sections for the five- and seven-phase three-
level case can be generalised. It is obvious that a generalisation, and an attempt to apply the algorithm to any
other case with a higher number of phases, or a higher number of levels, will be followed by an increase of the
pre-processing cost. However, once when the appropriate sequences and rules for sub-sector determination are
established, the implementation will be only slightly more complex.
Here, once again all the steps of the algorithm will be given, but in a different manner. Let us recall that
the aim of the algorithm is to produce sinusoidal phase voltages in the symmetrical star-connected machine with
sinusoidally distributed windings. The machine is supplied from a voltage source inverter of the diode-clamped
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Fig. 4.38: Simulation and experimental results for original (SVPWMI) and modified (SVPWM2) algorithm for
the a. leg voltage THD, b. phase voltage THD, c. CMV HD and d. phase current THD (n=7, 1=3).
structure. Let us assume that the number of phases of the inverter is n, and that the number of levels is I. The
steps of the algorithm are as follows:
I) First, order-per-sector law should be established, regarding desired phase voltages In the time
domain.
2) Further, switching states whose projections into the a-p plane have an angle in the range O'S8S7rin,
should be extracted.
3) From switching states of step 2), those switching states that follow the ordering for the first sector
from 1) are the useful switching states - switching states after order-per-sector law application.
4) From the useful switching states of step 3), choose those that do not contain maximum level, /-1.
These switching states are the possible starts of the switching sequences.
5) Create all possible (n!) permutations of one-level transitions, and apply all of them to each of the
possible starting switching states. If each switching state belongs to the set of the useful switching
states, regard that sequence as a possible sequence.
6) If all the switching state projections of the possible switching sequences are the same, then those
switching sequences are redundant. Group redundant switching sequences together. They correspond
to the same pattern.
7) For desired reference voltages and for each pattern of step 6), examine equation (3.51) (with
increasing values for the reference amplitude and angle) in the whole region (O:S8S27r,O'Sm'Smmax),
and check if the constraint that all dwell times are in the range from 0 to T. is satisfied. If the solution
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Fig. 4.39: Implementation structure block diagram for the SVPWM method based on the VSD approach
in a general case.
does not exist, that means that the pattern cannot produce desired phase voltage, i.e. if desired phase
voltages are pure sinusoidal, it cannot provide zero value in the x-y planes. Values m=m( 8),
determine regions of applicability for each pattern - i.e. sub-sectors.
8) For each pattern that has a solution in the step 7), calculate the inverse matrix from (3.51) and store
it.
9) In NPC inverters with more than three levels capacitor balancing is not possible just by the
modulation technique [Akagi (2011)]. But, if the aim of optimisation is e.g. to produce the CMV
around Vdc/2, from redundant sequences, for patterns determined in step 7), choose those that contain
more (/-1)/2 states, for odd I, i.e. more /12 and 112-1 states for even I.
10) Using data for sub-sector borders from the step 7), applying some geometry, a table similar to
Table 4.4 and Table 4.8, with rules for sub-sector determination, should be constructed.
11) When sequences from the step 9) and inverted matrices from the step 8) are determined, and when
logic for sub-sector determination from the step 10) is established, implementation of the algorithm is
simple and always of the same structure, as shown in Fig. 4.39. Shown structure stores data for the
first two sectors and it increases memory usage, but reduces computational costs, as already
explained for the five-phase case in sub-section 4.2.6, and also applied for the seven-phase algorithm
realisation.
Given steps are aimed at an actual implementation, but in a few steps manual manipulations are required.
Note that the presented algorithm can be also easily applied to other topologies. The only step that depends on
the inverter structure is the choice of the switching sequence from the redundant sequences for a pattern. The
redundant switching sequences have different mean value, so they produce different CMV. Also, with an
arbitrary choice of the redundant switching sequences, losses can be increased and capacitor voltage balancing
can be disturbed.
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4.5 SUMMARY
In this chapter, four space vector modulation techniques, based on the VSD approach, are presented. The
first two techniques are for the five-phase three-level NPC voltage source inverter with sinusoidal phase voltage
references. The first of them was originally presented by [Gao and Fletcher (2010)]; in this chapter it is reviewed
with introduction of some original specific solutions for the steps of the algorithm. One modification of that
algorithm represents the second presented technique. The next two techniques are for the seven-phase three-level
case. They are for the same type of the inverter and the reference voltages as the first two presented techniques.
These two techniques represent an extension of the first two methods from five to seven phases. Problems that
appear with an increase of the number of phases are highlighted, and solutions are given. It is shown that the
implementation is always of the same structure and the complexity only slightly increases with the number of
phases. However, the steps involving pre-calculation of necessary data are quite tedious, and a significant effort
has been put here into generalisation of the algorithm. Some steps stilI require manual work, while for the
majority a computer programme description is given.
Simulation and experimental results for both five-phase and seven-phase three-level algorithms, for the
original and for the modified version, are given. Given results are aimed to show proper functioning of the
algorithms and to compare simulation and experimental results, while mutual comparison and comparison with
some of the carrier-based techniques that will be introduced in Chapter 5 will be given in Chapter 6.
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MULTILEVEL MULTIPIIASE CARRIER-BASED PWl\l
5.1 INTRODUCTION
Analysis of carrier-based PWM techniques is very important and very useful, since it is the simplest for
implementation. Hence, it can be used as the reference algorithm for comparison and for quality evaluation of
any other modulation technique. CBPWM techniques for multilevel inverters for single-leg case are covered in
detail in [Holmes and Lipo (2003)]. The analytical comparison of spectra for different carrier dispositions is
given there. The aim of this chapter is rather different. Itwill start with the basics, such as the concept of forming
the PWM signals using carrier-based approach as the simplest solution, and it will highlight some facts that will
be the base for comparison of this method with the SVPWM approach.
The goal throughout this project is to generate sinusoidal (single-frequency) output voltage signals.
However, it is important to note that, if multi-frequency output voltage is required, as in certain applications the
case may be [Levi (2008)], this is a straightforward task with carrier-based methods. It is only necessary to
modify the modulating signals in accordance with the required output voltage.
In this chapter, due to the similarities between different triangular carrier-based techniques, and already
established advantage to produce minimum THD in the phase voltage [Carrara et aJ. (1992)], the emphasis is on
the level-shifted carrier-based technique, and on the symmetrical sampling. Particularly, only the PD-PWM will
be analysed. The reason why this disposition is chosen is explained. For the sake of explanation, a three-level
five-phase inverter is subjected to analysis and sampled reference leg voltages for symmetrical sinusoidal output
are shown in Fig. 5.1. However, generalisation to any number of levels and any number of phases is also given.
At first, pure sinusoidal references are considered in section 5.2. Using this as an example, the choice of
the carrier-based disposition is explained. One method for reduction of the multi carrier PD-PWM to the single-
carrier PWM, as well as an explanation of the switching sequences and their change in time domain, are given
next. Further, in section 5.3, min-max injection is explained as a natural solution for linear modulation index
range extension. Change of the switching sequences is explained and double min-max injection is introduced.
Simulation and experimental results, that use introduced carrier-based techniques, are given in Chapter 6 where
they are compared with previously explained SVPWM techniques. Original material from this chapter has been
published in [Dordevic et al. (2011a), Dordevic et al. (2013a)].
5.2 PURE SINUSOIDAL REFERENCES
Desired phase voltages are symmetrical sinusoidal signals. Due to the pure sinusoidal references, it is
assumed that the only injection that produces reference leg voltages from the reference phase voltages is the de
value of Vtil2. So, in a general case, pure sinusoidal desired leg voltages are defined as:
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Fig. 5.1: Sampled desired leg voltages for a five-phase machine supplied from a three-level inverter.
Highlighted segment on the right-hand side explains the process of averaging.
V~G (t) = v' .cos(2n[t -27<1 n- (k -1))+ Vdo12 (5.1)
where V· and/are the amplitude and the frequency of the desired phase voltages, n is number of phases, and k=1
to n corresponds to the appropriate leg A to N. De injection Vdj2 is chosen to centre signals between minimum
and maximum dc-bus voltage. In the five-phase three-level example in Fig. 5.1 desired leg voltages are
sinusoidal. De bus voltage in this example is 600V, so that de injection is equal to VdcI2=300V. Signal amplitude
and frequency are 240V/50Hz. Switching frequency is 1kHz and peak-to-peak values of level-shifted carriers are
300V.
In an inverter, process of digitalisation takes place, as already mentioned in 3.2. This will be now
explained in more detail in the case of CBPWM. Digitalisation occurs in two parts, discretisation and
quantisation. Discretisation is defined by the sampling time (switching period) 1'." while quantisation refers to
mapping of the discrete (sampled) signal values to the quantisation level set (digital values). Vertical lines at T,
distance (Fig. 5.1) represent process of discretisation when samples of the continuous reference leg voltage
signal V~EG (t) are taken. Samples V~EC (kTs) are taken at the beginning and held at the same value during T; This
type of sampling is called symmetrical sampling [Holmes and Lipo (2003)]. Under the process of quantisation
one usually means that signal magnitude range is divided into certain sectors and that signal values map into the
value adopted for the sector to which it belongs. New set of values contains quantisation levels, i.e. digitalised
values. et of digitalised values is defined with the number of levels of the inverter. In an inverter, process of
quantisation ha to be executed with an extra requirement. Namely, the average value during the switching
period, of digitali ed values of the signal VLEc[t], must be equal to the value of the sampled signal, V~EC (kTs), in
that switching period. This means that if the value of a sample is not exactly equal to any of the digital values
from the set, which is almost always the case, then more than one digital value must be used during the sampling
period, T., to form output leg Voltage, VLEc[I). Process of quantisation, with signal averaging in each switching
period, can be easily explained graphically by considering one segment. Let us a sume that tbe desired leg
voltage signal in blue is selected in the highlighted segment in Fig. 5.1 (v~ (kTs), i.e. u~ (kTs), in normalised form
(3.1 )). The aim of the process of averaging is to reach on average, during the switching period, desired value of
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the sampled reference leg voltage (U~EG (kTs)), applying for certain time intervals the nearest digitalised levels of
the voltage (UfEG and u'iEG)' In the highlighted case in Fig. 5.1 u~=l and u';!=2, i.e. in non-normalised form
Vdj2 and Vde, respectively. Only the nearest levels are applied since this will produce minimum dv/dt and
minimum losses, as will be discussed in detail in 7.4.
Averaging equation in terms of the normalised voltage values is given with:
(5.2)
The easiest way to satisfy equation (5.2) is to compare reference value (u~EdkTs») with the saw-tooth
signal that is increasing during the whole switching period from u'f1G to u'iEG' and to apply each higher and
lower voltage level proportionally to the reference signal level inside saw-tooth band. In other words, using
simple geometry (similarity of triangles), that means that output leg voltage should be set to the value u'iEG when
the signal is greater than the saw-tooth and to the u'f1G when it is below. This principle of quantisation with
averaging requirement produces square wave signals that contain two digital values in each switching period.
This saw-tooth carrier signal suffers from simultaneous multiple switching transitions at the beginning
(end) of the switching period if there is more than one reference signal in the same segment, which, in general, a
very common case is (and this is the case in the highlighted segment in Fig.5.l). Therefore, symmetrical
triangular carrier (already shown in Fig. 5.l) is applied instead, to avoid this problem. Value of the triangular
carrier is the same at the beginning and at the end of T. period, so that there is no undesired effect. Process of
averaging with triangular carrier is again as in the equation (5.2). The shape of the obtained pulsed leg voltage,
for the chosen leg C (udt]), is shown in the highlighted segment, Fig. 5.1.
It is chosen here that the triangular carrier starts from its maximum value at the beginning of the
switching period (Fig. 5.1). Another situation is possible, when carrier starts from its minimum at the beginning
of the switching period; it gives the same results in terms of averaging. The difference is the following: in the
former case, at the beginning of the switching period, output level is always u'f1G' in the middle its value is uiEG'
and at the end it is the same as in the beginning, while in the latter case it is the other way round. That means that
in the first case levels are increasing in the first half of the switching period, and are decreasing in the second
half. It is the other way round in the latter case. Also, it is possible that different types of carriers are applied in
different carrier bands. According to that, level-shifted carrier dispositions can be classified into in-phase
disposition, PD, phase opposition disposition POD, and alternative phase opposition disposition APOD-PWM
[Carrara et al. (1992)]. PD case is shown in Fig. 5.1, and it will be used in this thesis for easier comparison with
the space vector strategies. It should be noted that phase shifted carrier disposition is also commonly in use.
5.2.1 CHOICE OF TilE CARRIER DISPOSITION
One of the aims of this research is a comparison of carrier-based and space vector modulation strategies.
Theoretical part of that comparison will be started in sub-sections 5.2.3 and 5.3.1 and finalised in section 6.2.
This analysis is based on the comparison of the position of change of the switching sequence. The second part
represents the comparison of the obtained waveforms by different carrier-based and space vector modulation
strategies and is given in Chapter 6 in sections 6.3 and 6.4. The comparison of space vector and carrier-based
PWM methods is important, since it reveals similarities and differences, thus enabling the selection of the best
technique for a given application. Choice of the PD-PWM is good for comparison with the space vector
strategies for NPC topology and has already been used in three-phase case related comparisons in [Wang (2002),
93
Chapter 5 Multilevel multiphase carrier-based PWM
2 I I1\ 11" II
1\ II
1\II
1\ ~8 II
1\ II
1\V
I I
1211 T
I lJ!l212!:>11 I
o
a.
u,
u,
o 1
.. I 1.1 .. I I •
l
r1l
f11
2 2~ITI~1
I~O 0 olo~:;I
b.
Fig. 5.2: Choice ofCBPWM that is suitable for comparison with SVPWM techniques: a. PD-PWM. b. POD and
APOD for three-level case.
McGrath et al. (2003)]. Superiority of the PD-PWM, compared to the other modulation strategies, in terms of
produced phase voltage spectrum, has been shown in [Carrara et at. (1992)]. However, the actual reason why
PD-PWM is the most suitable for comparison with SVPWM is the following. During the construction of the
space vector sequence it is normally assumed that each leg increases (decreases) its level during the first half-
period of the switching period T; and then each leg decreases (increases) its level in the second half-period. For
the same reasons as for the carrier-based strategies, increase and decrease are usually for one level. Let us now
consider the mentioned multilevel carrier dispositions PD, POD, and APOD. It is enough to look at the three-
level case, and for the sake of clarity, only two phases (legs) are shown in Fig. 5.2. For the three-level case
APOD and POD are identical (that does not affect the generality of the example). One can see that the only
method in which all legs always change its level in the same direction (all increase or all decrease their level) in
each half-period of the switching period is PO, Fig. S.2a. Thus, this is the actual reason why PD-PWM is the
most suitable carrier-based PWM strategy for comparison with SVPWM methods for the NPC VSI topology.
This is also why only PD-PWM is analysed in this chapter.
5.2.2 REDUCTION OF PD-PWM TO A SINGLE-CARRIER PWM
Let us introduce notation for the carriers. If the carrier is in the range 0 to 1, it will be denoted as
Carrier 0, if it is in between 1 and 2, it is the Carrier 1, etc. In a general case there are 1-1 level-shifted carriers.
Note that, in this notation, digital value of the leg output UiEC is equal to the carrier number, while uiEc is
greater by one:
dn C . No
U LEG = a rner
u'li:G = Carrier'" + 1
(5.3)
Substi tuting (5.3) into averaging equation (5.2), taking into account that T,« Tup+Tdn (Fig. 5.1), and after
dividing both sides of the equation with T; one gets:
No Tup •
Carrier 0 + - = uLEC (kT.)
T,.
(5.4)
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From this equation TlIp, which in the chosen solution should be symmetrically applied in the middle of the
switching period, can be easily expressed. It should be noted that moving Carriel'° value to the right-hand side
of (5.4) corresponds to shifting of all the voltage levels to the lowest level, i.e. multilevel (multicarrier) system is
reduced to a two-level system. Also, if all carriers are in phase, as in PD-PWM, then all of them will overlap in
the reduced two-level system, and hence can be replaced by a single carrier. The difference u~EdkTs)-CarrierNo
is denoted with u~EG(kTs)' and it represents the normalised value of the discretised reference leg voltage moved
to the lowest carrier band (this value is in the range 0 to 1). Normalised value of Tup time can then be given with:
s: TlIP • (k ) C . No _. (kT)Ullp =T = UI£C 1', - arner = ul£C s
s
(5.5)
Explained reduction of the three-level PD-PWM system of Fig. 5.1 to the two-level system with a single-
carrier is shown in Fig. 5.3. It can be seen that this reduction is general and can be applied to any number of
levels and any number of phases. After comparison with the single-carrier in Carrier 0 band, produced square-
wave output U~EG[t], when increased for the corresponding Carriel'° value, represents normalised output leg
voltage uLEdt].
Previous explanation of the reduction of the PD carrier-based modulation to the single-carrier band was
graphical. This principle has been explained in a simple manner, mathematically, in [McGrath et al. (2003)].
Hence, introduced notation will be adapted from graphical to numerical interpretation. For example, Carriel'° in
numerical interpretation represents integer value of the normalised discrete value of U~EG(kTs), and can be
denoted as U~EC.int (kTs). Also, the value of u~EcCkTs) represents fractional part of the numerical value of
U~EC(kTs), and can be denoted as u~Ec./(kTs). Integer part can be found using integer or floor function that rounds
to the first integer value toward minus infinity, while fractional part can be obtained using modulus function
(modtx.Ij), or by subtraction of the integer part from the sampled value:
u~c./(kT,.) = u~G (kT.) -Lu~G (kT.)J
= u~G (kT.) -U~G.int (kT.)
= mod(u~G(kT.), 1)
(5.6)
Using new notation, equation (5.5) can be rewritten as:
s; = ; = U'u:c (kT,) - U'u:c. int (kT,) = u 'u:C.f (kTJ
s
(5.7)
v,:" [V] 500
Carrier 1 band is slid into CarrierO band
..(J..
(I) (1I;",,(kT.))
... .. ..~...Ui'" I .... ~ ... ... ~ ... , ... r- ... ... :- ..... 1"" Carrier 1. ... ...r: l- I-.. .. .. . .
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T, Discretisation Time [ms]
Fig. 5.3: Reduction of the three-level PD-PWM to the two-level system in time domain.
Dashed line is for signals from Carrier 1 band.
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range
0- v:".
Carrier 0
Fig. 5.4: Example of realisation of the multilevel carrier-based PD-PWM using only one carrier.
Equation (5.6) represents mathematical definition of reduction of a multicarrier system to the common
carrier band. For production of final outputs, fractional part of the desired leg voltages should be compared with
the single carrier. Produced ULEG,f[t] must be further increased for the corresponding integer value U;EG, int (kTs)
to get the final leg output in normalised form, uLEdt). Block diagram of this process (that can be directly
implemented in Simulink) is shown in Fig. 5.4 (note that, according to (5.6), different realisations are possible).
Note also that this principle of reduction of the multicarrier to single-carrier system, with all carriers in phase, is
universal, and is applicable for any shape of the reference leg voltages.
5.2.3 CHANGING OF SWITCHING SEQUENCE IN TIME DOMAIN
Consider now one segment that contains more than one reference signal (Fig.5.5). Assume that the
segment is in the Carrier ° zone. If PD carrier disposition is considered, generalisation is not lost in this way,
since every level can be translated into any other. Assume that there are only two reference voltages, u:,j(kTs)
and u;,f(kTs)' If u:,j(kTs»u;,j(kTs), then applied switching states (switching sequence) are: 00, 10, 11, 10, 00
(Fig. 5.5a). Explained symmetry and increase of the level in the first switching half-period should be noted. If
voltage u:,f(kTs) has decreasing tendency, and u;,f(kT,) is increasing in time, after the crossover of the two
signals the switching sequence will be changed. One switching period when u;,J(kTs»u:,J(kTs) is shown in
Fig. 5.5b. New switching sequence is: 00,01,11,01,00. From this example it is clear that change of the applied
sequence appears when reference voltages change the order in the Carrier 0 band. In other words, in a multilevel
system with carriers in phase, change of the switching sequence appears when two fractional parts change their
It,,)t]
u",l t]
UM<X.r[ t]
u,,;,,)t]
, ,
'" bM ...I-- r\ b.1 ·
\. s-. ··....£ IN
r\1/I-
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0 0 I I
~ ... ~, ... io;:-~ ...
0, 0,
°
~
s II
1
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Fig. 5.5: Graphical explanation of: a. and b. change of applied switching sequence, c. switching sequence
application time calculation in a general case.
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positions. This conclusion will be very important for comparison of carrier-based and space vector modulation
techniques.
It is also clear that only the half of the switching period can be considered. Times of application are
always defined by (5.7) for each leg. For each switching state dwell times can be easily determined as follows. If
TuJT. of u~,f(kTs) and u;,f(kTs) are denoted with C>Aand C>B(normalised values), then C>,.=(I-oA)/2, C>2.=(OA-
oB)/2, C>3.=C>BI2 and C>'b=(I-oB)/2, C>2b=(c>rc5A)/2, C>3b=c>A/2 (Fig. 5.5a and Fig. 5.5b). Since U~,f(kTs) and u;,f(kTs)
have changed places, C>Aand C>Bhave changed their positions too in the equations for time calculations. For the
general case of an n-phase system, Carrier 0 zone and calculation of the switching state application times are
shown in Fig. 5.5c (only the first switching half-period is shown). If leg voltages are re-ordered from the one
with maximum fractional part value in that switching period to the one with the minimum value, normalised
times of switching state applications are given with:
where i,I e(2.n) (5.8)
Substitution of(5.7) into (5.8) enables rewriting of(5.8) as a function of the voltages:
where i.I e(2.n) (5.9)
Let us now consider in more detail the fact that the change of order of the fractional parts of reference leg
voltages produces change of the switching sequence in a five-phase three-level case. At first, the signals will be
observed in a full range without reduction to the single-carrier band. Intersection of the references implies
intersection of their fractional parts, so it causes the change of the switching sequence (as in Fig. 5.5a and
Fig. 5.5b). In the five-phase case, this produces 10 basic sectors, as shown in Fig. 5.6. Also, as a consequence of
the presence of more levels, change of the switching sequence happens each time when transition to another
carrier region takes place. In the time instant when reference changes its carrier region, considering it in the
lowest Carrier 0 zone, value of that reference changes from min 0 (max 1) to max 1 (min 0) value, depending on
whether it is moving to the lower or the higher carrier zone. This instantaneous jump of fractional part of a
certain leg reference, in Carrier 0 region, from 0 to 1 (i.e. 1 to 0) will automatically change position
(intersection) with regard to all the other reference fractional parts. The second rule for change of the switching
sequence will produce additional division of each sector into two half-sectors, as it is shown in Fig. 5.6.
From Fig. 5.5a and Fig. 5.5b it can be seen that start of both sequences is the same. Start of the sequence
remains the same at all times when reference leg voltages do not change their carrier zones (do not change their
integer parts, ulEG, in! (kTs». This means that in that case there is no extra transition (no extra losses) between two
switching periods. However, if any leg reference voltage transits to the upper (lower) zone the digital value of
that leg will increase (decrease) for I, and the first switching state of the next switching period sequence will be
different. That means that transition from one to the other carrier band produces extra switching in the leg in
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Changeof the switching
sequencecausedby:
o crossingof the signals
(no change of the starting switching state)
• changeof the carrier band
2rr. (change of the starting switching state)
Fig. 5.6: Basic partitioning into sub-sectors, present for any value of the modulation index,
for the three-level five-phase case.
which transition has occurred. Positions of these transitions and additional extra switchings are highlighted in
Fig. 5.6. For example, label E-dn (E-up) means that additional switching has occurred in leg E, and that it has
decreased (increased) its level for one. After change of the carrier band all switching states in the switching
sequence will be changed.
One additional conclusion can be derived from Fig. 5.5. Say that example in Fig.5.5 is a part of a
multiphase system, and that legs A and B are the only legs that changed mutual order of their fractional parts in
transition from one to the other switching period, shown in Fig. 5.5a and Fig. 5.5b. The switching sequences
before and after will differ only in one switching state, and inside that switching state only the first
(corresponding to leg A) and the second (corresponding to leg B) state will be different. This rule can be
generalised for any other two phases which changed mutual order of fractional parts. Looking at Fig. 5.6 one can
see that two of these fractional part crossings appear for all modulation index values at the borders between
sectors. The starting switching sequence before and after remains the same, but applied sequences before and
after will differ in two switching states. Corresponding switching states will differ in positions that correspond to
the legs that intersected.
Let us now analyse references reduced to the single-carrier band and the influence of the modulation
index value on the change of the applied switching sequence. Firstly, let us try to create a graphical
interpretation. The aim is to show when additional intersections of the fractional parts appear in Carrier 0 region,
with increasing modulation index. One such process is shown through the twelve pictures in Fig. 5.7 for step-by-
step increa e of the modulation index, m, for the three-level five-phase example. For better visibility it is
assumed that the signals are continuous, i.e. switching frequency is infinite. Also, because of symmetry, only the
first two sectors from Fig. 5.6 are shown.
Modulation index is defined in Chapter 3, equation (3.21). Here it is also given using the normalised
values (3.1):
v' U·
m=--=---
Vdc/2 (1-1)/2
(5.10)
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Desired phase voltage is sinusoidal with amplitude V·. From (5.10) it is clear that the maximum value of the
modulation index for symmetrical sinusoidal system, without any harmonic injection, is 1.
Characteristic modulation indices when new switching sequence sets appear are shown in Fig. 5.7b, d, f, h
and j (captions of these figures are underlined). The other figures are for indices in between these values. It is
very important to find the exact position of the fractional part intersections as a function ofthe modulation index.
These intersection points are labelled in Fig. 5.7 with vertical lines and these vertical lines represent points where
new switching sequence takes place. With increase of the modulation index, new vertical lines appear and some
disappear, i.e. some new switching sequences appear and some old ones are not in use any more. For example, as
modulation index increases from 0 value, the first change of the applied switching sequence appears when
yellow, v~,f(kTs}, trace touches green, v~,f(kTs}, and red, v;,f(kTs), line (Fig. 5.7b). Note that these two
intersections happen in different instants of time, but for the same value of the modulation index. The
intersection conditions are:
D-A: V;.r(tl)=V:.r(t1}
D-B: V~.f(t2}=V;,f(t2}
(5.11)
Equations for all these curves are given at the bottom of the Fig. 5.7. Additional numbers in the sub-script
represent half-sectors where that equation is valid. Substituting these values into (5.11) one gets:
D-A: V .cos(ox1 -3a)+ Vd:12 = V ·cos(ox1)
D-B: V 'cos(ox2 -3a)+ Vd:12 = V .cos(ox2 -a)
(5.12)
After dividing (5.12) by Vd!2, using (5.10), and expressing modulation index rn, one gets that correlation
between time and modulation index for D-A and D-B curve crossing is determined by:
D - A: m = 1I(cos(ox1) - cos(ox1 - 3a»
D - B : m == 1/(cos(ax2 - a) - cos(ox2 - 3a»
(5.13)
Equation (5.13) contains two equations that must be solved separately. It can be seen form Fig. 5.7c that,
for example, curves D and A have two crossing points (denoted with vertical gray lines), i.e. equation (5.13) for
D-A has a double solution. Modulation index value shown in Fig. 5.7b represents the specific case when solution
is singular (both solutions are the same). In that point the derivative of both crossing curves will be the same.
Equating derivatives of D and A one gets: rotl=7r/IO+int'7r, and for D and B rot2=37r/1O+int'7r,where int is an
integer number. Since equations shown in Fig. 5.7 are valid only for the shown range 0'9»t<27r/5, cot, and rol2are
uniquely determined. Putting these values back into (5.13), the same value of the modulation index rn=0.S2S7 is
obtained from both equations, D-A and D-B. This case is shown in Fig. S.7b.
Because of the symmetry between half-sectors 1 and 4, and 2 and 3, it is enough to analyse only half-
sectors I and 2, i.e. sector 1 (0~t<27r/10, or, in general case 0'9»I<a/2). Further on, intersection of other
fractional parts of desired leg voltages can be written in a similar way as in (5.13), and other relevant modulation
indices in Fig. 5.7 can be calculated.
In a general case, if an n-phase system is considered, the desired r and jh sinusoidal leg voltages can be
described according to (5.1), as:
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Fig. 5.7: Changes of the applied switching sequence according to the modulation index for the first 1/5 of the
output period of the five-phase three-level inverter leg reference signals. Each vertical line denotes application of
a new switching sequence. Dashed lines are for signals transferred downwards from Carrier Iband.
v; = V· cos(W( - (I-I)·a) + Vdc12
v~ = V . cos(W( - (J -1)· a) + Vdc12
I,J E[l, ...,n] (5.14)
After normalisation (3.1) and application of the definition of the modulation index value (5.10), (5.14) becomes:
· I-I ) )uj =---(m·cos(mt-(I-l)·a +12
u~ =1-l(m.cos(ml-(J-I).a)+I)
2
I,J E[l, ...,n] (5.15)
For the determination of the change of the switching sequence, the fractional part should be considered.
So, expressing each of the desired leg voltages as U:EcFU~EG, int+u~EG,jyields:
• /-1 •
Uj J. = --_. (m· cos(mt - (J - 1)·a) + I)- u j int, 2 '
• I-I •u = - . (m . cos(ml - (J -I) .a) + 1)- uJ .J.j 2 .mt
L.J E [1, ... ,n] (5.16)
Equating equations in (5.16) and expressing m, it is found that the intersection of traces J and J, i.e. the
instant of change of the applied sequence, is determined in the general case with:
2 u; int (I) - u~inJt)
mu (I) =---. "
/-1 cos(UJt- (I -1) ·a)-cos(UJt - (J -1)· a)
1,1E[l, ... ,n] (5.17)
It is emphasised in (5.17) that variables are time dependent, but one should be also aware that variables are
sampled, so they take discrete values at kl', instants of time. Equation (5.17) is universal, but has to be solved
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from case to case, since the integer part changes. For the three-level case situation is somewhat simpler because
integer part is constant during the half-periods of the signal. For the five-level case, for example, instants when
reference crosses from Carrier 0 to Carrier I i.e. from Carrier 2 to Carrier 3 band and thus changes integer
value, is dependent on the modulation index; hence application of (5.17) is not straightforward for manual
calculation. Because of the symmetry, it is enough to analyse only the range OSsoI<a/2. As an example of using
(5.17), which is easy for manual calculation in the three-level case, let us calculate the position of VD and VE
intersection in Fig. 5.7 (yellow and violet trace, respectively). Equation (5.17) becomes:
2 U~.int (t) _ U~.int (t)mED (I) = -- . -_....::.:::.::...:.._ _..::..:=.. _
3 -1 cos(ux _ 4a) _ cos(ux _ 3a)
(5.18)
Desired leg voltage u~ changes integer part, i.e. Carrier" value, between the Isi and the 2nd half-sectors. So its
integer value changes from 1 to 0 (here also a change of the applied sequence appears, and start of the sequence
is changed). Equation (5.18) should be considered separately in these two half-sectors 1 and 2. Intersection for
each half-sector is determined with:
a)
1-0
m ED 1 (I) = -co-s-(w-t---4-a-)---c-O-S(-WI---3-a-)
O-O
mED 2 (I) = -co-s-(w-t---4-a-)---c-o-s(-(tJ/---3-a-)
(5.19)
b)
As can be seen from (5.19), in the second half-sector intersection is obtained for 0 modulation index at all
times. This is also clear from Fig. 5.7; for zero voltage amplitude (m=O) yellow (u~) and violet (u;) line will
overlap each other in the second half-sector. However, zero voltage reference amplitude is not of interest. In the
first half-sector movement of the intersection ofu~ with u; (Fig. 5.7j, k, 1) is defined with (5.19), and has the
same form as (5.13) that describes intersections ofu; with u~and u; in the first sector.
Fig. 5.7 and equation (5.17) reveal some similarities between carrier-based and space vector modulation
techniques. Namely, in (5.17) time dependence can be directly replaced with dependence on the angle 8=wl, so
that (5.17) can be expressed as:
2 U;.int(O)-U~.int(O) I J [1 ]m/J(O) =_. , E , ... ,n
/-I cos(O-(I -1)·a)-cos(O-(J -I)·a)
(5.20)
Thus (5.20) represents an equation in time domain (8=w/) that shows when the change of the switching sequence
takes place (fractional parts change mutual order). This equation is expressed as m({}), so in accordance with
space vector approach, if m-e" is plotted it will represent position in the a-fJ plane where change of the switching
sequence takes place. In space vector terminology of Chapter 4, this represents the sub-sector borders.
If(5.20) is applied to all pairs of reference leg voltages u;,u~for one period of the normalised sinusoidal
reference voltages (5.1), and if position of m·i(J is plotted in the a-fJ plane, division of the sectors into sub-sectors
can be obtained. One such division for the five-phase three-level case with in-phase carriers is shown in Fig. 5.8.
This figure is obtained by Matlab script that in incremental steps changes angle () and modulation index m. Every
time when condition that fractional parts of any two reference leg voltages are the same is satisfied, the
programme plots a dot at m·i(J· VtJJ2 position. Modulation index was set to change in incremental steps from zero
to 1.2, thus a part of the overmodulation region is also covered. For better clarity, the figure from Matlab has
been re-plotted using a specialist's drawing software. The figure looks complicated, but it contains a lot of data.
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Fig. 5.8: Change of the switching sequence, determined by intersection of the two fractional parts in time
domain, mapped into the a-B plane for pure sinusoidal references.
With thick lines intersections of the fractional part of the particular leg (determined by colour of the line) with all
the other reference fractional parts are determined. In other words, these points represent the change of the
carrier zone. There are three thick lines of the same colour that are in parallel. The line that is crossing the origin
is when the reference changes from Carrier 0 to Carrier I band, while the other two are when the reference
moves out of the linear PWM region, going into overmodulation. As already explained, at these positions change
of the starting switching state appears and that governs where additional switchings appear. If only linear
modulation region is analysed, this appears at (2k-1 )-n/J 0, where k is an integer number. Thus position () when
this appears directly corresponds to the values in Fig. 5.6.
Position m«())=m·df)· Vd)2 when two reference leg voltage fractional pars intersect is denoted with two-
colour lines. Hence, position of mAB«() for example is shown with green-red line according to the assumed
colour code. One can see that at brlS, where k is an integer number, two switching states are changing in a
sequence, i.e. two intersections take place. For example, at ()=7T:/S both fractional parts of the reference leg
voltages A and B (green-red) and C and E (blue-violet line in Fig. 5.8) intersect. This corresponds to the
intersection of the mentioned reference leg voltages in Fig. 5.6 for the same angle.
This analysis reveals similarity between space vectors and carrier-based approach. amely, one can see
that division of the sector into sub-sectors for modified five-phase three-level algorithm of 4.2.7 (Fig. 4.17), is
almost identical as the one shown in Fig. 5.8. The only difference is in the maximum modulation index range
that in Fig. 5.8 is limited to 1, while in Fig. 4.17, it is extended to 1.0515. This will be overcome by min-max
injection, as explained in the following section.
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5.3 SINUSOIDAL REFERENCES WITH MIN-MAX INJECTION
All previous explanations are general, and, for the sake of simplicity and requirements of real-world
applications, they were given for symmetrical sinusoidal reference signals. Another very useful and commonly
used signal shape for leg voltages is sinusoidal signal with min-max injection. It has a universal validity, in a
sense that it does not depend on either the number of phases or on the shape of the modulating signals [Levi et al.
(2008)]. It actually comes as a logical solution to the problem of centring signals within dc-bus rails in each
instant of time. Illustration of the centring for one switching period T, of the reference leg voltages for the five-
phase three-level inverter is shown in Fig. 5.9. In terms of the desired leg voltages, since they should be centred
around Vdc/2, this injection can be expressed as:
v~ +v~ Vdc
v .. =- +-
~ 2 2
(5.21)
where V~JN and v~x stand for the minimum and maximum value, respectively, of the reference leg voltages
(Fig. 5.9a). With this injection the linear modulation index range is extended to the maximum value for any
number of phases, since desired leg voltages are always centred in between 0 and Vdc (Fig. 5.9b).
Equation (5.21) is usually expressed in terms of the phase voltages, and in that case it has the form:
. .
Vmin + Vmaxv .. =-
"'1 2
(5.22)
where V:in and v:ax stand for the instantaneous minimum and maximum reference phase voltages, respectively.
In this case, the signals are centred around 0, but the value of the injection Vinj is the same as in (5.21).
In the case of symmetrical sinusoidal references this injection is of the triangular shape at n times output
frequency. This triangular signal represents injection of harmonics with frequencies equal to the odd multiples of
n times fundamental frequency. Hence, min-max injection is in literature sometimes called triangular signal
injection. Also, a commonly considered injection in the literature is the one that takes only the fundamental
component of the triangular signal, so it represents sinusoidal nih harmonic injection. One example, for the five-
phase case with min-max injection, is shown in Fig. 5.10. With min-max injection the maximum modulation
index in the five-phase system in the linear PWM region is increased to its maximum value of 1.0515.
5.3.1 CHANGE OF THE SWITCHING SEQUENCE
Rule which governs the change of the switching sequence when two fractional parts of the reference leg
V" ----- (2)
(I)
!inj,
!0 0 (0)
a. b.
Fig. 5.9: Centring of the desired leg voltage signals: a. sampled signals (not centred), b. with min-max injection,
centred signals between dc-bus rails. One switching period (Ts) is shown.
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Fig. 5.10: Symmetrical sinusoidal leg voltage references with min-max injection,
voltages are intersecting (Fig.5.5a and Fig. 5.5b) is general, and it will now be analysed using sinusoidal
references with min-max injection. Another principle, for determination of the switching state dwell times from
sorted fractional parts of the reference leg voltages (i.e, from the common carrier band), is also general. This rule
is expressed in Fig. S.Sc and equation (5.9). For the sake of explanation, the effect of change of the switching
sequence will be here shown for the three-level five-phase case with symmetrical sinusoidal references and min-
max injection, Fig. 5.10.
It can be seen from Fig. 5.10 that min-max injection in the five-phase three-level case does not change
integer part of the desired leg voltages until m=l, which represents linear modulation index range for pure
sinusoidal references. That means that in this region only the fractional parts are changed, i.e., considering
Fig. S.Sc, a constant value injection is added to all signals. As there is no change of the integer part, this injection
does not move any of the signals out of the range 0 to I. In that way only the values of <51 and <5n+1 will be
changed and the difference will be for the normalised value of the injection. Also, if <51 is increased, c)n+t will be
decreased for the same value and vice versa. Times of application for all the other voltages remain the same
since injected signals cancel each other in expressions for c)i (5.9). The sum of times of application remains equal
to the switching period T; So, in the three-level five-phase case, min-max injection only changes the times of
application of the first and of the (n+ lyh switching state. There is no change of the integer-part values, and no
change of the order of the fractional parts, so the switching sequences remain the same. For the modulation index
values from 1 to 1.5015, the integer parts remains the same as for m=1, so the order of the fractional parts and
the sequence in use will be the same.
It can be seen that the basic sector and half-sector sub-division remains the same as in Fig, 5.6, as it is
shown in Fig, 5.10. Let us analyse now influence of the change of the modulation index value on the change of
the switching sequences if PD is used. Considering again desired leg voltages v; and v~, they will differ from
values in equations (5.14) only for a constant value. As final equation (5.17) results after equating of equations
for v; and for v;, this injection will be cancelled. Since integer part is unchanged, equation (5.17), i.e. (5.20),
remains valid. That means that the change of the switching sequence appears in the same instants of time, and for
the same modulation index values as for the pure sinusoidal references. The only difference is in the value of the
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m=1.05l5
Fig. 5.11: Change of the applied switching sequence for the maximum modulation index for the first 115of the
output period of the five-phase three-level inverter with references consisting of sums of sinusoidal signals and
min-max injection.
maximum modulation index that is now increased by 5.15% for the five-phase case. The graphical
representation, similar to those in Fig. 5.7, is given in Fig. 5.11, for the maximum modulation index value. All
the other modulation index values for which change in the switching sequence takes place remain as in Fig. 5.7.
As in a previous section where no injection was present, mIi.JJ) dependence can be obtained. As
explained, equation (5.20) remains valid, but the time dependence of integer parts of the reference leg voltages
will be changed for modulation indices greater than one. This has as a consequence that representation of the
change of the switching sequences from time domain in the a-/J plane, for sinusoidal references with min-max
injection, for the five-phase three-level case, will be different from those shown in Fig. 5.8, but only regarding
the lines that were governing maximum modulation index value. Plot of the m·eo. Vdci2 values, for all pairs of the
reference leg voltages u;, u;, for one period of the normalised sinusoidal references with min-max injection, is
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Fig. 5.12: Change of the switching sequence, governed by the intersection of the two fractional parts in time
domain, mapped into the a-B plane for sinusoidal references with min-max injection.
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shown in Fig. 5.12. Now, similarity with space vector division of the a-p plane into sub-sectors for the modified
algorithm, Fig. 4.17, is much more pronounced, than it was without any injection, Fig. 5.8. Obviously, min-min
max injection has increased the maximum modulation index value. From Fig. 5.11 one can see that for the
maximum modulation index of 1.0515 two references simultaneously touch upper and lower dc-bus, i.e. when
reduced to the single carrier band these two references simultaneously touch 0 and 1. For example, at instant
nllO reference A fractional part (u~" green line) reaches 1, while reference D (u;" yellow line) touches O. For
0=3nli0 this is the case for references Band D (red and yellow line). This simultaneous change of the carrier
zone for two references is also obvious in Fig. 5.12, where for angle of O=n'110and m=1.0S15 one can see that
there exist two thick lines, green and yellow, while for 3nllO changes of the carrier zone happen simultaneously
in legs Band D, red and yellow lines.
5.3.2 DOUBLE MIN-MAX INJECTION
This type of injection was for the first time introduced by [Lee et a1. (2000)]. Later on, it was used by
[McGrath et al. (2003)] where the aim was to generate the injection that produces the same output as the
optimized space vector algorithm of [Celanovic and Boroyevich (2001)], which is widely accepted as the
reference three-phase multilevel space vector algorithm. Optimisation of the choice of the switching sequences
to minimise the number of transitions, and optimisation for space vector positions within a switching period, that
is based on the flux trajectory concept, are included in the algorithm. It is shown that for the three-phase case the
optimal space vector algorithm that leads to the minimum flux distortion is the one in which the total time of
application of the redundant switching states is equally shared between two states.
In order to increase the modulation index range the reference signals must already contain min-max
injection (5.21), which will be called here inj.. Equal sharing of redundant switching states (for optimisation of
the flux trajectory), in time domain, means that dwell times dl and dn+1 are equal in (5.9). Graphically,
considering Fig. 5.5c, that means that the distance from u~AX.J(kT.) to 1 is the same as the distance from 0 to
u~IN,f(kTs), or, in other words, that fractional parts of the signals are centred in 0 to 1 zone (the lowest carrier
band). Centring of signals can be done again with min-max injection, but now signals should be centred around
0.5 value (i.e. around 0.5· V*,(/-1) in non-normalised form). So, min-max equation from (5.21), in normalised
form, for the second centring becomes:
_ U~NJ+U~XJ +05
Uit; - 2 . (5.23)
This injection will be denoted as inh.
Finally, construction of the injection proposed in [McGrath et al. (2003)] represents sum of two min-max
injections (inj, and inh) applied to the reference leg voltages, where the second injection is constructed after all
reference signals (that already include the first min-max injection) are shifted to the common carrier band.
Graphical interpretation of the double injection is shown in Fig. 5.13. It is very similar to the one in
Fig. 5.9, for the single min-max injection (the first centring, Fig. 5.13a and Fig. 5.l3b), but it also explains the
additional two steps. Moving of all the reference signals (with one min-max injection) to the common carrier
band is shown in Fig. 5.13c, and leg reference signals after double centring are shown in Fig. 5.l3d. Note that
the second centring does not change modulation index range, so that with double injection the same maximum
modulation index can be obtained.
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Fig. 5.13: Construction of the double min-max injection (n=5, 1=3): a. sampled signals (not centred), b. signals
centred between dc-bus rails, c. signals referred to the common carrier band, d. centred signals within the
common carrier band. One switching period (Ts) is shown.
It can be seen that the double min-max injection is universal. It can be constructed and applied to any
shape of the reference signals, and it is also independent of the number of phases and the number of levels. There
is no evidence that this technique has ever before been applied to multiphase systems. At the moment, it is
beyond the scope to investigate whether optimal values in the three-phase case remain optimal when the same
type of injection is constructed and applied in a multiphase case, and this represents one of the directions for
future work.
One can see that the second injection does not change mutual order of the fractional parts of the reference
leg voltages that was set by the first min-max injection, Fig. S.13c and Fig. S.13d. Also, it is applied inside the
common carrier band, so it does not change the carrier zone, i.e. integer values of the references. This has as a
consequence that switching sequences and points when new sequences appear for the sinusoidal references with
the single and with double min-max injection are the same. The only thing that is changed is application time of
the first and of the last switching state that is equalised by the second injection, as already explained. Thus
Fig. 5.12 is also valid for the sinusoidal references with the double min-max injection. This injection is the most
suitable for comparison of carrier-based modulation strategies with the space vectors algorithms. The division of
the a-B plane is identical as for the modified five-phase three-level space vector algorithm in 4.2.7, Fig. 4.17.
Furthermore, equal application time of the first and the last switching state, i.e. redundant switching states, is a
typical assumption for the space vector algorithms. Eventually, in Chapter 6, it will be shown that these two
modulation strategies lead to identical performance.
5.4 SUMMARY
In this chapter some characteristics of the level-shifted disposition with in-phase triangular carrier signals,
for multilevel multiphase VSIs, were analysed. In-phase disposition of carriers was selected for easier
comparison with the space vector techniques. It is explained that multicarrier PD-PWM can be reduced in the
simple manner to the single-carrier case, using simple modulus function. The primary purpose of the min-max
injection, centring of signals between dc-bus rails, is explained. One more type, double min-max injection, that
equalises times of applications of the redundant switching states in the sequence, is also given. Very important
part of this chapter represents investigation of the switching sequences in the time domain and analysis when a
new sequence appears. This analysis is given for pure sinusoidal references and for sinusoidal references with
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single and with double min-max injection. The position of appearance of the new switching sequence is a
function of m(B) and its representation in the a.-p plane is given for all three cases. Similarity with the space
vector algorithms is highlighted.
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COMPARISON OF ANALYSED MODULATION STRATEGIES
6.1 INTRODUCTION
In this chapter a comparison of the space vector and carrier-based modulation strategies from previous
two chapters will be done. Two configurations are considered: five-phase three-level and seven-phase three-level
topology. In both configurations neutral-point clamped, NPC, inverter was used for the experimental
verification, and in both cases the load was symmetrical and star-connected. For the five-phase case experiments
induction machine was used, while for seven-phase case R-L was utilised. Five algorithms from the previous
two chapters were analysed for both topologies. From Chapter 5 three carrier-based modulation strategies using
disposition with in-phase carriers are used: with pure sinusoidal references, with min-max injection and with
double min-max injection. These strategies will be denoted here as CBPWMO, CBPWMI and CBPWM2,
respectively. Analysed space vector strategies are the original and modified algorithm from Chapter 4, and will
be denoted as SVPWMI and SVPWM2.
As already mentioned before, comparison of the space vector and carrier-based techniques is very
important. Due to the simplicity for implementation, carrier-based techniques are used much more in practice.
The equivalence of performance of these two techniques has been shown for the three-phase two-level case
[Holmes (1992)], and later on, it was confirmed for some three-phase three-level and multilevel cases [Wang
(2002), McGrath et al. (2003)]. Such a proof is also available for the multiphase two-level case [Dujic et al.
(2009)]. The missing part is the analysis of a general multilevel multiphase case; hence, some comparisons and
first steps in this direction are given in this chapter.
The chapter contains the following sections. In section 6.2 a theoretical comparison of the space vector
and carrier-based modulation strategies is given. Further, in 6.3 and 6.4 the comparison is underpinned by
experimental results for the five- and seven-phase three-level cases. The content of this chapter, based on
experimental results, has been published in [Bodo et al. (2012), Dordevic et al. (2013a), Dordevic et al. (2013b)].
6.2 THEORETICAL COMPARISON OF ANALYSED STRATEGIES
Comparison between carrier-based and space vector modulation strategies can be done in two directions.
The first direction is how to produce space vector modulation strategy using a carrier-based algorithm, and the
second is how to obtain a carrier-based method using space vectors. The first direction is more important since
the carrier-based strategy is easier for practical implementation. The analysis will be given here based on the
considered CBPWM and SVPWM strategies that are aimed for sinusoidal output phase voltage. The most of the
attention will be paid to the comparison of the applied switching sequences with carrier-based and with space
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vector strategies and on division of the sectors into sub-sectors, i.e. regions of applications where these
sequences should be applied.
There is not any general multilevel multiphase space vector modulation strategy that is based on VSD, but
there are some general rules that are commonly in use with SVPWM techniques, and that were used in the
analysed modulation strategies inChapter 4. As explained, there are common assumptions that every leg changes
its level for one level-up in the first half of the switching period, and symmetrically for one level-down in the
second half of Ts- Also, time of application of the redundant switching states is usually equally shared.
If the desired output is sinusoidal, then the reference projection into the a-p plane is a circle, and in the
x-y planes it must be zero. As explained, projection onto O-axis can be arbitrary because it is not considered by
the space vector algorithms. According to the mapping of the harmonics, 3.4.2, one can see that only multiples of
the n-th harmonics are mapped onto the O-axis. These harmonics in time domain are the only ones that can be
injected into the sinusoidal set of the references without affecting the sinusoidal shape of the output phase
voltages. Multiples of the n-th harmonics injection will keep the symmetry of the reference leg voltages and
actually will appear as the CMV. That means that for obtaining the space vector modulation by a carrier-based
modulation strategy only the injection has to be varied.
Space vector implementation of the carrier-based algorithms with in-phase carriers can be easily done in
the following way. According to the explanations in 5.2.2 and 5.2.3, one can see that the applied switching
sequences can be obtained in a straightforward manner from the time domain using a single-carrier band in a
way as it was done in Fig. 5.5a and Fig. 5.5b and with adding the integer part on it. Then, from the applied
switching states, space vector projections can be obtained using some of the equations from (3.30) to (3.32), and
times of application can be calculated using (3.51). Because the time division for the redundant space vector is
not necessarily equal for every carrier-based algorithm, (5.9) and Fig.5.5c have to be used as well in the
calculation of the application times. Equal time of application of the redundant switching states will exist if the
centring inside the common carrier band exists. It is obvious that there are a few different switching sequences
that have to be applied during the period of the fundamental. Also, if modulation index increases, different
sequences have to be applied. The process for division of the a-p plane into sub-sectors when different switching
sequences have to be applied is explained for the three mentioned carrier-based modulation strategies in Chapter
5, and it is general. Final division for the analysed strategies was given in Fig. 5.8 for CBPWMO and in Fig. 5.12
for CBPWMI and CBPWM2. Now, for each sub-sector, switching states, and thus space vectors, can be read
from the time domain and saved. Again, as explained for the other space vector algorithms, only the first sector
(or the first sector-pair) can be analysed, and all the other general methods for implementation, used in Chapter
4, can be applied.
Let us now compare applied switching sequences for the analysed carrier-based modulation techniques
with single and with double min-max injection for the five-phase three-level case with switching sequences used
for the modified space vector algorithm of 4.2.7. For obtaining switching sequences for the carrier-based
modulation Fig. 5.7 can be used. It is valid up to the modulation index of 1, because it is given for pure
sinusoidal references. If Fig. 5.7 were to be drawn for sinusoidal references with min-max injection, it would
increase the maximum modulation index value to the maximal one, and the order of the fractional parts would
remain the same. This is because min-max injection in the three-level case does not change the integer part
(change of the carrier zone) and it only moves all the reference fractional parts for the same value. The second
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injection does not change the order of the references inside the single carrier zone, i.e. it does not change applied
sequences. Hence Fig. 5.7 can be used for analysis of the applied switching states for all three analysed carrier-
based strategies up to m=1. This is also clear from Fig. 5.8 and Fig. 5.12, because the change of the switching
states appears for the same values of m and () and figures are identical for m<1. From Fig. 5.7a and Fig. 5.7b one
can see that the order of the fractional parts of the references in the first half sector, the first 18°, is: U~.fi U;.fi
U~.fiU~.fiu;,f(blue, yellow, green, red, violet) from top to bottom. According to Fig. 5.5c one can say that leg C
will be the first to increase its level by one, then leg D etc. in the first half of Ts- For obtaining the starting
switching state integer values of the references are important. They can be read directly from Fig. 5.6 or
Fig. 5.10 and the result is: 11001 (u~, u~ and u; are in Carrier 1 zone, while u~, u; are in Carrier 0 band). Then,
as the U~.f is the largest fractional part it will change the state first, and the next switching state in the sequence
will be 11101 (changed leg is shown in bold), then the leg with the second largest fractional part U;.f will
increase its level for one, so the switching state will be 11111, then leg A will change leading to 21111, then leg
E, 22111 and finally leg E, 22112. That means that the switching sequence that will be in use for all three
analysed carrier-based algorithms for the first half-sector (first 18°) and for the modulation index up to 0.5257
(shown in Fig.5.7b), will be: 11001-11101-11111-21111-22111-22112. If the legs are denoted with order
numbers 1 to 5 for legs A to E, then one simply can say that the order of the fractional parts in the first 18°, U~.fi
U;,f, U~.fi U;.fi U;.fi can be denoted as 34125, and this will correspond to the position of the leg that changes
inside the sequence. This means that the switching sequence from the starting switching state (11001) can be
constructed as: 11001-(3)-11101-(4r11111-(1)-21111-(2)-22111-(5)-22112, where numbers in brackets denote
transition in a particular leg.
Similarly in the second half-sector in Fig. 5.7a and Fig. 5.7b (from 18° to 36°), the order of the fractional
parts is: U;,f, U~,f' U;.f' U~.fiU~,f' (violet, blue, yellow, green, red) or, using numerical notation of legs, the order
is 53412, and the starting switching state is: 11000 (see Fig.5.6 or Fig.5.l0). Thus the applied switching
sequence in this zone for small m<0.5257 will be 11000-(5)-11001-(3)-11101-(4)-11111-(1)-21111-(2)-22111. By
simple comparison of these switching sequences with Adn and Aup in Table 4.5 for the modified space vector
algorithm, one can see that they are identical. This investigation can be continued further in the same manner.
However, some simplifications can be used as well. For example, when the modulation index is between 0.5257
and 0.5528, as it is for example in Fig. 5.7c, one can see that one additional change of the switching sequence in
each 18° half-sector appears. It comes from crossing of the references A and D (green and yellow line). Green-
yellow border in the first 36° for 0.5257<m<0.5528 should be also noted in Fig. 5.8 and Fig. 5.12. In the first 18°
this will produce change of the order of fractional parts from U~.fi U;.fi U~.fiU;.fi U;,fto u~,f' U~.fiU;.fi U;.fi U;.fi
i.e. in numerical notation from 31125 to 31425; D and A change the place. This will produce change of the
switching sequence from 11001-(3)-1110 1-(4)-lll11-Q)-211 11-(2)-22111-(5)-22112 to the switching sequence
11001-(3)-11101-(l)-21101-(~-21111-(2)-22111-(5)-22112. Hence the same starting switching state remains and the
only transition appears first in leg A and then in leg D. For the angle from 18° to 36°, the second half-sector in
Fig. 5.7c, one can see that sequence that was valid for the small modulation indices stays valid in the second
part, while in the first part of the half-sector fractional part of the reference A is greater than for reference D.
Considering numerical notation of the legs one can say that the fractional parts now changed order from 53142
to 53412. Hence, in the beginning of the second half-sector, the switching sequence will be 11000-(5)-11001-(3)-
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11l01-W-211 01-W-21 1l1-(2t2211 I and after crossing of fractional parts, of reference leg voltages A and D, the
switching sequence will be 11000-(5tlI00l-(3)-11l01-w-lllll-w-21111-(2)-221II.
If compared with the modified space vector algorithm, one can see that division of the sectors into sub-
sectors in Fig. 4.17 is identical as in Fig. 5.12, as already revealed in 5.3.1. Now, it is also shown that the applied
switching sequences for sub-sectors Adn and Aup are identical for the modified SVPWM and for the analysed
carrier-based techniques. Analysed case when 0.5257<m<0.5528 corresponds to the reference that starts in Adn
sub-sector, then passes through Bdn (during OO~(k18°) and then goes from Bup to Aup sub-sector (for 18°~(k36°),
Fig.4.16.
In Fig. 5.12 thick line of a particular colour will change the starting switching state by changing the state
that corresponds to the colour. For example, for Adn starting switching state is 11001, and it is separated from Aup
by the thick violet line (leg E, position 5), thus in Aup starting switching state will be 11000 (the starting
switching state cannot contain the maximum level, so the fifth leg decreased from I to 0). Also, as shown, thin
borders which contain two colours in Fig. 5.12 do not change starting switching state. Transition of the reference
through the two-colour line border, will only change in the switching sequence the place of the increase of the
legs that correspond to the line colours. For example, consider the yellow-green border that separates sub-sectors
Adn and Bdn. The switching sequence for Adn is determined with the starting switching state 11001 and by the
switching order (order offractional parts) 34125. The switching sequence for Bdn will be determined by the same
starting switching state and by the order in which legs A and D (green and yellow) change positions, 31425. Note
that in this way, starting switching sequence plus the switching order, can be alternatively used for the switching
sequences labelling. Also note that for determination of the switching sequences for alllOxl4 sub-sectors, it is
enough to know the starting switching sequence for one sub-sector, e.g. Adm in the first sector. Using the
explained changes that apply in a sequence when transition to the other sub-sector in Fig. 5.8, i.e. Fig. 5.12,
appears can be used for determination of the sequences for all the other sub-sectors. These changes are
determined by the thickness and the colour(s) of the border lines, as explained.
This section gave theoretical background for comparison of the carrier-based and space vector modulation
strategies. In what follows, the equivalence of the two mentioned strategies will be confirmed by experiments.
6.3 EXPERIMENTAL COMPARISON: FIVE-PHASE THREE-LEVEL CASE
In this section experimental results for the five modulation strategies, three carrier-based (CBPWMO,
CBPWMI, CBPWM2) and two space vector modulation strategies (SVPWMI and SVPWM2) for the five-phase
three-level VSI are compared. Experimental results for the space vector modulation strategies have been already
given in 4.2.8. Used carrier-based strategies have been analysed in Chapter 5 where only the theoretical
considerations were given, while experimental results are given here. CBPWMO strategy, with pure sinusoidal
references has been used as the reference modulation strategy.
Experimental setup for all five analysed strategies was the same, and settings have been already stated in
4.2.8. Also, some additional data regarding hardware and a photograph of the experimental setup are given in
Appendix A. However, let us recall that the five-phase induction machine with sinusoidal distribution of the
stator windings has been used, and it was supplied from the custom-built three-level NPC inverter. Some
relevant inverter parameters are: Vdc=600V, j;=2kHz, dead time 611S.Ratio VIj was kept constant. For the
algorithm implementation in real-time, dSpace system has been used.
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Fig. 6.1: Oscilloscope recording of the VLEG, Vph and iph,
at m=O.4 for a. CBPWMO, b. CBPWM I, c. CBPWM2,
d. SVPWM I, and e. SVPWM2 (M-leg voltage,
260V/div; Ch3-phase voltage, 250V/div; Ch4-phase
current, 2Ndiv; time = lOms/div).
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Fig. 6.2: Experimental results for the modulation
index m=O.4 showing phase voltage spectrum for the
analysed strategies: a. CBPWMO, b. CBPWMI,
c. CBPWM2, d. SVPWM I, and e. SVPWM2
(n=5, /=3).
Waveforms produced by the investigated modulation strategies are very similar and become even more
similar with the increase of the modulation index value. In order to highlight the differences, a small modulation
index m=O.4 has been chosen. Simulation and experimental results for this modulation index for the VPWMI
and SVPWM2 were already shown in Fig. 4.18 and Fig. 4.21, i.e. in Fig. 4.20a and Fig. 4.23a. Oscilloscope
waveforms of these two modulation strategies together with three analysed carrier-based strategies are given in
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Fig. 6.3: a. Phase voltage and b. motor current THD comparison for all five modulation strategies (simulations
and experiments), for the full linear range of the modulation index, m=O.05 to 1.05 (i.e. 1 for CBPWMO).
Fig. 6.1. Leg voltage, phase voltage, and motor current are shown. The differences in waveforms between
modulations are marginal.
Some characteristics of the strategies are more evident in the harmonic spectra, which are shown in
Fig. 6.2 for all considered strategies for the phase voltage (Fig. 6.2a to Fig. 6.2e). One can see that there are a lot
of similarities between compared modulation strategies. All strategies achieve required fundamental output
voltage with hardly any low-order harmonics in the phase voltage. The observable differences that appear in the
spectra are predominantly related to the side-bands around multiples of the switching frequency. Due to the
explained theoretical identities, one expected conclusion is that two of the methods, CBPWM2 and SVPWM2,
should show identical performance; this is obvious from Fig. 6.2c and Fig. 6.2e. This conclusion is valid for the
whole investigated linear modulation index range from 0 to 1.0515. This will be proven further by the THD
comparison. The cleanest spectra result with the CBPWMO and CBPWMI methods.
Under ideal conditions no lower order harmonics should be present in the phase voltage spectrum.
However, in the shown experimental results in Fig. 6.2 it is evident that there are some small values of the third
harmonic (at 60Hz), caused by the inverter dead time [Jones et al. (2009)] as well as a non-negligible 15th
harmonic at 300Hz (m=0.4,j=20Hz). This is a zero-sequence harmonic in a perfectly symmetrical machine and
its origin are discussed in [Bodo (2013)].
Study of the type shown in Fig. 6.2 has been conducted, using both experiments and simulations, for the
whole linear PWM region. Simulation model for the carrier-based techniques is developed in Simulink block-set
and diagram from Fig. 5.4 has been used in the realisation. The same inverter and machine PLECS block-set
models, with the same parameters, already used in simulations with SVPWMI and SVPWM2 in 4.2.8, were
used. For the CBPWMO method the linear region is up to m=I, while it is up to 1.0515 for all the other
modulation strategies. Simulations were done for the modulation index values from 0.05 up to 1.05 (i.e. 1 for
CBPWMO), with the step ofO.025, while experiments were done with the doubled step, 0.05. On the basis of the
FFT results, THD has been calculated up to 21kHz, according to (4.9).
Comparison of the simulation and experimental THD results, for all five analysed strategies, for the phase
voltage and current THDs, is given in Fig. 6.3. Note that the same curves for SVPWM I and SVPWM2 were
already given in Fig. 4.24b and Fig. 4.24d. From Fig. 6.3a it can be seen that for the given modulation index
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Fig. 6.4: Zoomed extracts from phase voltage and current spectra: experimental results for CBPWMl, m=O.4.
a. Phase voltage spectrum. b. Motor current spectrum.
range all modulation strategies produce essentially the same phase voltage THD value. Also, very good
agreement between simulation and experimental results is visible. The small difference between simulation and
experimental results for low modulation indices is believed to originate from inaccurate knowledge of the dead
time, which impacts on the results more in the low modulation index region.
Current THD analysis, illustrated in Fig. 6.3b, confirms again that the CBPWM2 and SVPWM2 yield
identical performance. Experimental results show, in general, somewhat higher current THD than simulations.
This is caused by the assumption that leakage inductances are constant and equal at all frequencies in the
simulations, which is in reality not satisfied [Jones et al. (2011 b)]. However, regardless of the differences in the
numerical values (which are, it should be stressed, rather small), the trend of all curves and their mutual position
is the same in both simulations and experiments. The noticeable difference between strategies exists for the
medium to high modulation index values; clearly, CBPWM2 and SVPWM2 can be characterised as being the
best. These two strategies equally share redundant vector application time, and in the three-phase case they were
proven as optimal according to the flux harmonic distortion [Lee et al. (2000), McGrath et al. (2003)]. The
findings reported here prove that these PWM strategies offer the lowest current THD in the five-phase case as
well.
Consider now the operation with the modulation index of m=O.4 from Fig. 6.2. A five-phase system is
characterised with two planes and the voltage/current harmonics map into one of the two planes, according to the
rules given in Fig. 3.7a. The mapping of the harmonics is very important since the equivalent impedance is not
the same in the two planes. Equivalent inductances in the first (torque/flux producing) and the second (non-
flux/torque producing) plane are governed by (LI.+Lir) and LI.. respectively, where the symbols stand for the
stator and rotor leakage inductances, [Jones et al. (201Ib)]. CBPWMI strategy is taken as an example for further
analysis. Phase voltage spectrum of Fig. 6.2b and current spectrum, obtained experimentally, are shown in
Fig. 6.4 (note the j-axis scaling). Mapping of the significant harmonics is defined with numbers 'I' and '2'.
Number "l ' stands for harmonics that map into the o.-p plane, while '2' denotes harmonics that map into the Xl-Yl
plane, Fig. 6.4a and Fig. 6.4b. For all five compared modulation strategies, the most significant harmonics of the
phase voltage in the second side-hand are greater than the most significant harmonics in the first side-hand
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CMV against the modulation index for the considered
five PWM strategies.
(Fig. 6.2). However, according to the mapping of the harmonics and Fig. 6.4, one can see that the most
significant harmonics in the first side-band map into the second plane (that has lower impedance), while those
highest in the second side-band map into the first plane (that has higher impedance). This means that, in the
current spectrum, the highest harmonics from the second side-band will have much smaller influence than those
from the first side-band (Fig. 6.4a and Fig. 6.4b). In Fig. 6.2a to Fig. 6.2e the smallest harmonics in the first side-
band are present for the CBPWM2 and SVPWM2 modulation strategies (Fig. 6.2c and Fig. 6.2e), while those in
the second side-band are all similar. It is therefore obvious that these two modulation strategies have a smaller
current THO value than the other strategies, as confirmed by the THO in Fig. 6.3b for the considered modulation
index of m=O.4.
One can see in Fig. 6.4b that small amounts of harmonics are present at low frequencies (3n1, 7th, etc.) in
the phase current spectrum. This is a consequence of the dead-time effect [Jones et a!. (2009)], which in the
current hardware is around 61ls, and which is not compensated. The drive is controlled in an open-loop manner,
without closed current control loops, leading to the appearance of these small current harmonics.
Variation of the CMV has been at first analysed by examining the amount of the fifth harmonic in it as a
function of the modulation index, for all PWM techniques. This is illustrated in Fig. 6.5_As expected, CBPWMO
has practically zero value of the fifth harmonic throughout the linear modulation region. For CBPWM I the 5 rh
harmonic magnitude increases with the modulation index m practically linearly. Other modulation strategies
have different dependences, as is evident in Fig. 6.5. One can see that the SVPWM2 modulation strategy is
characterised with a smaller 5th harmonic, when compared to SVPWMI, in the whole modulation index range,
and this was the basic idea in 4.2.7 for developing the SVPWM2.
Harmonic distortion of the CMV is analysed as well. Expression (4.9) has been used for the calculation.
All modulation strategies have very similar CMV HO values, as can be seen in Fig. 6.6. It is interesting to note
that the SVPWM2 modulation strategy, which was originally developed to reduce CMV variations and which
has the lower fifth harmonic value than the SVPWMI (Fig. 6.5), has actually higher HD in the whole modulation
index range.
Complexity of the algorithms has been analysed by comparing the estimated number of different
operations per switching cycle and through the measurement of the execution time on the dSpace, using dSpace
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Table 6.1: An approximate algorithm complexity comparison by the number of operations.
Method + x > < sm or Memory (integer /
cos real variables)
CBPWMO 8 8 0 5 -
CBPWMI 14 9 8 5 -
CBPWM2 21 10 16 5 -
SVPWMI 54 52 11 7 600/500
SVPWM2 55 51 11 6 840/700
Pro filer tool. Comparison of the arithmetic operation number is shown in Table 6.1 (logical operations are not
included) up to the stage at which the reference leg voltages are created. The data in Table 6.1 correspond to how
the algorithms have been implemented and should not be taken as benchmark values, since different ways of
realisation may result in a different number of operations. Nevertheless, it is obvious from the given data that the
algorithm complexity increases in the order in which the PWM techniques are listed.
The same conclusion is arrived at by measuring the algorithm execution time on the real-time hardware
dSpace dsl006 with Profiler tool. The execution time of all carrier-based strategies is very similar and is around
0.7f.ls in each switching period. Execution time for the two SVPWM strategies is also similar, around 1.65f.ls.
Thus the analysed SVPWM strategies ask for around 2.3 times higher execution time than CBPWM, on average.
Another important issue is the memory consumption. Carrier-based strategies do not require any memory
storage. On the other hand, SVPWMI and SVPWM2 strategies require 600 integer (2 sectors x 10 sub-sectors x
6 five-phase switching states, data from Table 4.2 and Table 4.3) and 500 real variables (pre-calculated 5x5
inverted matrix from (4.5) for space vectors that correspond to the saved switching sequences), and 840 integer
(2 sectors x 14 sub-sectors x 6 five-phase switching states, data from Table 4.5 and corresponding data for the
second sector) and 700 real variables (pre-calculated inverse matrices), respectively, to be stored in the memory.
Because time of application of redundant switching states is equally shared, the number of saved real variables is
5/6 times lower than for integer values. As mentioned in Chapter 4, in the actual realisation of the SVPWM
algorithms, the memory consumption was deliberately sacrificed, by saving data for the first two sectors instead
only for the first one, to achieve a reduction in the computation time of the algorithms.
Finally, Table 6.2 provides a comparison of the major characteristics of all the considered modulation
strategies. As expected, carrier-based techniques are more favourable for the real-world implementation. Also,
an extension to higher numbers of levels and phases is straightforward, which is in huge contrast to the SVPWM
strategies where each pair of the number of levels and number of phases has to be considered separately.
As already mentioned, the other possibility for obtaining multilevel operation is use of dual-sided supply
Table 6.2: Main characteristics of the compared five-phase three-level modulation strategies.
CBPWMO CBPWMI CBPWM2 SVPWMJ SVPWM2
Concept
PD- PD- PD- VSD- VSD-
CBPWM CBPWM CBPWM SVPWM SVPWM
Offline complexity none none none very high very high
Complexity for implementation simple simple simple medium medium
Memory requirement none none none high high
Execution time on dSpace dsl006 :::oO.7f.ls :::oO.7f.ls :::oO.7f.ls :::o1.65f.ls :::o1.65}1_§
State redundancy yes yes yes yes yes
Extension to higher numbers of easy easy easy difficult difficult
phases and levels
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topology. A comparative analysis of some of the results from this section and dual-inverter supply in the open-
end winding topology using two two-level VSIs for a five-phase induction motor drive is reported in [Bodo et al.
(2012)]. For practical purposes carrier-based modulation strategy with min-max injection has been chosen. It is
shown, using extensive experimental and simulation investigation, that the overall performance of the two drive
topologies is in essence identical.
6.4 EXPERIMENTAL COMPARISON: SEVEN-PHASE THREE-LEVEL CASE
A similar comparison as in the previous section has been done for the seven-phase three-level modulation
strategies. The same three carrier-based modulation strategies CBPWMO, CBPWMI and CBPWM2, but now
applied to the seven-phase case, have been analysed. Two space vector methods are the original (SVWPM1) and
modified (SVPWM2) algorithms from 4.3. Some of the results for space vector algorithms have already been
given in 4.3.8 and will be used here again and compared with the listed carrier-based techniques.
The main difference in the hardware configuration, compared to the five-phase case, is that seven-phase
star-connected passive R-L load had to be used, due to unavailability of the machine. This has no impact on any
voltage-related considerations and affects only the current ripple analysis. Parameters of hardware that have also
been used in simulations are as in 4.3.8. For forming the seven-phase inverter, two six-phase NPC inverters with
the common de-link have been used. More explanations regarding the used hardware and software, including the
setup photograph, are given in Appendix A. Once more, Vdc=600V, dead time is 6Ils,is=2kHz, and Vif=const law
were used, where the 300V (peak value) and 50Hz have been chosen as the nominal values.
Very similar conclusions as for the five-phase case can be given. Again, with an increase of the
modulation index value, modulation strategies become more and more similar. Also, because of the higher
number of phases and more frequent change of the sub-sectors, similarity between modulation strategies is
generally higher than in the five-phase case. Let us take the same modulation index of 0.4, as for the five-phase
case, as an example. Time domain waveforms for all five modulation strategies for the leg voltage, phase
voltage, and current are shown in Fig. 6.7. Any difference is hardly noticeable. For highlighting some differences
phase voltage spectrum has been calculated for all five analysed modulation strategies. Phase voltage spectrum is
given in Fig. 6.8, in parallel to the corresponding time waveforms in Fig. 6.7. Again, as in the five-phase case,
the cleanest spectrum is for CBPWMO and CBPWMI. All strategies easily achieve required fundamental value
that is a bit lower than in the five-phase case because of the dead-time effect that is more expressed in the seven-
phase case, as mentioned in 4.3.8. In the seven-phase case 14 inverter leg transitions occur during one switching
period and thus 14 dead times take the part in the reduction of the fundamental value. No dead-time
compensation has been applied. Of course, voltage is additionally reduced, compared to the theoretical values,
because of the voltage drop on the switching components. From Fig. 6.8c and Fig. 6.8e, one can see again that
for the seven-phase three-level case CBPWM2 and SVPWM2 modulation strategies yield identical performance.
Because of the increased number of sub-sectors, the difference between these two strategies and SVPWMI,
Fig. 6.8d, is hardly noticeable.
To validate the algorithms and prove the equivalence of the CBPWM2 and SVPWM2, and to highlight
their difference compared to the other three strategies, total harmonic distortion THD has been calculated again
for the full linear modulation index range. Maximum modulation index for the seven-phase case is 1.0257, as
already stated in 4.3.8, and it is achievable by all the modulation strategies apart from CBPWMO, where it is
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Fig. 6.7: Oscilloscope recording of the VLEG, Vph and iph,
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Fig. 6.8: Experimental results for the modulation
index m=O.4 showing phase voltage spectrum for the
analysed strategies: a. CBPWMO, b. CBPWM1,
c. CBPWM2, d. SVPWMI, and e. SVPWM2
(n=7, /=3).
limited to l. Simulations and experiments are done for the modulation indices from 0.05 up to I, with the step of
0.05 and additionally for m=I.025 (for all the modulation strategies apart from CBPWMO). THD is computed,
on the basis of the FFT results, according to (4.9), taking all the harmonics up to 21kHz. Simulation and
experimental results for obtained phase voltage and current THD are shown in Fig. 6.9. One can see that phase
voltage THD values for all five strategies are identical, and the same values are obtained by simulations and by
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Fig. 6.9: a. Phase voltage and b. current THD comparison for all five modulation strategies (simulations and
experiments), for the full linear range of the modulation index, m=O.05 to 1.025 (i.e. 1 for CBPWMO).
experiments, Fig. 6.9a. From the current THD, Fig. 6.9b, the difference between strategies is more obvious,
although it should be noted that the range for THD is quite narrow and the values are quite small. It can be seen
that the two PWM methods CBPWM2 and SVPWM2 yield in essence identical current ripple (i.e. THD)
behaviour, which means that the same switching harmonic related side-bands are produced and are mapped in
the three planes in the same manner. Due to the hugely variable impedance of the load, some disagreement
between simulation and experimental results at the low modulation indices appears. However, one can say that
for the modulation indices higher than 0.2, simulation and experimental results are in a good agreement. The
mutual position of the curves and the shape are the same in experiments and simulations. Slightly lower values in
simulation results are believed to be the consequence of the wrong parameter estimation, and the assumption that
they are constant. However, this difference is quite small. Also, note again that the two modulation strategies
CBPWM2 and SVPWM2, that equally share the time of application of the redundant switching states, have the
minimum current THD in almost whole modulation index range.
Finally, the complexity of the algorithms has been compared by measuring the algorithm execution time
on the dSpace using dSpace Profiler tool. The execution time of the applied carrier-based method is around
1.06Jls, while the execution time of the space vector algorithm is around 2.25 JlS. Recall that in the five-phase
case, in section 6.3, these values were 0.7Jls and 1.65Jls. A relatively small difference in the processor time
consumption of the compared algorithms is due to the particular realisation of the space vector algorithm, which
requires a lot of memory. The consumed memory by the original SVPWMI space vector algorithm is 2016
integer values for storage of the switching sequences (18 sub-sectors x 8 seven-phase switching states data from
Table 4.7, and the same for the second sector) and 1764 real variables (for pre-calculated inverted 7x7 matrices
from (4.10) for all 18 sub-sectors for each of the first two sectors). For the modified algorithm, because the
number of sub-sectors is increased from 18 to 24 per sector, these values are 2688 integer (data for the first
sector are given in Table 4.9) and 2352 real variables. Note that the carrier-based methods do not require any
memory, which with an increased number of phases obviously becomes an important factor. Thus, use of the
specific realisation from Fig. 4.39 only slightly, roughly linearly, increases execution time of the space vector
algorithms, however the memory requirement is much higher (more than 7/5 times) than in the five-phase case.
Comparing space vector to carrier-based strategies, note also that the carrier-based strategies do not need any
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off-line calculations, while the space vector algorithms, as demonstrated in 4.3, require a very involved off-line
procedure. Thus, for the practical implementation carrier-based realisation will always be the first choice. The
same conclusion was given for the five-phase case, and with increased number of phases the complexity of space
vector algorithms becomes more pronounced. However, the importance of the SVPWM should not be
underestimated, since it gives a much better insight into the switching behaviour of the inverter and the mapping
of the harmonics into different planes. It should be noted that there are situations where only the space vector
approach can be used to explain physically the working of the system: this applies to, for example, independent
control of series-connected multiphase multi-motor drive systems [Levi et al. (2004)], where no insight can be
gained from time (or, equivalently, carrier-based) domain, while complex space vector domain makes analysis
not only clear but also easy to understand.
6.S SUMMARY
In this chapter the comparison of the carrier-based and space vector modulation strategies for multilevel
multi phase case has been given. The first part of analysis was given through the theoretical comparison of the
applied switching sequences for the carrier-based and space vector algorithms. More specifically, CBPWM2 and
SVPWM2 modulation strategies were compared and it was shown that they use the same switching states, and
also that those switching states are applied in the same regions, i.e. sub-sectors. Thus, the identity of these two
strategies has been shown. Further, these two strategies together with all the other modulation strategies were
analysed according to the obtained simulation and experimental results for the five-phase and seven-phase three-
level VSI supplying star-connected load. For each case two space vector and three carrier-based modulation
strategies were elaborated. Simulation and experimental results are shown to be in good agreement. An identical
output characteristic was shown for the carrier-based, CBPWM2, and space vector modulation strategy,
SVPWM2, experimentally confirming theoretical considerations. The identity is shown for both the five- and
seven-phase case. However, the execution time of the space vector strategy, even after minimisation of the
number of calculations by storing as many as possible data in the memory, is still more than two times higher
than for the carrier-based method for both cases. In both cases, five- and seven-phase case, all analysed strategies
are characterised with the same phase voltage THD in the whole linear modulation index range. Comparison of
the current THD shows that the two already mentioned modulation strategies, CBPWM2 and SVPWM2 (that
equally share the time of application of the redundant space vector), have the smallest current THD for both
examined cases. Hence, taking all relevant aspects into consideration, CBPWM2 is the best for real-world
applications.
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ANALYTICAL FORMULAE FOR LEG AND PHASE VOLTAGE Rl\fS
ANDTHD
7.1 INTRODUCTION
So far, the analysis of the PWM techniques that can be used for the control of multilevel multiphase
inverters has been given. It can be seen that a lot of the analysis has been based on the comparison of the total
harmonic distortion results. THD was calculated by application of the Fourier transformation and by taking a
limited number of harmonics into the consideration. In this chapter derivation of analytical formulae for the leg
and phase voltage total harmonic distortion THD will be presented. The considered system is again a
symmetrical multiphase star-connected load, supplied from a multilevel pulse width modulated voltage source
inverter. The solution is based on the Parseval's theorem, which links frequency spectrum and time domain
through the average power (i.e. RMS squared value) of the signal. The assumption throughout the derivations is
that the ratio of the switching to fundamental frequency is high (J.1f ~ao). Derivations are based on the
integration of the power of the PWM signal in a single switching period over the fundamental period of the
signal. Only ideal sinusoidal reference leg voltages are analysed, and no injection of any type is considered; this
therefore corresponds to the CBPWMO. Analytical expressions for the leg voltage THD are given for any
number of levels. Formulae for phase voltage THD for any number of phases are derived for two- and three-level
cases, for the most commonly used carrier-based methods. Comparison of the analytically obtained curves with
simulation and experimental results shows a high level of agreement and validates the analysis and derivations.
The chapter is organised as follows. First, a survey of the existing knowledge is given in 7.2. In section
7.3 a review of the basic definitions of the signal power and THD is given. The next section 7.4 considers
average power (and THD) of the PWM signal obtained by an I-level inverter for the constant reference signal. In
7.5 results of the previous section 7.4 are used and applied to the sample-by-sample constant parts of the
sinusoidal reference signal. Hence, analytical formulae for the average power and THD of the produced PWM
leg voltage by an I-level inverter, for ideal sinusoidal reference signal, are derived. In 7.6 correlation of the
average power of the leg voltages and phase voltages is shown and the analytical formulae for phase voltage
signal power and THD are given. Considered cases are a two-level inverter with carrier-based PWM and three-
level case with in-phase disposition of carriers (PD-PWM) and with carriers in phase opposition disposition
(POD), which is for the three-level case identical to the altemative phase opposition disposition (APOD)
[Carrara et al. (1992)]. In 7.7 analytical results are compared with simulation and experimental result, where
THD calculation is based on the numerical calculations and on frequency domain with limited number of
harmonics, respectively. Conclusions are given in the last section 7.8.
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7.2 REVIEW OF THE RELEVANT ISSUES
The most common way of evaluating the total harmonic distortion (THD) in practice is by using the
numerical approach, based on calculation of the Fourier transformation (FFT) of the signal. However, THD can
be also calculated analytically, and the aim in this chapter is to develop analytical formulae for the leg and phase
voltage THD. Considered system is an n-phase symmetrical star-connected load (e.g. induction machine)
supplied from the multilevel (I-level) voltage source inverter (VSI). The inverter output voltage is obtained by
means of the pulse width modulation (PWM).
The importance of the THD as a measure of the waveform quality is highlighted in [Holmes and Lipo
(2003)]. In [Holmes and Lipo (2003)], the risk of taking a THD indiscriminately as a figure of merit is also
emphasised. It is shown, using a simple example, that two completely different square-waveforms can result in
the same THD although the distribution of the energy in the spectrum is totally different. The emphasis in
[Holmes and Lipo (2003)] is on the weighted THD (WTHD), which is more appropriate for the current THD and
is thus useful as an indicator of the additional motor losses. However, the illustrations in [Holmes and Lipo
(2003)] are not given for PWM signals; quasi-square-wave signals were considered instead.
Similar non-PWM based modulation strategies with the same methods of integration, as the one shown in
[Holmes and Lipo (2003)], were used in [Farokhnia et al. (201la), Farokhnia et al. (201lb), Yousefpoor et a!.
(2012)]. In [Farokhnia et al. (201lb)] leg-to-leg staircase waveform, produced by a multilevel three-phase
inverter with unequal dc-bus voltages, was analysed. Depending on the mutual position of the switching angles
that appear in the two considered phases, whose leg-to-Ieg voltage is examined, nine different zones for the five-
level case were analysed. Analytical formula for each region is given. The difference between the use of
analytical formula and commonly used formula that takes into account e.g. the first 49, 63 etc. harmonics is
highlighted. In [Yousefpoor et al. (2012)] THD of the line-to-line (leg-to-leg) voltage is minimised by direct
determination of the switching angles of cascaded H-bridge (CHB) units for a staircase waveform operation.
Considered case is a seven-level three-phase CHB inverter and genetic algorithm (GA) was used for the
minimisation purposes. It is proven that minimisation of the leg voltage THD does not lead to the minimal leg-
to-leg voltage THD, and that optimisation algorithm has to be applied directly to the leg-to-leg voltages. In
[Farokhnia et a!. (20lla)] variation of the de-bus voltages is also included as an additional parameter in relation
to the work described in [Yousefpoor et al. (2012)]. A genetic algorithm was used again. As expected, it is
shown that reduction of the dc-bus voltages for small modulation indices will improve the THD. Of course, this
can only be applied in systems where variable de sources are available and where high dynamics are not a
primary concern.
The case considered in this chapter is PWM operation rather than the quasi-square-wave modulation. The
first aim here, analytical calculation of the PWM modulated multilevel inverter leg voltage THD, has already
been considered in [Van Der Broeck (2003), Leon et al. (2004)]. The solution given in [Van Der Broeck (2003)]
is analytical and is given for the leg voltage THD and for the WTHD. The solution has been developed for the
most typical numbers of levels, two, three and five, individually for each. The research of [Van Der Broeck
(2003)] was extended in [Leon et al. (2004)] with an attempt at generalisation for an arbitrary number of levels.
However, the generalisation is given in a piece-wise integral form and the integrals are not solved analytically,
since this is a difficult problem due to the dependence of the borders of integration on the modulation index
value. Numerical solution of the problem is rather simple, so it appears that the curves given for the multilevel
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cases in [Leon et al. (2004)] were obtained by a computer program that does the integration. In this chapter, the
research of [Leon et al. (2004)] is advanced and the integrals are solved analytically. General analytical formulae
for the leg voltage and also, for the first time, for the phase voltage THO are given. Circumstances when results
are valid are explained. The same idea of integration and for obtaining general formulae has been used in
[Ruderman and Reznikov (2010a), Ruderman and Reznikov (2010b), Ruderman et al. (2013)]. However, the
results in these two papers are actually not valid for the shape of voltage that they are aimed for.
7.3 SIGNAL POWER AND DEFINITION OF THD
All signals in practice are continuous signals and after measurement they become discrete. Physical
signals are usually sampled with the devices (such as an oscilloscope) with the constant time step A., and
samples are stored in a memory of the device. Only periodical signals are of interest, so it will be assumed that
sampled signal represents one period of the periodical signal. Finite number of signal samples is convenient for
computer signal processing. It is assumed that sampling time A. is constant. The discrete representation of the
continuous signal x(t) is x(kA) (or x[k]), where k is an integer value that identifies sample number. If period
of the signal is T. then the number of samples per period is K = LTf..~J.
One of the common approaches in signal processing is to obtain spectrum of the signal and then perform
analysis in the frequency domain. For obtaining spectrum, Fourier analysis is commonly in use. Discrete Fourier
transformation (OFT) is a transform for Fourier analysis of the finite-domain discrete-time functions, so it can be
applied for the samples within one period of the signal. This transformation is sometimes called discrete time
Fourier series (OTFS). because it transforms discrete and periodic time signal into discrete and periodic
spectrum. OFT is usually calculated using fast Fourier transformation (FFT) algorithm that can be applied if the
number of samples is a power of 2. The number of harmonic components in the spectrum of the signal x(k~).
calculated using OFT algorithms, is equal to the number of samples in time domain, K [Oppenheim and Schafer
(2009)].
Fourier transformation is closely related to the definition of the energy and the power of the signal. The
instantaneous power p(t) and the energy W of the continuous signal x(t) can be defined as [Oppenheim et at.
(1997)]:
W = J p{t)dt = JIX(/)12 dt (7.1)
The equation equivalent to (7.1) for discrete time signals is:
(7.2)
In (7.1) and (7.2) II and 12• i.e. kl and k2• represent instants in time between which the energy is calculated.
For obtaining total energy of the signal II ~ -<X) and 12 ---+ -toO •
For periodical signals it is very useful to define average power per signal period. The average (active)
power of the continuous and discrete periodical signal is defined as:
1 T
P =- Jlx(t)12 dt (:)
To
(7.3)
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Since x(t) and .x[k] are real values (measured signal), symbol for magnitude "II" in equations (7.1) to (7.3)
can be omitted and it will not be used further on.
Note that the average power in (7.3) represents the mean squared value of the signal. Thus the RMS value
of signal can be defined as:
(7.4)
or, in other words, average power P can be defined as RMS2 .
The equation that links energy in the time and in the frequency domain is known as the Parseval's
theorem. The Parseval's theorem for the periodical signal states that the energy in one period of the signal x{t)
(i.e. the average power P), is equal to the energy (power) in the spectrum [Oppenheim et al. (1997)]:
(7.5)
In discrete domain (7.5) becomes:
(7.6)
where X h are complex values of the Fourier transformation (complex series) of the signal X(/} in (7.5), i.e .
.x[k] in (7.6). Indices in the spectrum are chosen to start from 0, hence X~=Xo is the zero component {that is,
mean or de value} of the signal x{t), i.e. x[k], during the fundamental period T.
If signal x{t) (i.e. x[k]) is real, the spectrum will be conjugate-symmetrical [Oppenheim and Schafer
(2009)]. Both real periodical signals, continuous and discontinuous, will produce a symmetrical discrete
spectrum, but in the first case it will be aperiodic, while in the second it will be periodic, with K samples per
period. Conjugate-symmetrical spectrum of a discrete periodical signal means that the magnitudes of the lSI and
(K -I)·" 2ndand (K - 2) nd harmonic etc. are identical, while they are in counter phase. Since all the measured
signals in practice are real values, it is common that equal halves of symmetrical (two-sided, bilateral) spectrum
(lsi and (K-l)lh, 2nd and (K-2)1h harmonic etc.) are overlapped forming asymmetrical (single-sided, one-
sided, unilateral) spectrum. Recall that the same has been done for the transformation in 3.3 that in essence is
Fourier transformation. The only unpaired spectrum components are the zero component (Olh harmonic) and KI2
(i.e. (KJ2)lh harmonic) if K is even. These unpaired components are the only pure real values in the spectrum; the
others are complex. The number of components in the asymmetrical spectrum is equal to 1+ LKJ2 J.
When symmetrical sides of the spectrum are overlapped to form an asymmetrical spectrum, there are two
main ways for new magnitude representation. Magnitudes of all the symmetrical components that are overlapped
can be multiplied by 2, while unpaired components {Olh and (KJ2)lh harmonic) remain the same as in the
symmetrical spectrum. In this case magnitudes represent peak values of the harmonics (sinusoidal waves with
corresponding frequencies and phases that should be summed for reconstruction of the original signal). In this
way power of the spectrum {L~:2JIXh ( ) is changed, hence it represents power variant asymmetrical spectrum.
This way is convenient for the space vectors and has been used in section 3.3. The other option is to represent
magnitudes of the asymmetrical spectrum by RMS values of the harmonics (magnitudes of the overlapped
components from the first solution divided by .J2). In this case power of the spectrum (E:X!.. ,h) remains
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unchanged (note that the RMS of the real, de values, Othand (Kl2yh harmonic, that exist for even K, remain the
same and should not be divided by J2). If this representation of asymmetrical spectrum is in use, then (7.6) can
be used, but IKh I should be replaced by the RMS values X"", ,h' and the upper limit of the corresponding sum
becomes L.KI2 J .
The usual way for THD calculation in practice is based on the signal spectrum and on the DFT
calculation. Although there are two main formulae for THD, used definition in this thesis is in agreement with
the one used in [Holmes and Lipo (2003)]. THO is defined as a distortion of the harmonics compared to the
harmonic that is of interest (useful harmonic). In that case de value of the signal is usually excluded from
calculation (it is not considered as distortion), and this will also be assumed here. For example, THO of an
arbitrary real but periodic signal x[k] (with period T) can be calculated as:
(7.7)
where IKw I and X"", ,h represent magnitude in the symmetrical, i.e. RMS value in the single-sided
(asymmetrical), spectrum of the hlh component, respectively. One can see that the THD is a square root from the
ratio of the distorting power over the useful power. Note that, if symmetrical form is used, the useful signal
components (at the fundamental frequency) are the l't and the symmetrical one, the (K-l)"', component (the
same frequency, counter phase), hence factor 2 in denominator in (7.7).
The sampling frequency 1//). of AID converting devices is limited. This means that the number of
samples of a periodic signal and the number of samples in one period of the spectrum are also limited to
K =LT//).j. Nevertheless, the number of harmonics that are taken into consideration for THO calculation is
usually smaller in practice and is limited to a certain value. The reason for that is that the system naturally filters
higher order harmonics, so they are not of interest. The other reason can be a simpler calculation. However, one
should notice that in this case use of the term THD is not entirely correct, because not all harmonics are taken
into consideration in the calculation. This also means that the calculated value is always smaller than the actual
total harmonic distortion. As it has already been mentioned, THO is a common measure-of-quality parameter
and in the area of electrical machines it is commonly calculated for leg and phase voltages as has been
demonstrated in the previous parts of the thesis. If the machine is supplied from the pulse width modulated
(PWM) inverter, then the non-negligible harmonics are present at the very high frequencies, and a limitation of
the sum for THO calculation in (7.7) can significantly affect the result. This will be shown later in section 7.7,
where theoretical curves are compared with experimental results, with the THD calculated for a limited number
of harmonics. Formula (4.9) that has been used in previous chapters is of the same form as (7.7) but not all
harmonics are taken into account. Only harmonics up to 21kHz were encompassed.
THO in (7.7) can be expressed in a different way, If Parseval's theorem (7.6) for RMS values of the
asymmetrical spectrum and the fact that X,.".. = JP from (7.4) are applied, (7.7) becomes:
THQ:x)=
x!,. -X!,. ,I -X!
X!.. ,I
(7.8)
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From (7.8) THD can be easily numerically calculated from the time domain without full spectrum
calculation. Xde is the average value of the signal samples x[k], X!.. is the average value of the squared
samples (7.3), and the first harmonic can be calculated using a part of the DFT transformation:
X"",.J =.fi 'I_!_ ±(x[k]Cos(M)+ jx[k]sin(M)J
K k=J 1 (7.9)
Note that x[k] in (7.9) is actually x[M].
7.4 AVERAGE PO\VER AND THD OF THE P\VM SIGNAL OBTAINED BY
L-LEVEL PWM VSI FOR CONSTANT REFERENCE SIGNAL
In this section, using the Parseval's theorem and the idea from [Ruderman and Reznikov (2010b),
Ruderman and Reznikov (20IOa)], the average power of the obtained pulse width modulated (PWM) signal for a
constant reference will be calculated. The simplest case of the two-level PWM is considered first. Normalisation
will be used, but it wiII be changed in this chapter, so that the signal is in the range from 0 to 1 (0 to Vde)' In this
way comparison of obtained results will be easier. The difference with respect to the previously used
normalisation (3.1) is in the (l-l) factor. The switching period used for PWM is denoted as Ta' A signal x·Ct),
that is constant during the switching period Ta' of the normalised value D (0 S;D S; 1), is shown in Fig. 7.1.
The PWM signal is continuous but takes discrete values in time and is denoted as .x[t]. The aim of the
PWM is that obtained signal x[t] has the same average value, during each switching period Ts' as the sampled
reference signal x· (k~) . One can see that in Fig. 7.1 averaging (PWM) has been obtained using symmetrical
triangular carrier signal. It is clear that the averaging can be obtained in any other way but it will only change the
position of the D~ pulse inside the switching period Ta' Of course, PWM can be obtained using more pulses
during the switching period, but it will be assumed here that during one switching period only one pulse inside
the switching period T, exists, i.e. one up and one down transitions occur. Signal x[t] represents scaled output
leg voltage of the inverter and, in practice, minimisation of the number of the transitions is desirable to minimise
Fig. 7.1: Reference signal x·(t)=D and obtained two-level PWM signal x[t].
i[t]
Fig. 7.2: Graphical determination of the active power of the PWM signal x[t].
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inverter switching losses.
The average power of the PWM signal .x[/] during the switching period T, can be calculated using the
integration in time as in (7.3). One gets that the average power of the PWM signal X[/], which corresponds to
the de signal x· (t) = D, is:
1 r:
Pr (x[t]) = - JX[t]2dt = D, T
s 0
(7.10)
The process of integration is represented graphically in Fig. 7.2.
The average power of the reference de signal x· (t) = D is equal to Pr, (x' (t» = D2 . The difference
between these two powers D - D2 is the cost, i.e. the power of the additional harmonics that exist in the
spectrum of the square waveform X[/] to produce average value D. Terminology used in [Ruderman and
Reznikov (201Ob), Ruderman and Reznikov (2010a)] is somewhat different, so for average power the notion
used is the normalised mean square (NMS). Hence the calculated difference of the power of the produced PWM
signal and the reference signal represents ripple voltage NMS. Spectra of x· (t) and x[t] for D = 0.4 and
T, = O.5ms are shown in Fig. 7.3, where presence of the additional harmonics in the spectrum of the PWM
signal is obvious.
Note that the average power of the two-level PWM signal PT (x[t]) is independent of the PWM strategy,
s
i.e. position and number of pulses inside T, .
Consider next the case when the PWM output is obtained using multilevel modulator with I levels. A
signal x· (t) of the normalised value D (0 SD SI) and pulse-width modulated signal .x[t] are shown in
Fig. 7.4.
The average power of the multilevel PWM signal x[t] during the switching period T, can be calculated
again using (7.3). One gets that the average power of the signal x[t] is:
a. ,......, 0.4
<Jl
§ PT/x(t»=O.16
'-'
<1)
"0
2 0.2
.~
'":2
o 0 5 10 15
Harmonic order
b.
,......, 0.4
<Jl
§ PT,(x[ 1])=0.4
'-'
<1)
"0
.~ 0.2
8J
'"~
o 0
Harmonic order
20
20
Fig. 7.3: a. Spectrum of the constant signal x '(t)=O.4, b. spectrum of the corresponding
two-level PWM signal x[t].
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(x[tJ) = _!_ fT,x[tf dt = 2i + 1D _ i(i + 1)
PT, T. 0 1-1 (1_1)2 (7.11)
where integer value i is level counter and is in the range from 0 up to l= 2. PWM is here obtained using two
adjacent voltage levels, so the value of i can be determined as i = LD/( 1/(I-1»J. PWM signal x[/] can be
created also using non-adjacent levels. However, in such a case inverter switching losses would be higher and
the higher power of the PWM signal would be needed (that means that more power would be wasted, as will be
explained later); a higher dv/dt in the output leg voltage would also be generated. Note that two-level case of
(7.l0) is also covered by (7.l1). In this case / = 2, and the only value for i is i = 0, that leads to PT (x[t]) = D.
s
Again, the position and number of pulses can be different inside the switching period Ts. This will not affect the
value of the average power PT (x[t]). The process of integration is represented graphically in Fig. 7.5.
s
The difference between the average power PT (x[t]) of the multilevel PWM produced signal x[t] in
s
(7.11) and the average power PT (x"(/))=D2 of the reference de signal x"(/)=D gives an additional power,
s
contained in the multilevel PWM signal x[/], to obtain on average value of D. This additional power is variable
and depends on the value of D, but is always lower than in the two-level case (in the two-level case this
difference was D-D2). To prove this, consider the same example as in the two-level case (D=O.4 and
I;; = O.Sms) but now the PWM signal x[/] is obtained using e.g. a five-level inverter. Spectra and powers of the
reference x· (I) and of the PWM signal x[/] obtained using five-level modulator are shown in Fig. 7.6.
One can see that the power of the additional harmonics is 0.175--0.16= 0.0 15,which is much lower than
in the two-level case, 0.4-0.16= 0.24. If with a five-level inverter non-adjacent levels are used, the shape of
two-level PWM signal could be easily obtained by four-level transitions. From the previous example it is clear
that in this case more additional harmonics will be produced. This is one of the reasons and an explanation of the
previous statement why only adjacent levels are used in the multilevel inverters. More pulses per switching
period can be used but that will increase inverter switching losses; hence, this is out of the scope of
X[f]
+-~~------~~~~~--X(~
1'.
Fig. 7.4: Multilevel pulse width modulated constant signal x ·(t)=D.
Fig. 7.S: Graphical determination ofthe active power of the multilevel PWM signal x[t].
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Fig. 7.6: a. Spectrum of the constant signal x·(t)=O.4, b. spectrum of the corresponding PWM signal x[t] obtained
using a five-level modulator.
considerations here. Recall that only adjacent levels were used in all the analysed strategies in the thesis. The
variation of the average power of the multilevel (2, 3, 4 and 5 level) PWM produced signal x[t], using adjacent
levels, for de signal x· (t) in the range 0 ~ D ~ 1, is shown in Fig. 7.7. The average power of the reference
signal x * (t) is shown with thick gray dashed line.
Fig. 7.8 shows additional power, contained in the multilevel PWM signal to obtain average value of D,
for 2, 3, 4 and 5 level cases. One can see that when the reference value is equal to some of the inverter levels,
there is no need for PWM, hence the additional required power is O. The values in Fig. 7.8 represent values from
Fig. 7.7, reduced by D2 (the average power of the reference de signal D). Values from the previous example
(from Fig. 7.3 and Fig. 7.6) for D= 0.4 are highlighted in Fig. 7.7 and in Fig. 7.8. Local maximum values in
Fig. 7.8 are O.25/Q -Ii [Ruderman and Reznikov (2010a)], and can be obtained by equating the first derivative
of Pr (x[t])-Pr (x*(t)) to zero.s s
Total harmonic distortion is defined with reference to the useful signal that is in this case de value of the
0.9
--2-1evel
0.8
Fig. 7.7: The average power of the signal x[t] obtained using multilevel PWM, whose average value is x ·(t)=D.
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Fig. 7.8: The additional power, contained in the signal x[t], produced by the multilevel PWM, to obtain de value
of D on average.
--2-1evel
---3-1evel
--- - - 4-1evel
Fig. 7.9: The THD of the multilevel PWM signal x[t] whose average value is x ·(t)=D.
obtained signal, rather than the first harmonic. Thus it can be calculated as:
(
2i+l D- i(i+l»)_D2JPr (x[t])-~ (x'(t)) /-1 (/_1)2
T Hq. (x[t]) =' • =~---D---'---. D
(7.12)
Plot of THOr, (x[t]) versus reference signal, i.e. average value D, is shown in Fig. 7.9.
7.5 AVERAGE POWER AND THD OF THE PWM SIGNAL OBTAINED BY L-
LEVEL PWM VSI FOR SINUSOIDAL REFERENCE SIGNAL
The assumed reference in this section is sinusoidal signal and the results from the previous section will be
used for determination of the average power of the PWM generated sinusoidal signal. As in the previous section,
output leg voltage is examined, but now the whole fundamental period of the sinusoidal reference, rather than
just one switching period in which reference is constant, is considered. Average power is obtained by integration
of the PWM signal squared value from one switching period, throughout the whole fundamental period. The
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same idea and the same result as in this section have already been shown in [Van Der Broeck (2003)]
individually for 2,3 and 5 level single-phase PWM inverter. As noted, the work of [Van Der Broeck (2003)] was
extended and generalised in [Leon et al. (2004)]. However, the final integrals were actually not solved
analytically, in contrast to the situation here. Hence the analytical results obtained in this section are much more
convenient for use and they also encompass results of [Van Der Broeck (2003)] in a generalised manner.
The sinusoidal signal is taken as x' (t) = ACO~CVl- rp), (j) = buT. Since it is assumed that the inverter
levels are from 0 to 1 (in normalised form), that means that value of A must be in the range from 0 to 0.5. Also,
it is assumed that the signal is centred between levels 0 and I during the signal period of T ; that means that de
value of 0.5 should be added to x' (t) . Since the phase delay of the signal is not important for these calculations,
it will be assumed that qJ = 0 . Next, if modulation index m IS defined as the ratio of the first harmonic of the
reference over the half-distance of the maximum output level of the inverter (as in (3.21)), then A = ml2. The
correlation between real reference leg voltage v~G (t) and normalised reference leg voltage is
u~G(t) = v~G(t)/Vdc (normalisation from (3.1) is not used in this chapter). Finally, normalised leg voltage, used
as the reference for production of the PWM signal, is defined as:
• 1 m
U LEG (t) = - + - COS(CVl)
2 2
(7.13)
For PWM generation of the signal symmetrical regular sampling will be used. This means that produced
PWM signal uLEdt] will have the same average value during each switching period as the sample u ~EG(kTs)
taken at the beginning of that switching period. Reference leg voltage u~EG(t), sampled reference voltage
u~EG(kT.s)' and produced leg voltage uLEdt] are shown in Fig. 7.10a. Since the signal is constant during each
switching period Ts, the average power of the PWM sinusoidal signal (obtained leg voltage uLEdt]), during
fundamental period T, can be calculated as an average value of the average powers of the de signals from each
switching period Ts· In other words, results from the previous section can be used here, with the value of D in
i+ I
7=l
i
7=l
b. 0
Fig. 7.10: a. ormalised reference leg voltage u~Edt) and I-level VSI generated output leg voltage uLEdI].
b. Graphical determination of the average power of the obtained leg voltage.
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each switching period determined as D(k) = u~G (kTs).
Hence the average power of the produced leg voltage during one period of the fundamental Tis:
1 K
Pr(uLEG[t])=- LP' (uLEG[kT.])
K k~l '
where K is the number of samples during one period of the signal, K = LT1Ts J. Calculation of Pr (uLEG [tD is
graphically represented in Fig. 7.10b. Replacing the value of Pr (uLEG[kI:s]) with (7.11), and taking into account
s
that D(k) = u~G(kT.) = 1I2+(mI2)co(akT.), one gets:
(7.14)
P. (u [t])=_!_ ~(2i+lu' (kT)- i(i+l»)
t LEG Kf;:t /-1 LEG S (I-Ii (7.15)
where i is governed with i = lU~G(k~)/(lIq -l»j. This expression covers both two-level and multilevel cases.
If the sampling period T, is much smaller than the period of the signal T, then formulae (7.14) and (7.15) can
be written in integral form:
1 JT 1 IT (2i + 1 • i(i + 1) )Pr(uLEdt])=- Pr,(uLEdt])dt =- --uLEG(t)---2 dt
T 1=0 T 1=0 /-1 (/-1)
(7.16)
where reference leg voltage u~G (I) is as in (7.13) and integer value i = lU~G (t)/{l/q -1 »J
Since integer value of i is dependent on u~G (t), equation (7.16) has to be solved piece-wise. Note also
that (7.16) is valid for any shape of the reference leg voltage U~G (t) whose PWM signal ULEdt] is obtained
using adjacent levels, as explained in the section 7.4. Based on the results of the previous section one can see that
the position of the pulse inside the switching period T. is still unimportant. This practically means that if in an
I-level inverter modulation strategy uses only adjacent voltage levels to switch, and if the step of the output
voltage is constant, then power of the obtained leg voltage will be the same regardless of the particular applied
modulation strategy. For example, if carrier-based methods are considered, this means that PD, POD, APOD will
have the same Pr (u LEG[tD. Of course, this only holds true if the ratio of f.!f is high.
The analytical solution of (7.16) can be easily obtained for pure sinusoidal signal and for 2 and 3 levels.
For the two-level case (/ = 2 ) the value of i is constant during the whole period 0::;; ea ::;;2Jr, and is equal to o.
In the three-level case (I = 3) the value of i is constant during the specific intervals: i = 1 for 0 ~ at ~ 1fI2,
i = 0 for 1fI2 ~ at ~ 31f12 and i = 1 for 31f12 ~ oX ~ 2tr. Analytical solutions of (7.16) for the two- and three-
level cases are:
1
Pr (uLEG.2[t]) = 2"
1 m
Pr(uLEG3[t])= -+-. 4 2Tr
(7.17)
For more than three-levels value of i and intervals of integration in (7.16) become dependent on the value
of m and finding analytical solution becomes more difficult. Thus (7.16) has to be evaluated part-by-part, with
the borders of integration being dependent on m. If I is an odd number, the borders between these integration
segments, for example in 7-level case, are when modulation index becomes greater than m, = 1/3 and when it
becomes greater than m2 = 2/3. Generally, this means that these borders for odd I appear at rnA; = 2k/(/-I),
and similarly for even I at rnk = (2k -1)/(1-1). Value of index k is in the range from k = 1to UI2J-l.
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After individual evaluation of (7.16) for the average power of the PWM signal, obtained for sinusoidal
reference signal with multilevel inverter with odd ( 1= 3, 5, 7, and 9) number of levels, and with even ( 1= 2, 4,
6, and 8) number of levels, a generalised expression was formulated, The following variables are introduced
first:
{
1I4+ml(Jl"(I-I»
Ao = 1I2-1(1-2)/(4(1-li)
forodd I
for even I
(7.18)
2 . )Ak =---·(mslflTk -mkTk
Jl"(l-I)
where Tk = arcco(mk1m) and where sin Tk can be expressed using a basic trigonometry as ~l- (mklm)2 . One
finds that after using values defined in (7.18), Pr(uLEGAt]) (or, shortly, just Pr.LEG) for any number oflevels I
can be expressed as:
Aa
Aa +Al
P Aa +Al +A2r,LEG =
O!> m s; m1
m1 !>m!>m2
m2 !> m s; m3 (7.19)
The analytical solutions for two- and three-level case (7.17) are also covered by (7.19). Plot of the
PT(ULEV[t]) for sinusoidal reference voltage (7.13) versus m obtained by analytical formula (7.19) is given in
Fig.7.11.
As an example of using (7.19), a seven-level case, not shown in Fig. 7.11, is addressed. Variable k is in
the range k = 1 to L712J-I = 2, and values of mk = 2k/(7 -I) are: m, = 1/3 and m2 = 2/3. Thus (7.19) for the
seven-level case becomes:
(7.20)
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Fig. 7.11: Average power of the leg voltage UL~a[t], obtained by an ideal PWM I-level VSI, for sinusoidal
reference ULEaCt)= 1I2+mI2cos( (Of).
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where variables Ao, Al and A2 are determined by (7.18) as:
1 m
Ao=-+---
4 1l"{7-1)
Al = 2 .[m r;-JlY( 1 )2 -!arcco(_1 )]
1l"{7-1) f-lJ;;;j 3 3m
A2 = 2 .[m r;72Y( 2 )2 -~arcco(2.)]
1l"(7-1) f-lJ;;;j 3 3m
This confirms that the expression (7.19) is general and applicable to any number of levels. This is in
contrast to [Van Der Broeck (2003)] where only particular solutions for two, three and five levels were given. In
[Leon et a1. (2004)] the analytical derivations finished with integral equation (7.16), with defined borders for
piece-wise integration t k , so that no general analytical expression of the form of (7.19) was derived. Thus the
equations (7.18)-(7.19) describe the generalised solution, that is exposed here for the first time.
Note that, for an even number of levels 1, the term Aa that represents Pr (uLEGAt]) for small modulation
index values (less than ml = 1/(/-1) ) is independent of m. This is expected since the signal stays in the two-
level zone, and, as shown for the two-level case, it has the constant value of 112.The value in multilevel case is
112minus a certain value (see Aa in (7.18) for even 1), because this zone represents two-level operation part of
the multilevel inverter and operating levels are closer than in the two-level case.
The average power of the sinusoidal reference leg voltage u~G (t) can be obtained using the same
principle as in (7.16), i.e. by integration of the average powers of the de signal in one switching period (equal to
D2) throughout fundamental period T, Pr(u~G(t»=I/Tf~D2(t)dt. Alternatively, it can be directly
calculated by using (7.1). One gets that:
• m2 1
P. (u (I» =- +-r LEG 8 4
Average power of the reference sinusoidal signal (7.21) versus modulation index m is also shown in Fig. 7.11.
(7.21)
The difference between the average power of the pulse width modulated signal (7.19) and the average power of
the reference sinusoidal signal (7.21), PT(ULEG[t])-PT(U~(t» ("wasted power") for /=2 to 5 is shown in
Fig.7.12.
Now, the first component of the spectrum UI, i.e. the sinusoidal signal with phase OX, should be
considered as the useful signal, so the total harmonic distortion can be defined with reference to UI• Also, de
component is related to the point of referencing and it will not therefore be considered in the THD as a
"distorting" component. The fundamental and the de component form the power of the reference signal
PT(U~G (t)) as in (7.21). Similarly as in (7.12), the THD can now be defined as:
(7.22)
where ULEG"", 1 represents the RMS value of the fundamental component in the
ULEG,rlm,1 = llJ2 ·(mI2). Plot of THDr(uLEdt]) versus modulation index m is shown in Fig. 7.13.
Results for the additional power cost, that is a necessity in the PWM process, shown in Fig. 7.12, and for
THD (Fig. 7.13), are in very good agreement with those presented in [Van Der Broeck (2003)] and [Leon et a1.
spectrum,
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Fig. 7.12: Additional power, contained in the ULEG[t] produced by an ideal PWM I-level VSI, to obtain
u~Ee;(t)=1I2+mI2cos(wt) on average.
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Fig. 7.13: THD of the leg voltage ULEG,/[t], gener~ted by an ideal PWM I-level VSI, for sinusoidal reference leg
vo ltage ULEe;( t)= 112+mI2cos( WI).
(2004)]. Note that values in Fig. 7.12 are 1/4 of KU factor calculated in [Leon et al. (2004)] because of the
assumed ±V.t- dc-bus voltage notation, instead of 0 to V,*, that is used here. Since this factor cancels in THD
calculation, corresponding values for the THD are identical.
The five-level case for different carrier-based modulation strategies was covered in [Agelidis and Calais
(1998)]. The THD values given in [Agelidis and Calais (1998)] are slightly lower than in Fig. 7.13, which could
be a consequence of not taking all the harmonics into consideration. Also, a low fs/f ratio was analysed, so for
some values of fs/f the difference between analysed leg voltage THDs appear. However, it is confirmed here
that if the ratio of fs/f is high enough, then the analysed carrier based methods (PD, POD, APOD, etc.) will
produce the same Pr(uLEG[t]) and thus the same THD. It should be noted here that with PD, POD, and APOD
carrier dispositions some broader sets of carriers may be considered. More specifically, it is not necessary that
falling and rising slope of the carrier have the same duration. For PD-PWM all carriers must be in phase and just
be shifted by a level. That means that sawtooth carrier can be used as well (although it will not, because of the
multiple leg switchings on the vertical edge). For POD and APOD, carriers that are in anti-phase must represent
mirror images, and slope duration division is not important.
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7.6 MULTIPHASE TWO- AND THREE-LEVEL PHASE VOLTAGE AVERAGE
POWER AND THD
In this section multiphase (including three-phase) case will be considered. The results from the previous
section and the general formula (7.19) will be used to obtain a general expression for the average power and
THD of the phase voltages, produced by the PWM multilevel multiphase inverter. As mentioned, for the sake of
generalisation, voltage values normalised with respect to the dc-bus voltage will be used, u=vIV,r. Normalised
reference voltages are assumed to be a symmetrical set of n (n being the phase number) sinusoidal signals:
• m { 2ff »)U (t)=-co wt--(k-l
ph 2 n
• 1 m { 2ff )uLEG(t) = '2+"2co wt--;;-(k-l)
(7.23)
where ph = a, b, c, ... , n , LEG stands for the corresponding leg LEG = A, B, C, ..., N, and k is the
phase/leg index k = I to n. Position of the pulse inside the switching period was not important until now.
However, since the phase voltages are obtained by combination of a number of leg voltages, the pulse position
now becomes important, as it will be shown later on for the PO, POD and APOD cases. Due to the already
mentioned reasons, further analysis will be given only for the PWM methods that use two adjacent levels for
creating leg voltages.
Considered topology is a star-connected symmetrical load. Because the load is the same in all phases,
phase voltages can be expressed as in (3.7), i.e. as:
(7.24)
Leg voltages uLEdI] are obtained from reference leg voltages U~G (t), by application of a particular PWM
technique.
Calculation of the average power of a signal requires the signal's squared value. To obtain the average
power of the phase voltage (7.24), general expression (7.3) can be used:
1fT 21fT 2 2Pr(Uph[t])=- uph[t]dt=- (uLEG-2uLEGuCMV +UCMV)dt
To To
It can be shown that if the produced leg voltages form a symmetrical n-phase system (identical waveforms in all
legs, with only the difference in the phase shift of 2mn between consecutive legs), then IlTfuLEGucMVdt
T 0= 11T fa U~MVdt ; this term is denoted further on as r,(ucwv [I]). The first part of the integral in (7.25) represents
Pr(uLEdt]) and it can be calculated using (7.19). This leads to:
(7.25)
(7.26)
which represents an expected result.
Since Pr (u LEdt]) is determined by (7.19), the problem of finding P; (u pi! [t]) according to (7.26) can be
reduced to calculation of the Pr(ucMV[t]). For calculation of Pr(ucMV[t]) the starting point is again (7.3):
(7.27)
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Since obtained leg voltages are symmetrical, then P; (uj ) = 11Tru: dt is the same for every I and represents
Pr(uLEo[t]), so that it can be calculated with (7.19). Also, because of symmetry, values of
P; (u jU J) = 11T s: U /U Jdt are identical for the same angular span between phases. If the phase angle between
phases 21l1n is denoted with a, then the angle span between phases I,J (I "#-J) can take discrete values of
Aa, where A = 1,2, ... , Lnl2 J. Finally this means that the values of Pr(u/uJ) are mutually equal for the same
A. For example, in the five-phase case for A=l, Pr(UAUB) = Pr(UBUA) = Pr(uBuc) = ... =Pr(ujuj,l) and
for A=2, Pr(uAuc)= Pr(ucuA)= Pr(UBUD)= ... =Pr(ujuj,2). For each A there are exactly 2n pairs of
I,J that have the same Pr(u/uj,A) except for the last A = nl2 for even n, for which there are n pairs of
I,J with the same value of Pr(ujuj,nI2). Graphical proof of this statement for the five- and six-phase cases
(odd and even n) is shown in Fig. 7.14. Taking this into account, (7.27) can be rewritten as:
(7.28)
Coefficient K A in (7.28) is equal to 2 for every 1~ A < nl2 , while for A = nl2 (that exists only for even n) it
is equal to Knl2 = 1. Generally, K A can be expressed e.g. as K A = 1+ rlsin Aall. With the introduced
parameter A one can say that Pr(uu:;o) can be written as Pr(u1uj,O). This can be used for further simplification
of (7.28) to only the second term where the start of the sum should be changed to A=O, and where Ko=l.
However, use of value A=O will be avoided in what follows.
Substituting (7.28) into equation for the phase voltage average power (7.26), one gets:
(7.29)
This means that the problem of calculation of the phase voltage and CMV average powers is reduced now to
calculation of the Pr(u/uj), i.e. calculation of Pr(u,uj,A).
Value of Pr(u/uj) can be calculated in a similar manner as used for the average power calculation of the
sinusoidal signal in 7.5. Because uf and uJ are PWM leg voltage square-waveform signals (Fig.7.15a,
Fig. 7.16a and Fig. 7.16c), this means that the process will start again with a switching period and progress with
further integration throughout the whole fundamental period. The area under the product of two switching
signals has to be calculated; thus position of the pulses inside switching period T, now becomes important. The
UJ uA uB ue uD uEIt,
u, Irp' r; Po r; P7;1I, ~
r; Iii, P1:1 PT;1. po.Un l..f~
Uc Po P1;] ([iJ PT.] P12.
Po P1:2 PI:]
1;-;, PT.]tiD I('Y
PT.] P1;2 PT;1. P1;l
111,
UE l..fry;
I ITP1;A=PluP.flA)=r ou,uJdt
a.
UJ Lt Un Ue tiD UE lit'U, .1
Uj Irp' Pn Po P7:) P7~ r;I\. ~
UB P7:1 ItjJ' PI:] PT.2 PT~ PoI\, ~
Ue Po P1;] ~ P1:] Po ~
UD PT.) Pr,l PT.I lip Pr.] Pl.21\ ~
liE P";2 P1:3 r, POI;] I/, "\ PT.]rfry
Up r; P1•2 PrJ PT). P7:] 171 "'\If~
b.
Fig. 7.14: Graphical representation of (7.27) for the a. five- and b. six-phase case. PrCUCMy[t)) is equal to the sum
of all the elements in table.
138
Chapter 7 Analytical formulae for leg and phase voltage RMS and THD
.i. u;CkT,)
1-1 u,[t]
u;(kT,)
L: uJ[t]
1-1
a. 00 T,
u,[t]-uJ[t]
~it+I~{i,+12
I 1 1
(:-( )+1)t, I)
(I-V
i, i,
(1-1)2
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Fig. 7.15: Graphical interpretation of the calculation of PTs(u[uJ) if carriers are in phase. a. Reference signals and
produced PWM signals. b. Product of the produced reference signals. One switching period T. is shown.
most typical dispositions of the carriers are PD, POD and APOD. However, for calculation of P; (ufuJ) the•
only important issue is the mutual disposition of the carriers c j and CJ, in a particular switching period Ts,
• •with which the reference signals u[ and UJ , respectively, are compared. The case when c[ and cJ are in phase
is shown in Fig. 7.15, while Fig. 7.16 illustrates situation when they are in counter-phase. One switching period
T, is shown.
Graphical process of calculation of PT (ujU J) during one switching period T, when cj and CJ are in
s
phase is shown in Fig. 7.1Sb. Values of if , ff and iJ, fJ are defined as:
. lU;'J(kT.)j
If.J = 1/(1-1)
(7.30)
U ;.J (kT.) - iJ,J/(/-l)
1-1
Integer parameter iI,J takes values 0,1,2, ... , (/ - 2), while fractional part is in the range 0 ~ fI,J < 1.
The shaded area has to be calculated next. For the sake of calculation, shaded blocks can be rearranged in
the order: SI' SI' S2, S2' S3' The value of Pr (u[uJ) can be calculated as the total shaded area divided by the•
switching period T, :
P; (uJuJ) = (2S1 + 2S2 +S3)1T.• (7.31)
where:
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a.
+-__;;;;,~:-----::::~=--+ U;(kTJ
~ ~M
00
uJt]·uJ[t]
(for t+J;S 1)
h.
c.
-t-----'''''t<::::::-----:=-t"'''---+ uJ'(kT,)
~l uJ[t]
00
Fig. 7.16: Graphical interpretation of calculation of Pr,(u/uJ) when carriers are in counter-phase. a. Reference
signals and produced PWM signals and b. product of the produced reference signals, iff~fiS.l; c. Reference
signals and produced PWM signals and d. product of the produced reference signals, if/!+jj>l. One switching
period T. is shown.
After simplification of(7.31) one gets:
(7.32)
In the given example in Fig. 7.15 the signal u; (kI:) has a smaller fractional part (f/ < fJ). Because of that, the
last term in the sum in brackets in (7.32) is fl. If one wants to generalise (7.32), then it can be rewritten as:
(7.33)
where f""/er =min(h,fJ ) .
Similarly as in section 7.5, PT(UIUJ) during one fundamental period can be obtained as integral of
P; (u/uJ). Integrals of ilfJ and iJff during the fundamental period are the same because of the symmetry, so•
that one gets:
(7.34)
Thus Pr(u/uJ) can be determined by calculation of three integrals P;;, P~ and P; in (7.34). Primed
I
symbol is used as a reminder that these values have to be divided by the factor (I _1)2 .
The situation when carriers cl and cJ are in counter-phase in a particular switching period is shown in
Fig.7.16. Values of il.J and fu remain as in (3.30). Graphical calculation of PTs (u/uJ) is shown in
Fig. 7.16b and Fig. 7.16d. One can see that two cases have to be considered. when fi + fJ SI (Fig. 7.16a and
Fig. 7.16b) and when ff + fJ > 1 (Fig. 7.16c and Fig. 7.16d). Similarly as in (7.31), the area of 2St +2S2 +S3
can be calculated. One gets that:
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(7.35)
Form of (7.35) is very similar to the one of (7.33), the only difference being in the last term of the summation in
brackets. As when the carriers are in phase, the expression (7.35) has to be integrated during the fundamental
period to obtain the average power of the product of the PWM signals uland UJ (Pr(u /uJ ) ). Here some care
• •has to be exercised. Most frequently signals u/ and uJ do not belong to the carriers that are in counter-phase
during the whole fundamental period. This means that in some intervals, when references belong to the carriers
that are in phase, or to the same carrier, f!mJ!ler has to be integrated as the last term in the summation in brackets.
When references are compared with carriers that are in counter-phase and if fl + fJ ~ 1, the last term is 0, i.e.
if f/ + fJ > 1, (fl + fJ -1) has to be integrated as the last term in (7.34). This will be explained using the three-
level case as an example, with carriers in POD, i.e. in APOD (these two are equivalent in the three-level case).
From the previous analysis one can see that the position of pulses inside the switching period T, becomes
important. For different position of pulses different area under u/uJ curve, i.e. Pr (u/uJ)' will be obtained, see
s
(7.33) and (7.35). If the carriers are in phase (Fig. 7.15), then the area, i.e. the value of Pr (uluJ)' is greater
s
than if the carriers are in counter-phase, Fig. 7.16 (proof: min(fI,fJ) > fl + /J -1 for 0 sfi '/J < 1). A
consequence of this is that after integration over the fundamental period the obtained value of Pr(u /u J) will be
greater for PD-PWM than for POD- or APOD-PWM for any pair of I and J. Referring this back to (7.29),
where these terms appear with minus sign, this means that PD-PWM will produce phase voltages that contain
less power than those produced by POD and APOD carrier dispositions. This is in agreement with conclusions of
[Carrara et al. (1992)]. In [Carrara et al. (1992)] double Fourier transformation analysis of the leg voltages has
been done. It was shown that PD-PWM localises high amount of energy at the multiples of the switching
frequency and, since those harmonics cancel in phase voltages, PD-PWM has been proposed as superior when
compared to the POD and APOD. The same conclusion is obtained here through the time domain analysis, and
through the spectral analysis in [Carrara et al. (1992)], thanks to the Parseval's theorem (7.6) that links a signal
power in the time and in spectral domains.
Functions i/,J are of the square-wave shape and for more than three levels are dependent on the
modulation index value. Variables f/,J are also time and modulation index dependent. This makes calculation
of the integrals in Pr(u/uJ) ,in (7.34), more difficult for a general/-level case. However, the situation is simpler
for two- and three-level cases, which will be analysed in more detail in the following sub-sections.
7.6.1 TWO-LEVEL CASE
For the two-level case values of i/,) are 0 at all times, so the first two integrals in (7.34) are zero (I';; = 0
and p;~= 0). Since only one carrier exists, carriers Cl and cJ for any two considered phases I and J are
always in phase. Thus the third integral can be calculated easily by integration of the / "mll., during the whole
fundamental period. One gets that:
, 1 ( . A1f)P =- 1f-2msm-
f, 21f n
(7.36)
An analytical solution for the phase and CMV voltage, for the two-level case and any number of phases,
is obtained in this way. Pr<Uph) is given with (7.29) where Pr(uux;) is defined by (7.19), which for the two-
level case equals Ao(l = 2)= 112, see (7.17), and Pr(u/uJ,A) is equal to the value in (7.36) since the multiplier
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1/(1-1 i in (7.34) for 1=2 is 1 and the other two integrals are equal to zero. Also note here that for A = 0,
Pr(u/uJ'O)= 112, which corresponds to Pr(ULEG)' Finally, (7.29) for the two-level case becomes:
(7.37)
where KA = 2 for every A, i.e. KA = 1 if A = nl2 that exists only if n is an even number. The value of
Pr(uCMV) can be expressed in a very similar way using (7.28), or simply by substituting (7.17) for the two-level
case and (7.37) into (7.26).
7.6.2 THREE-LEVEL PD-PWM CASE
For a three-level case the situation is somewhat more involved. Calculation of PT (uJUJ) depends on the
•
carrier disposition. Thus PD-PWM disposition will be analysed first; this will be followed by the consideration
for POD, which is in the three-level case equivalent to APOD, in the following sub-section.
For PD-PWM, for any set of I and J carriers, c/ and cJ are in phase. Hence Pr (u/u J) will be
s
calculated as in Fig. 7.15, i.e. using (7.33) and Pr(u/uJ) will be calculated by integration of (7.33) over the
whole fundamental period, as in (7.34). As an illustration, Fig. 7.17, which is given for the three-level five-phase
case for A = 1 and for u/ = U A and uJ = U B ' will be used.
The value of the first integral in (7.34) is independent of the modulation index value and carrier
disposition and is equal to:
. 1 A
P =---
ii 2 n (7.38)
Graphically, this value represents area S;; in Fig. 7.17b divided by the period of the signal T , i.e. by 21t'.
•This can be easily calculated since reference UA has integer value of I from ox = -m2 + 2rtk to m2 + 2rtk
(where k is an integer number), otherwise it is zero. References u; and u~ have the integer value I from
«i=Aa-m2+271k to Aa+m2+271k, otherwise they are zero. For A=I, value of iAiB is I from
ox = la - m2 + 271k to m2 +211k, and for A = 2, value of ox = i Aic is 1 from 2a - m2 +2rtk to m2 + 2rtk .
That means that iAi B is 1 for interval tr -la, and iAie is 1 for tr- 2a , or in general case tr- Aa . Thus the
average value of lITJ: iJiJdt is 1/(2n')(tr-Aa), that represents (7.38).
The second integral can also be easily determined since the limits of integration remain constant in the
three-level case for any modulation index value and for any value of I and J . This term exists and is equal for
both dispositions of carriers, i.e. c/ and cJ in phase or c/ and cJ in counter-phase. As a graphical illustration
for calculation of pif, Fig. 7.17c can be used (pif = S~/(2tr». As an example, in the five-phase case, let us
consider fAiB and fAic' i.e. A= 1 and A = 2, which includes the whole set of A values for the five-phase
case. References U ~ and U ~ have integer value 1 from ox = Aa - m2 + 271k to Aa +m2 + 271k, otherwise they
are zero. Hence, only the integral of fA between these borders (when in, i.e. ic is 1) should be calculated.
Note that fA has a value of (I -1 Xml2)co(ox), i.e. mco(ox) (since 1= 3 ), for -m2 + 271k~ ox ~ m2 + 271k,
while in the other half-period it is 1+mco(at) . One can see that all the borders of integration are constant, so
that (r = «i) :
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a.
Fig. 7.17: a. Leg voltage reference signals u; and u; (A= I) with fractional (fA,fB, 1=3) and integer CiA, is) parts.
b. iAiS product. c. !Ais product. Calculation of Pi., term of (7.34) for PD-PWM: d.lsmaller for O::;m::;llmA and
e·lsmaller for IImA<m::;l.
[
!!_ Aa+!!_ J1 2 2
P~ =_ f mcosrdr+ f {l+mcosr)dr
2Tr" "Aa-- -2 2
(7.39)
In a general case, for any value of A, one gets:
l{ = _1 (Aa + 2mco1(Aa»)
2Tr
(7.40)
Calculation of the third integral in (7.34) is the most complicated. Integration of fstrrJl/er that has to be
used for PD-PWM for calculation of P'_r is graphically represented in Fig. 7.17d and Fig. 7.17e. One can see
s
that borders of integration for the small modulation index values are constant, as it is illustrated in Fig. 7.l7d.
However, when the modulation index exceeds a certain value mx some borders of integration «. +kr: and
I
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Tx, + ktr) become dependent on the modulation index m, Fig. 7.l7e. Substitution r = 01 will be used for the
sake of simplicity in calculations. Values of' r, and r, in Fig. 7.l7e can be determined as the crossing points
/ r
of the lines u~ and u~ - 0.5, or, in a general case for any A, using the condition
O.S+(m/2)cm(r) = (m/2)co(T-Aa). This leads to:
. ( Aa) 1sm r -- =x,, 2 . Aa
2msm-
2
(7.41)
Value of m, corresponds to UA='x that is determined with 'XI = 'x, ' The value of 'x can be obtained in a
straightforward manner from Fig. 7.17e since it is in the middle of the span from td2 to td2+Aa, where the
reference leg voltages cross horizontal line ofO.5; thus r, =td2+Aa/2. Substituting v, with. in (7.41)
l.r x
one gets m =1/(2sin(Aa/2», Taking this into account and by using (7.41), values of rand Tx , as a
X ~ ,
function of m, in Fig. 7.17e can be expressed as:
Aa . m, -I mxl• = - + arcsm- = TX + arccos---"-
x" 2 m m (7.42)
The value of the integral P;,.I when 0 ~ m ~mx can be calculated according to the graphical
interpretation shown in Fig. 7.17d, i.e. by dividing area of S~,I by 2tr. Due to the symmetry the value of the
integral can be calculated as:
[
!!. !!.+Aa Aa+I< J2 2 2 2
P;"I =- Jmcos.d.+ Jmco(.-Aa)d.+ J (1+mcos.)d.
2tr Aa ,. I<
- - -+Aa
222
(7.43)
One gets that:
, 2m ( . Aa A) 1 Aap =- I-sm--cos a +---1,,1 tr 2 2 2tr (7.44)
where 0 ~m ~mx'
For the higher modulation index values mx <m ~ 1 value of the integral P;',2 can be calculated directly
by integration of the area S~,,2 in Fig. 7.17e, and by dividing by 21r. However, it can be also calculated in a
simpler way using previously obtained expression (7.44). One can see from Fig. 7.17e that St.' 2 = St.' 1 - 2St.' A
s' s' s:
i.e. after dividing by 2tr, that P;,,2 = P;"1-2P;,,l>' Here, P;',l> =1I(2tr)[" (fs - fA)d. and P;',I is as in (7.44),
~
but now calculated for mx <m ~ 1.Values of 'XI and 'x, are given by (7.42). Thus, only the value of p;,.l> has
to be additionally calculated. For any value of A (e.g. in the five-phase case A = 1 and A = 2):
1 r.,
Pf' l>= - J(mco~.-Aa)-(I+mco~.))}d.
J' 2tr
r"
(7.45)
After calculation of the integral one gets:
(7.46)
Finally, to complete the set of equations, one recalls that:
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r: =p' -2P'1•.2 1•.1 I•.I!. (7.47)
where P;'.I is determined by (7.44), P;•.A is given by (7.46), while mx <m:::;l (mx =1/(2sin(Aa/2»).
For determination of Pr(u/uJ,A) in (7.34) values of p;;, pif and p;. should be replaced by values from
(7.38), (7.40) and (7.44) for 0:::;m s; mx , i.e. (7.47) for mx < m s; 1, respectively. After all the substitutions one
gets (m, = 1/(2 sin(A;r / n» ):
Pr(u/U,)=_l 2[1+2m(1_SinAtr)+{ 2[~2 1
0
I mxlJ(/-1) tr n -- -- - arccos-=-
tr m; m (7.48)
An analytical solution can be obtained now for phase and CMV voltage for the three-level case with PD-
PWM for any number of phases. Pr(upIt) is given by (7.29) where Pr(uLEG) is defined by (7.19), which for the
three-level case equals Ao(/=3)=1/4+m/(tr(3-l)) (as given in (7.17», andPr(u/uJ,A) is given by (7.48).
Finally, after all the substitutions into (7.29), Pr (upit) for the three-level n-phase PD-PWM case becomes:
~[ {
0 osmsmx]
1 . Atr 2P. U = -- K mSIn- + m m
,(,.) 2nst A-' A n K{Jm; -1-I"'cco, ,,; IJ m, <m < 1 (7.49)
where mx=1/(2sin(A;r/n», KA=2 for 1:::;A<n/2,i.e. KA=l for A=n/2 (this exists only for even n),
and A=1,2, ... ,LnI2j. Note that mx depends on the value of A; thus each value in the summation has to be
calculated first. It should also be noted that the value of mx for some values of n and A can be greater than I,
e.g. for n =7 and A = 1, thus in that case the second term in the summation of (7.49) is zero for the whole
range 0:::; m :::;1 .
Using (7.28) PT(UCMV)can be determined in a very similar way, ifit is of interest. Also, PT(uCMV) can
be obtained as Pr(UcMV)=Pr(ULEo}-Pr(Uph), see (7.26), where used values are defined by (7.17) and
(7.49), respectively.
7.6.3 THREE-LEVEL (A)POD-PWM CASE
The POD, i.e. APOD, PWM will be analysed in this sub-section. As already mentioned, by comparing the
formulae for PT (uluJ) for the carriers in phase and in counter-phase (equations (7.33) and (7.35), respectively)
J
one can see that the only difference is in the last term in the summation. Hence the integrals of iliJ and of the
ilIJ, i.e. iJII, 11;; and pif during the fundamental period are determined again by (7.38) and (7.40). From
Fig. 7.18 it is obvious that in some zones during the fundamental period carriers cl and cJ (CA and CB in the
example shown; phases A and Bare chosen, I = A, J = B) are in phase while in some zones they are in
counter-phase.
Let us recall that Cl is the carrier intersected by the reference signal u;. This means that for calculation
of Pr(u,uJ) for (A)POD, formulae (7.33) and (7.35) have to be combined during the fundamental period. It is
very important to note that in those zones where carriers are in counter-phase and where (7.35) should be used,
the condition fl + fJ > 1 is satisfied only in the first half of that interval, Fig. 7.18. This means that in zones
where carries are in counter-phase in the first half of the interval the second condition in (7.35) should be used,
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a.
C, and c,
are:
in counterin phase phase in phase
in counter
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wt
b.
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Fig. 7.18: a. Leg voltage reference signals u~ and u~ (A=I) with fractional (fAJB, 1=3) and integer (iA, iB) parts.
b. Calculation of Ph. represents a combination of (7.33) and (7.35) when carriers are in phase and in counter
phase.
while in the second half the first condition should be applied. In the example shown in Fig. 7.18 shaded area
represents the last integral, and, because of symmetry, it can be calculated as:
(7.50)
where TI= O.m, '2 = 0.5Jr, '3 = 0.7", '4 = 0.9n" and '5 = l.m . One can see that the borders of integration
('I' T2,···, T8) are not changing with the increase of the modulation index m. This simplifies integration. In
general, since Pr (u JUJ) is the same for every pair J, J for the same A., it is enough to calculate P; (u AU J )
(J = A) and J = B, C etc. until all possible values of A. are covered for the considered number of phases n .
Equation (7.50) in the general case becomes:
(
tt tt r.a Aa 12 2 2+2 1r+2
P;, = - f mcosTdT+ f «I+mcos,)+mcos(T-Aa)-I)dT+ f (l+mcosT)dT
2" r;« IT "- - -+Aa
2 2 2
(7.51)
After calculation of the integral for the general case one gets:
, 2m( Aa . Aa ) 1 AaP =- cos--sm--cosAa +---
j,,, 2 2 2 2" (7.52)
As already mentioned, there is no change of the borders of integration, so (7.52) is valid for the whole
modulation index range of m from 0 to 1. Similarity of (7.52) with the corresponding expression (7.44) for the
PD-PWM is obvious.
The value of Pr(u,uJ,A), for any A., for (A)POD-PWM case can be calculated next. It is determined by
a sum of terms, as in (7.34), where ~; and ~f are given with (7.38) and (7.40), respectively, and P;, is now
defined by (7.52). After substitutions one gets:
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1 ( 2m( A7t . A7t))Pr(u1uJ)=---2 1+- cos--sm-(i-1) ft n n (7.53)
An analytical solution can be now obtained for phase and CMV voltage for the three-level case with
(A)POD carrier disposition, for an n-phase system. Again, Pr(Uph) is given with (7.29) where Pr(uLEG) is
defined by (7.19) (which is for the three-level case equal to Ao(I=3)=1/4+mI(7t(3-l)), in accordance with
(7.17», and Pr(UjuJ,A) is given by (7.53). After these substitutions into (7.29), Pr(Uph) for the three-level
n-phase case with carriers in (A)POD becomes:
m ( Ln/2J ( Aft . Aft)JPr(uph)=-- n-l- LKA cos--sm-
2nft A-I n n
(7.54)
where KA =2 for I~A<n/2, i.e. KA =1 for A=n12 (which exists only for even n), and A=I,2, ... ,
Ln/2J. Note that the power of the produced phase voltage is linearly proportional to the value of the modulation
index m, with the coefficient of proportionality being different for the different numbers of phases n. Linear
dependence was also present in the two-level case (7.37), while in the three-level case with PD-PWM the
dependence was more complex.
If of interest, substitution of (7.17) and (7.54) into (7.26) yields Pr (UCMV ) •
7.6.4 GRAPHICAL REPRESENTATION OF PHASE VOLTAGE POWER AND TIID
Phase voltage power, according to the analytical expressions (7.37), (7.49) and (7.54) for the two- and
three-level case with PD and (A)POD carrier dispositions, respectively, and for phase numbers n = 3,5,6 and
7 is shown graphically in Fig. 7.19. Power of the reference phase voltages, given with (7.23), can be easily
calculated using (7.3) and is also shown in Fig. 7.19 (gray dashed line, Pr (u;h) =m2/8 ).
Fig. 7.19 clarifies the previously given statement, that the phase voltage produced by the PD-PWM has a
smaller average power (smaller higher order harmonics) than the voltage produced by the (A)POD-PWM for the
same number of phases. Of course, phase voltage produced by the (A)POD-PWM has a smaller average power
than the one produced by the two-level PWM inverter. An interesting fact to be noted is that the phase voltage
0.18 ---S-phase
----- 6-phase0.16
m
Fig. 7.19: Analytical curves plotted using (7.37), (7.49) and (7.54): the average power during the fundamental
period of the phase voltage generated by two- and three-level PWM multiphase inverters with PD and (A)POD
carriers, PrCUph)'
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produced by a three-phase inverter has smaller power than those produced by inverters with higher numbers of
phases. For the two-level case and for three-level case with PD-PWM this can be generalised into a statement
that power of the phase voltage increases with the phase number n; however, for (A)POD this is not the case.
Note that the values for the three-level PD-PWM in Fig. 7.19 are twice smaller than for the two-level case
for the given number of phases, for small modulation index values. This is also obvious from equations (7.37)
and (7.49). The maximum value of the modulation index m up to which this applies is determined by the
smallest value of mx for a particular n, i.e. by minQ/(2sin(A;r/n»). Thus for the three-phase case this is true
up to the modulation index of 0.5774, for the five-phase case up to 0.5257, for the six-phase case up to 0.5, and
for the seven-phase case up to 0.5129.
Operation of the three-level inverter with PD carrier disposition for small modulation index values is
similar to the operation of the two-level VSI with halved dc-bus voltage, since the same space vectors are used.
The power curves in Fig. 7.19 are for the normalised voltages, so that they have to be multiplied with V';' to
calculate the power in physical units. This justifies used normalisation, because power curves for the normalised
voltages are directly comparable without any additional scaling. Thus, at the first sight, it appears that the power
at small modulation indices for the three-level case should be four times smaller than for the equivalent two-level
inverter with halved dc-bus voltage, because normalised value for the two-level case from Fig. 7.19 has to be
multiplied with (V.., 12)2. However, if the dc-bus voltage is halved that means that corresponding modulation
index for the two-level inverter is doubled. Hence, if a small modulation index, say m = 0.4, is taken as an
example, the power of the three-level PD-PWM produced phase voltage is equal to the value from Fig. 7.19
multiplied by V';'. This value is actually equal to the value obtained with the two-level inverter with halved de-
bus voltage, which is the value in Fig. 7.19 for m = 0.8 multiplied by (V.., /2)2. For the same reference signal
the dc-bus voltage is halved so the corresponding modulation index is doubled and amounts to m =0.8. Because
of the linear dependence on the modulation index value for the two-level case, this finally confirms that
normalised values for the phase voltage power produced by the three-level inverter with PD carriers, in zone of
small modulation index values, are actually two (rather than four) times smaller than the normalised values for
the two-level case.
From the point of view of the space vectors and sub-sectors, used space vectors for sub-sectors of the
three-level case are identical for the small modulation index values as for the two-level case with halved de-bus
value. Maximum modulation index in the linear modulation region for an n-phase system, for odd numbers of
phases, is given with m,_ = lIcos(;r/(2n» [Levi et al. (2008)], and it is obtained with min-max zero-sequence
injection. For even numbers of phases mmax=l and linear region cannot be extended. Particular values of the
modulation index mu up to which the power of the phase voltage obtained with the two-level inverter is twice
more than the power obtained with the three-level inverter (0.5774, 0.5257, etc.), are equal to m".d2 for any
particular number of phases. This result can look unexpected because the reference signals analysed here are
pure sinusoidal signals without any injection. However, the min-max injection is not reflected in the phase
voltages and sub-sector division for phase voltage space vectors is the same for pure sinusoidal reference signals
and for sinusoidal signals with added min-max injection; the only difference is in the maximum achievable
modulation index in the linear PWM region, as explained in 5.3.1.
By using analytical expressions (7.37), (7.49) and (7.54) for the phase voltage average power obtained
with two- and three-level multiphase PWM inverter with PD and (A)POD carriers, and by using (7.8), THD
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values of the phase voltages can be obtained. Note that, according to (7.4), RMS values of the phase voltages can
be calculated as Uph."", = ~PT(UPh)' As in section 7.5, where leg voltage THD is defined with (7.22), total
harmonic distortion is defined with reference to the fundamental (first harmonic) of the output. The fundamental
value of the generated phase voltages, since dead time is not taken into consideration and due to the assumption
of high switching frequency, is equal to the reference magnitude, i.e. its RMS value is equal in per unit to
U ph.""". =ml(2Ji). The de component of the output voltage is Uph.d:=0. The power of the reference phase
voltage is Pr(u;"') = m2/8, as already explained. Actually, the first harmonic and the de components (if any)
form the power of the reference signal, i.e. Pr(u;"') =U:"'."",.r +U:"'d:' Substituting these expressions into (7.8),
an equation similar to the one for THD of the leg voltage (7.22), can be written as:
(7.55)
where Pr(uph) is given by (7.37), (7.49) and (7.54) for the considered cases of the two-level and three-level
PWM with PD and (A)POD carriers, respectively, and m is the modulation index value 0 ~ m ~ 1.
Additional power that is contained in the created phase voltages, in excess of the power of the ideal
sinusoidal signal, is Pr(uph) - Pr(u;"') . It is shown in Fig. 7.20. This is in essence difference between the values
in Fig. 7.19 and m2/8.
Curves that represent THD of the phase voltages, for the two-level and three-level PWM with PD and
with (A)POD carriers, are generated according to the analytical expression (7.55) for various phase numbers and
are shown in Fig. 7.21.
A comparison of Fig. 7.20 with Fig. 7.12 for leg voltages (curves for the two and three-level case) shows
that the difference between the "wasted" power in the leg and in the phase voltage for the three-level case for
(A)POD is very small. The comparison can be also done directly by comparing Fig. 7.19 and Fig. 7.11. In this
case one should be aware that the power of the reference leg voltages in Fig. 7.11 contains an additional offset of
0.25, since leg reference voltages contain de-value of 0.5 (see (7.13», that keeps them centred between dc-bus
rails. According to (7.26) this means that for (A)POD in the three-level case very little energy goes into non-de
harmonics in the CMV. If this parameter is of interest, than the (A)POD represents the best choice. Further, one
m
Fig. 7.20: Power in excess of the power of the ideal sinusoidal signal, contained in the generated phase voltages
with two- and three-level multi phase inverters.
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m
Fig. 7.21: THD, as given by the analytical expressions (7.55), for the generated output phase voltage of the two-
and three-level PWM multiphase inverters, THDrt:uph)'
can see that (7.54) for even numbers of phases n becomes equal to Pr(upIr) =ml(2tr). Comparing this result
with the power of the leg voltage (7.17), for the three-level case, one can see that the only difference is in the
constant term 114. This means that for an even n and for the three-level inverters with carriers in (A)POD the
CMV does not contain any ripple and is a pure de-value or zero, depending on the point to which it is referenced.
Because of the mirror-symmetry around the time axis, this conclusion can be generalised to any even number of
phases with an odd number of levels, and to both POD and APOD carriers.
Calculation of the phase voltage and CMV power and of the phase voltage THD for any other number of
levels can be executed in the same manner. However, due to complex analytical calculations and due to the
simplicity of finding the problem solution numerically, full solution for only the most common cases in practice,
two-level and three-level PD and (A)POD PWM, was given here. Numerical calculation of the THO does not
necessarily mean calculation by finding the spectrum first; THD can be also calculated numerically in time
domain, as explained at the end of section 7.3. Some results for the phase voltage THO, for the three-phase load
supplied from the five, seven and nine-level inverter with different carrier-based strategies, are given in [Calais
et al. (2001 )], where the region of overmodulation is also covered. The method of THO calculation in [Calais et
al. (2001)] was obviously numerical, by means of the spectrum determination; however the number of harmonics
taken into consideration is not given.
7.6.5 A DIFFERENT VIEW ON CALCULATION OF THE LEG VOLTAGE POWER
Derivation of the power of the PWM produced leg voltage by an I-level inverter was given in section 7.5.
The final equation for the Pr(UI£G) is given by (7.19). This equation was derived by integration of the power of
the signal from one switching period, Pr. (UI£G)' governed by (7.11). The same principle was used for
calculation of the power of the product of two PWM signals. Average power of the product of two signals during
one switching period, Pr. (u/uJ), for carriers in PO, is given by (7.33). As already mentioned, for A=O,
Pr.(u/uJ)=Pr.(u/u/) represents Pr.(UI£G)' It is worth recalling here the definitions used, namely:
Pr.(u/u/)=IIT,i:u/u/dt, while Pr.(uI£G)=IIT,i:u7.eGdt (rather than lIT,i:UI£Gdt). This means that
equations (7.11) and (7.33) for A=O are the same.
For A=O, (7.33) becomes:
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(7.56)
where index I is omitted; note that IsrmHer = mir(jj,j/) equals fl' i.e. f. Also note that integer index i in
(7.11) corresponds to definition of i in (7.30). If in (7.11) D is replaced with (i+ f)I(/-l), the identity with
(7.33), i.e. (7.56), becomes obvious. This expression can be alternatively written as:
P, (u )=_1_«i+f)2+f_f2)=D2+f(l-f)=p (u· )+f(l-f)
z 1£G (/_1)2 (I _1)2 T. 1£G (/ -1 i (7.57)
Equation (7.57) is identical to (7.11) but it is clearer in the meaning, because it directly shows that the power of
the produced leg voltage during one switching period is equal to the sum of the power of the reference leg
voltage plus part that comes from switching between two adjacent levels. Using this formula for THD, equation
(7.12) becomes simpler:
rnn.o. [t])= Jf(1- f)
~ 1£G (1-1)D
(7.58)
where D = u~ (k~). By integration of (7.57) across the whole fundamental period, as in section 7.5, the
general equation (7.19) can be derived in the same form.
7.7 COMPARISON OF THE THEORETICAL CURVES WITH SIMULATION AND
EXPERIMENTAL RESULTS
To validate the theoretically obtained analytical results, simulations and experiments have been done.
Simulation software PLECS block-set has been used. Scope in this software has a built-in function for RMS and
THD calculation. The built-in functions use exact numerical approach as the one described in section 7.3, but are
also adapted to work with a variable simulation step time [AIImeling and Hammer (2012)]. According to (7.4)
average power of the signals is calculated as a squared value of the R.t\1Svalue from the PLECS scope. This way
of calculation is very precise and that is the reason why this software has been used for proper simulation
verification of analytical results.
Theoretical curves for the leg voltage THD, shown in Fig. 7.l3 for the two- to five-level cases for pure
sinusoidal references, are compared in Fig. 7.22 with the values obtained by simulation using PLECS scope.
Simulations are done for the constant V/f ratio (mil = 1/50), for Vet-=1 V (for easier comparison of
power curves, when needed), and for the switching frequency of fs = 2 kHz. Excellent agreement between
simulation and analytical results is obvious. This means that the used switching frequency, i.e. ratio Islf, is
high enough for all the modulation indices. Also, one can see that the different carrier-based dispositions (PO,
POD and APOD) do produce the same THD in a leg voltage, as long as the single-level transitions are used,
output voltage steps are equal, carriers are centred, and fs is high enough. This conclusion has been given after
theoretical considerations in 7.5 after (7.16).
Theoretical (analytical) curves for the leg voltage THD of Fig.7.13 are compared next with the
experimentally obtained THD values in Fig. 7.23 for the two-level and three-level cases.
Experimental THD values for leg voltages in Fig. 7.23 apply to the experimental rig with the five-phase
induction machine, but voltage THD is of course independent of the load. As in simulations, V/f ratio was kept
constant and equal to mlf = 1/50. Custom-made two-level and three-level inverter of the neutral-point clamped
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Fig. 7.22: Comparison of the analytical curves for leg voltage THO of Fig. 7.13 (solid and dashed lines) with
simulation results from PLECS scope (values shown with markers).
(NPC) type were supplied from Sorensen SGl 600/25 de source (as also used for the other experimental results
in this thesis). De bus voltage was set to 600V. To obtain the THD from the experimental results, spectrum has
been calculated first. The length of the spectrum varies because the number of samples from the oscilloscope
inside one switching period varies (VIj has been used, and time scale was adjusted for each measurement). The
THOs when full spectrum has been used and when only components from the first ten side-bands (up to 21kHz)
are taken into consideration (according to (4.9», were calculated and are shown in Fig. 7.23. Recall that this way
of calculation was used in all the previous chapters of this thesis. Because of the lack of availability of the
hardware for more than three-level operation, only results for the two-level and three-level cases are shown. One
can see that, because of the dead time, which is 6Jls in the implementation for both inverters, the THD from the
experiments is very slightly higher (worse) than the one predicted by the theoretical curves. This is visible in
Fig. 7.23 only for low modulation indices, where the dead-time effect is more pronounced. The influence of the
finite switching frequency is obviously not very important, as can be seen in Fig. 7.22 where the same switching
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Fig. 7.23: Comparison of the analytical curves for the leg voltage THO of Fig. 7.13 (continuous lines) with
experimental results using full and up to 21kHz spectrum for the THO calculation (discrete values labelled with
corresponding markers) for the two-level and three-level operation.
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Fig. 7.24: Comparison of the analytical curves for the average power of the phase voltage generated by two- and
three-level PWM multiphase inverter (Fig. 7.19; continuous lines) with simulation results from PLECS scope
RMS2 (discrete values, identified with markers).
frequency of 2kHz was used, but where dead time was neglected. Also, if the finite number of samples is taken
into consideration (the value used here is 21 kHz and is much higher than many that are usually in use in
practice), the calculated THD can be easily lower than the correct analytical value, see Fig. 7.23. This problem is
well known and also has been analysed in [Farokhnia et al. (201Ia), Farokhnia et al. (2011bj],
Theoretical analytical curves for power of the generated output phase voltage of Fig. 7.19 are compared
with simulation values from PLECS scope (RMS2) in Fig. 7.24. A corresponding comparison of the analytical
THD traces with simulation results, which are the values read from the PLECS scope, is shown in Fig. 7.25.
By inspecting Fig. 7.24 and Fig. 7.25 one can see an excellent agreement between the results obtained
using analytical expressions and simulation results for both power and THD of the obtained phase voltages,
similar to the agreement achieved for the leg voltages.
The experiments have been done using three-, five-, and six-phase symmetrical induction machines and
for symmetrical seven-phase R - L load. De voltage, provided from Sorensen SGI 600/25 de source, was 600V
-- 3-phase analyt.
- - - 5-phase analyt.
- - - - - 6-pha'le analyt.
-- 7-phase analyt.
o 3-pha'le sim.
• 5-pha'le sim,
6-phase sim.
0.2 0.3 0.4 0.5 0.6
m
0.7 0.8
Fig. 7.25: Comparison of the analytical curves for phase voltage THD (Fig. 7.21; continuous lines) with
simulation results from PLECS scope (discrete values, identified with markers).
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Fig. 7.26: Comparison of the analytical curves (continuous lines) for the phase voltage THD (Fig. 7.21) with
experimental results using the full and up to 2 IkHz spectrum for THD calculation (discrete values labelled with
corresponding markers), for a. three-, b_ five-, c. six- and d. seven-phase configuration.
in all the cases, except for the six-phase machine where it had to be lowered to 250V due to the limitation
imposed by the voltage rating of the machine. The same procedure and the same settings as before apply here as
well. As for leg voltages, THD was calculated using Fourier transformation and the harmonic spectrum was
limited at 21kHz, see (4.9). Comparison of theoretical analytical curves and experimental results for the THD is
given in Fig. 7.26.
The effect of truncating the spectrum at 21kHz is evident in Fig. 7.26, since all the experimental THD
values are slightly lower than the theoretically predicted values. It should be noted in this context that the THD
in experiments is actually slightly increased because of the dead-time induced harmonics; hence the values
calculated using full spectrum appear above analytical curves. The same was the case for the obtained leg
voltages, Fig. 7.23.
7.8 CONCLUSION
Analytical expressions for the average power and THD for the PWM produced leg and phase voltage are
derived in this chapter. Considered reference voltage is purely sinusoidal. Derived analytical formulae for the leg
voltage average power and THD are for any number of levels. Phase voltage is further analysed for star-
connected symmetrical load. Due to the difficulties encountered in the analytical derivation, and simultaneous
simplicity in obtaining the results numerically, only two- and three-level n-phase cases were analysed. However,
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the principle used is general and it can be applied to any number of levels and phases. For the three-level case
PD-PWM and POD (i.e. APOD) PWM are covered. The superiority of the PD-PWM is confirmed once again by
the time domain power analysis here. Analytical curves are compared with simulation and experimental results,
and an excellent agreement is demonstrated.
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CONCLUSION
8.1 SUMMARY AND CONCLUSIONS
In this thesis, an analysis of PWM techniques that can be used for control of multilevel VSI supplied
multiphase machines is given. Analysed machines are with the sinusoidal distribution of windings, so the aim of
the PWM algorithms is always to produce sinusoidal output. Five-phase and seven-phase three-level structures
are covered in detail. Also, an effort has been made to present all the algorithms in a general form, so that the
introduced algorithms can be applied to an arbitrary number of phases and an arbitrary number of levels.
Research is concentrated more on the space vector algorithms since carrier-based ones are universal and easy to
extend. Carrier-based algorithms are used in this research as a reference point, and all the space vector
techniques are compared with them. The comparison in the research is based on the time domain waveforms,
produced by particular strategies, and on their spectra. Commonly used in practice global figure of merit, THO,
has been also used for comparison purposes. Analytical formulae for leg and phase voltage THO for different
types of modulation strategies are developed, so that the additional consequences of the PWM schemes on the
inverter and machine operation under the different conditions can be investigated. In this research proper
functioning of developed modulation strategies has been confirmed by experimental results using a five-phase
induction machine in open-loop operation and using a passive R-L load for the seven-phase case, in conjunction
with a custom-built NPC three-level VSIs.
The thesis starts with the literature survey of modulation strategies relevant for the research topic. It gives
a review of carrier-based and space vector PWM techniques. As the starting point, a survey of the carrier-based
techniques for multilevel inverters is given. Modulation strategies for other drive topologies that are related to
the analysed multilevel single-sided supply of multi phase machines using voltage source inverters are covered.
At first, the main works on space vector techniques for three-phase multilevel inverters are addressed. Next, a
reference review of space vector techniques for multiphase two-level inverters is given. Some of the first
modulation techniques for open-end winding configurations, as an alternative for multilevel operation, are
surveyed. The survey of the multilevel multiphase voltage source inverters shows that only a few papers can be
considered as 'real' space vector algorithms, according to the space vectors definition used in this thesis. Among
them only one method is considered as a proper space vector one, since it considers all the planes in the vector
space decomposition approach. A survey of some non- VSO based multilevel multi phase algorithms was
included as well. The existence of only one proper space vector algorithm, based on the VSO approach, has
confirmed that there is enough space for investigation in this field. Some of the aims are therefore set as the
extension to higher number of phases and possible generalisation. Also, a comparison of the space vector
algorithms with the carrier-based algorithms was set as one of the main objectives, because of much easier
implementation of the carrier-based techniques.
Chapter8 Conclusion
Before explanation of the specific algorithms, in Chapter 3, a general structure of a single-sided inverter
fed induction machine is discussed and some general equations are given. The process of digitalisation with extra
requirement for averaging in each switching period is explained. A lot of attention is devoted to the
transformations, to the explanation of the space vectors, and to the vector space decomposition approach
analysis. The definition of space vectors does not appear to be uniform and, through the literature survey, one
can note that different authors assume different definitions of it. In this thesis the VSD has been assumed as the
only space vectors approach because it strictly defines the space, it defines vectors in that space, and it
decomposes and analyses 2-D projections of the vectors. Also, the VSD approach has been used in the majority
of existing papers, and, most importantly, it has been used for the two-level multiphase algorithms where more
than one 2-D plane is present and has to be considered. A simple method for plotting of the space vector
projections is shown as well, as a supporting tool for an easier analysis of the space vectors.
Space vector algorithms have been analysed in Chapter 4. Space vector techniques consider signals in
decomposed space after transformation. The number of switching states and space vectors rapidly increases with
higher numbers of phases and levels of the inverter. All spaces have to be analysed simultaneously. This makes
the task very difficult for realisation for any particular case and especially for generalisation. The first analysed
technique in Chapter 4, for the five-phase three-level case, includes an in-depth analysis of the existing algorithm
that gives the complete VSD algorithm solution for this particular case. A lot of steps of this algorithm are
explained in a different manner, to facilitate the development of the algorithm for the seven-phase three-level
case and to make it easier for the generalisation. One modification of the original algorithm, which aims at
reduction of the magnitude of the main (the fifth) harmonic in the CMV and that increases symmetry of the
sector sub-division, is developed. The algorithm for the seven-phase three-level case is developed next for the
first time and this is undoubtedly one of the main contributions of this thesis. The same modification of the
original algorithm, as in five-phase case, is also applied to the seven-phase algorithm. Proper functioning of the
all four space vector algorithms has been confirmed through the simulations and experiments. A general form of
the algorithm is also given. The reduction of the number of switching states from the total of 243 to 113 in the
five-phase, i.e. from 2187 to an acceptable 297 in the seven-phase case, is obtained by the application of the
order-per-sector law from the time domain. Correlation between leg state (level) transitions in the time domain
and in the a-p plane is explained, and a method for determination of the switching sequences, by finding the
closed n-angle patterns, is presented. Partitioning of the sectors into sub-sectors, by limiting the time of
application of each vector to the 0 to T, interval and requiring cancellation (on average) of voltages in the x-y
planes, is done. Final sequences are chosen to minimise losses and also to contain the maximum number of
'ones', for the better dc-bus capacitor voltage balancing in the three-level case. Sub-sector determination is
realised by a simple comparison of the reference voltage projections with constant values.
In Chapter 5 carrier-based techniques are introduced in a manner convenient for comparison with the
space vector techniques. Chosen carrier disposition is the level-shifted one, of PD type (all carriers are in phase),
since it is the only type that produces increasing transitions in the first half of the switching period and
decreasing transitions in the second half, as it is assumed in the SVPWM algorithms. Pure sinusoidal references
are analysed at first. Reduction of the PD-PWM to the single carrier band has been used for simpler
implementation and for explanation of the change of the switching sequences that appear in time domain. The
change of the switching sequence is explained in detail and is reduced to the simple rule that it appears when two
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reference leg voltage fractional parts change mutual order. Conditions when the starting switching state of the
new sequence changes are explained. Influence of the modulation index on change of the mutual order of
fractional parts, i.e. on the change of the applied sequences, is analysed. Plots that show this dependence in the
a-p plane are given. The same analysis is repeated for the sinusoidal references with min-max injection as an
option for extension of the linear modulation index range. Double min-max injection, that additionally centres
fractional parts of the reference leg voltages inside the common carrier band is also analysed. The second
centring of the signals provides equal times of application for the redundant switching states, which is a common
assumption in the space vector algorithms.
In Chapter 6 comparative analysis of the presented space vector and carrier-based modulation strategies is
given. The first part of the analysis is theoretical, and is based on a comparison of the switching sequences and
on sub-sector division that defines regions of applicability of these sequences. Five-phase three-level case is used
as the example. It is highlighted that sub-division of the a-p plane into sub-sectors of the modified space vector
algorithm and of the carrier-based algorithm with min-max, i.e. double min-max, injection are identical. Also,
for a few sub-sectors it is proven that the same switching sequences are used. Finally, double min-max injection
will equally distribute times of application of the redundant switching states, so the equivalence of this algorithm
with the modified space vector algorithm is theoretically demonstrated. The second part of the analysis of the
presented modulation strategies for the five- and seven-phase three-level case is given through the comparison of
experimental results. Three carrier-based (with pure sinusoidal references, with min-max injection and with
double min-max injection) and two space-vector (original and modified) PWM methods are encompassed by the
experimental comparison, for both topologies. It is shown that, while all methods have the same maximum
modulation index (apart from CBPWMO) in the linear region and yield essentially the same phase voltage and
current output, differences exist in the spectra of the phase voltage, common mode voltage and current. Two of
the methods, carrier-based with double min-max injection (CBPWM2), and modified space vector algorithm
(SVPWM2) are characterised with identical voltage spectra for all modulation index values, confirming the
theoretical analysis. Phase voltage THO is found to be the same for all methods, although the individual
harmonics differ in magnitudes. With regard to the harmonic distortion of the CMV, the best performance in the
low to medium modulation index range is obtained with carrier-based technique with the single min-max
injection (CBPWM 1). The best current THO is obtained with strategies that equally share the time of application
of the redundant switching states, CBPWM2 i.e. SVPWM2. These conclusions are valid for both five- and
seven-phase topologies. With respect to the complexity and memory consumption it is shown that the carrier-
based algorithms are much more efficient and are thus favourable for practical implementation.
Analytical considerations regarding leg and phase voltage power and THO are given in Chapter 7. Pure
sinusoidal references are analysed. Parasitic effects, such as dead-time, were not considered. The analysis is
based on the integration of the values from a single switching period throughout the fundamental period. Thus
the analysis is given in the time domain. The analysis is valid as long as the ratio of fif is high enough.
Analytical equations for leg voltage power and TIID, obtained by an I-level inverter, are derived. It is shown
theoretically and later confirmed experimentally that all the analysed carrier-based modulation strategies (PO,
POD, APOD) will produce the same leg voltage power, i.e. THO. This conclusion can be generalised to all
modulation strategies that have one up and one down leg transition during the switching period, and that apply
only adjacent levels. It is also important that output leg voltage step is equal and constant. Analytical equations
158
Chapter8 Conclusion
for the power and TBD of the phase voltage, generated by two- and three-level inverters with an arbitrary
number of phases are also derived. These equations are derived for the first time in this thesis and will be a
subject of further publications. In the three-level case, PD- and POD-, i.e. APOD-, PWM are analysed. It is
shown that the phase voltage obtained with the three-level PD-PWM contains less power than the phase voltage
yielded by (A)POD. This conclusion is in agreement with the existing conclusion, obtained by the spectral
analysis of the three-phase case. Of course, this power is lower than the power of the phase voltage generated by
the two-level inverter. If the aim is reduction of the power that goes into the CMV, with the possibility of
elimination of the CMV, then (A)POD is to be favoured. Minimum power means minimum additional power in
addition to the power of the ideal sinusoidal output, leading to the minimum TBD. Thus PD-PWM is proven to
have the lowest phase voltage TBD among the analysed cases. Used principle for analytical calculation is
straightforward for numerical implementation. Analytical curves are checked by simulations and by numerical
methods for the power and TBD calculation. An excellent agreement is demonstrated. TBDs for experimental
results of the leg voltage and the phase voltage, generated by the two- and three-level inverters with three-, five-,
six- and seven-phase symmetrical load (induction machines were used, except for the seven-phase case where an
R-L load has been utilised), have been calculated and compared with the theoretical curves. It is shown that, by
limiting the number of harmonics to the first ten side-bands (the method that has been used in this thesis), the
obtained TBD is slightly below theoretical curves. When the TBD is calculated for the full spectrum the values
are slightly above the theoretical curves, which proves an increase of the TBD when dead time is present.
8.2 FUTURE WORK
The work presented in this thesis brings some considerable new knowledge in the area of space vector
control of multilevel multi phase VSls. A number of very important facts for the comparison of the space vector
and carrier-based modulation strategies are presented. However, the investigation here was narrowed to some
specific cases, e.g. only machines with sinusoidally distributed windings were analysed, and only linear
modulation index range was investigated. The analysed space vector modulation strategies are based on the VSD
approach and have been compared with the carrier-based approaches. However, there are more modulation
strategies that can be applied to a multilevel multi phase VSI. Some of them are mentioned in the initial review,
such as matrix approach or single-phase modulators, and they are characterised here as a different description of
the carrier-based approaches. However, it would be wise to confirm this identity by experimental results. All of
this gives a lot of scope for the new research that can be done. Some of the topics for the future work could be:
• Extension of the presented space-vector modulation techniques to overmodulation range.
• Realisation of the original space vector algorithm by using the carrier-based approach, i.e.
construction of the specific injection.
• Application of the presented space vector algorithms for multi-frequency output.
• Investigation if optimality according to the flux ripple, which characterises the CBPWM2 in the
three-phase case remains valid in the multi phase case.
• Experimental comparison of the presented modulation strategies with the matrix approach based ones
and the single-phase modulators.
• Detailed investigation of the influence of the used modulation strategies on the capacitor voltage
balancing.
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• Development of the space vector modulation technique for the nine-phase three-level case.
• Additional comparison with open-end winding structures.
• Derivation of the analytical expressions for leg and phase voltage power and THO when the
references are with min-max injection.
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Appendix A
DESCRIPTION OF THE EXPERIMENTAL SETUP
A description of the used hardware for the experimental work in this thesis is given here. The main
hardware units used are the two-level eight-phase and three-level six-phase custom made inverters and they were
controlled by dSpace dsl006 real-time system. The software code that was running on dsl006 processor board
was automatically generated and loaded from the Matlab/Simulink. Utilised machines in the experiments were
symmetrical three-, five- and six-phase induction machines. Due to the unavailability of a seven-phase machine,
a static R-L load was used for obtaining the experimental results. In what follows, each of the hardware
components and used software are briefly discussed.
A.1 CUSTOM-BUILT INVERTERS
The main inverter in this research was the three-level neutral-point clamped (NPC) inverter. The basic
topology of this inverter is as in Fig. 3.8, Fig. 4.1 and Fig. 4.25. For the purposes of experimental testing, two
six-phase three-level inverters ofNPC type have been built. They can be seen in Fig. Al and Fig. A2. For some
experimental results in Chapter 7, a two-level inverter has been used as well. All the inverters share the same
control board for connection to the dSpace system, so they have the same protection features and a very similar
interface.
The three-level NPC inverters have six output legs. As can be seen from Fig. 3.8a, each leg contains four
IGBTs. The IGBTs are Semikron SKM50GB12T4 modules with two transistors with back-to-back diodes in the
package. The maximum VCE voltage is 1200V, and the nominal current is 50A Each leg is controlled by two
TTL signals, while gating signals for the second complementary switch are provided internally by the circuit that
produces complementary signal and that implements dead time. The dead time is configurable in the hardware
and is set to 61ls. If TTL signals that control each leg are denoted by SI and S2, then the control logic for
obtaining three-level output in the actual inverters is as in Table 3.2. Twelve TTL signals from dSpace PWM
unit ds5101 are used for control of all six legs. Additional TTL input is required for enabling output of the
inverter that is AND-ed with hardware ENABLE switch on the inverter. The inverters can be supplied from the
three-phase mains or by the external dc source, which can be selected by MAIN POWER switch at front panel of
the inverters. If mains supply is used, internal three-phase diode bridge rectifies the voltage. Equivalent values of
the dc-bus bulk capacitors, using notation from Fig. 4.1 and Fig. 4.25, are Cup=Cdn=3mF. For the soft start de-
bus capacitors are charged through the 22.Q high-power resistor that should be shorted by SOFTSTART switch
by putting it into RUN position after capacitors are fully charged. During all experiments an external de-supply,
Sorensen SGI 600/25, has been used rather than the mains. The rated power of the inverters is governed by the
heat sink parameters, and if no additional cooling is provided it is about 17.8kVA Inverters have built-in
overvoltage, overcurrent and overtemperature protections. Dynamic braking resistor for the overvoltage
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Three-level
Fig. A.I: Experimental setup used for the analysed five-phase three-level algorithms.
protection enables selection of a few ranges for the limits. Inverters have feedback for measured currents and for
measured de-bus voltage. However, these values have not been utilised in the experiments in this thesis. All
experiments have been done with no closed-loop control, so no feedback has been used.
The seven-phase inverter is obtained by connection of two six-phase inverter units In parallel, as
demonstrated in Fig. A.2. The negative rail, mid-point and positive rail of the de-circuits of the inverters are
connected each one to the other. Had the mains and the internal rectifier been used, the connection of two
inverters would have been more complicated. This is the main reason why the external de supply was used. Two
TTL signals that have not been used for control of the legs of the first inverter are taken out and connected to
appropriate pins of the second inverter to control leg A, that is used as the seventh leg of the system (i.e. leg G in
Fig.4.25).
The two-level inverters have up to 8 output legs. One such inverter has been used for the experiments
with three-, five-, six-phase induction machine and with the seven-phase symmetrical R-L load. These results are
used in hapter 7 for obtaining the leg and pha e voltage THD plots (Fig. 7.23 and Fig. 7.26). Used switches
inside the two-level inverters are three six-pack Infineon modules FS50R12KE3. This provides 9 legs with two
tran istors per-leg. Eight legs are used for providing output voltage, while one tran istor from the ninth leg is
used for the dynamic breaking. Equivalent dc-bus bulk capacitance is 1.5mF. Modes of supply and protections
are the same a for the three-level inverters. This inverter was, again, uppl ied from the external de-source
orensen SGY600/25.
A.2 DATA OF THE FIVE-PHASE MACHINE AND STATIC LOAD
everal machines were used in the experiments in this thesis. However, more detailed analysis, including
current analysi , is only shown for the five-phase case. Other used machines, three- and six-phase, were used for
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Fig. A.2: Experimental setup used for the analysed seven-phase three-level algorithms.
obtaining leg and phase voltage power and THO results for comparison with analytical curves in Chapter 7. For
this analysis, exact parameters of the machine are not important, and the only relevant factor is that machine/load
is symmetrical. It should be mentioned that the six-phase machine has a lower nominal phase voltage, hence to
avoid saturation dc-bus voltage during the experiments was lowered to 250V. In all other cases dc-bus voltage
was kept at 600V. For the seven-phase case a symmetrical R-L load, consisting of chokes and light bulbs, were
used. The seven-phase R-L load can be seen in Fig. A.2. For these reasons, only parameters of the five-phase
induction machine and the seven-phase R-L load will be given here.
The five-phase machine was obtained by cutting new stator laminations with 40 slots for a machine that
was originally a three-phase one. The five-phase machine's winding is single-layer, with 4 poles (two pole
pairs). The winding has 2 slots per phase per pole, and the winding pitch is 10 slots. Each phase winding consists
of two half-windings that can be connected either in series or in parallel. During all tests half-windings were
connected in series.
Parameters of the five-phase induction machine are given III Table A.l and are assumed as a being
constant at all times. A more detailed discussion, related to the estimation of the parameters of this machine, is
Table A.l: Five-phase induction machine parameters.
Parameter Symbol Value
Stator resistance Rs 3n
Rotor resistance R, 30
Stator leakage inductance Lis 45mH
Rotor leakage inductance L
"
15mH
Magnetising inductance Lm 515mH
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Table A.2: Static seven-phase R-L load parameters.
The inductance was practically constant for all modulation indices. Estimated value is: 360mH.
available in [Riveros et al. (2012), Yepes et al. (2012)].
Parameters of the static R-L load are given in Table A.2. These parameters have been estimated by
voltage, current and power measurement for the first harmonic.
A.3 DESCRIPTION OF THE SOFTWARE AND MEASUREMENTS
All simulation results have been obtained using Matlab/Simulink and PLECS Block-Set software. The
initial model of the multi phase machine has been developed in [Dordevic et al. (2010)]. This was further
extended to a new model, developed in PLECS Block-Set using electrical components, and this model has been
used for obtaining all the simulation results shown in this thesis.
A few programmes have been developed for the fast measurement data collection and for fast data
processing. All signals were recorded by the mixed signal oscilloscope Tektronix MS020I4. For measurement
of the high voltages, voltage dividers with the ratio of 1152 (IOkQ/(IOk!1+SIOk!1)) were used. Three such
dividers were connected between the output of the inverter and the ground, star of the load and the ground and
negative de rail and the ground. The resulting low voltages were measured on channels 1 to 3, respectively.
Finally, leg voltage was determined as (Chl-Ch3)-52, phase voltage was determined as (Chl-Ch2)'S2 and
common mode voltage was determined as (Ch2-Ch3)' 52, where ChI to Ch3 represent voltages measured on the
oscilloscope. Channel 4 was always used for the current measurement, using the current probe Tektronix
TCP0030. The oscilloscope is a deep memory scope and all the measurements were done by saving 125000
samples per channel. For the fast collection of the data, Python script for control of the oscilloscope from the PC
and for fast data collection has been developed. With this script all settings of the oscilloscope for each
modulation index are adjusted automatically, and also time for saving the data to the PC is reduced roughly 8
times.
As already mentioned in 4.2.8, Matlab script has been developed for the fast processing of the data. This
script produces final reports with leg, phase, and common mode voltage, and current waveforms for each
modulation index, and also another file that contains the THD via modulation index data in tabular form, for all
the measured waveforms. Script searches for the sample when the angle of the leg voltage fundamental is zero,
and takes one period of the signals starting from that point. In this way all leg voltages start as a cosine function,
thus all shown results in the thesis are represented in the same manner. The same script has been used for
processing data from simulations. This provides an easy comparison of all shown results.
The software used together with the dSpace system are Matlab/Simulink, Control Desk and d pace
Profiler tool. Matlab and Simulink were used for creating the model and programming of the dSpace by
incremental building of the developed model. Control Desk has been used for creating graphical user interface
for control of the particular Simulink variables and for their visualisation. Profiler tool is the dSpace tool for time
measurements, and it bas been used for control algorithm execution time measurements in the complexity
comparison of developed modulation strategies.
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